
INSPECTION REPORT-BOILERS
NAVFC S-S SO4141
Supersede NAVDOCKS 2544
S/N 0105F-004-0000 TYPE OF INSPECTION

INTERNAL
A EXTERNAL

DATE OF INSPECTION

INTERNAL EJ(TERNAL

WITH PRESSURE TEST C j OPERA-
TIONAL

5. MFG. SERIAL NO, 6/ MFG. MODEL NO.

7. BUILDING NO. B. YF.AR BUILT CAPACITY

2. FEEl:) WATER fRENT 13. YPE

14.

CERTIFICATE ISSUED YES I--’] NO

IS, BOILER INSPECTOR

I1. RSON FOR NOT ISgUING CERTIFICAT

18. COMBUSTION CONTROL

% CO=

2o. FLUE GAS TEMPERATURIf,
EXCESS 0Z

AFTER BOILER -,:l "F AFTER HEAT TRAP "F

SAFETY DEVICES
SAFETY VALVES

22. NUMBER AND SIZE 23. PSI SETTING

STEAM PRESSURE GAUGE

24. CONDITION

0

25. MANUFACTURER

27. REASON IF NOT TF.TED

26. CORRECTIONS

WATER LEG CONSTANT, psi; OTH ER psi

FIRING EQUIPMENT
ITEM IN SERVICE ALTERNATE

28. MANUFACTURER

29. TYPE

30. FUEL GRADE

31, INSPECTOR’S COMMENTS

ATTACHMENT(S) (OhN/

COPY OF IN SPECTOR’S REPORT

l33.
SIGNATURE

COMMENTS .
BY DIRECTION

lkU. $. GOVERNMENT PRINYING OFFICE: 1978--604--467





INSPECTION REPORT’BOILERS
NAVFAC S’11014/41 {3/67)
.pered JVAVDOCJS g544
S/N OI 05-LF-O04-O000

I. FROM

TYPE OF INSPECTION

A INTERNAL
EXTERNAL

L]:SE MA.,’,dT. OFFICER
CAMP LEUNF_ !1 C.-,, To NAVFACENGCGM

3, MANUFACTURER

8/
BUILDING NO.

BOILER DATA

YEAR BU IL,T

II. PRESSURE

DATE OF" INSPECTION

/PT?
C OPERA-

TIONAL

MFG. MODEL NO.

9. CAPACITY

". TYPE

WATER
TuBE TUBE C. I,

NTERNAL & EXTERNAL
WITH PRESSURE TEST

14.

I, 8OILER INSPECTOR

I.. RSON FOR NOT ISSUING CERTIFICATE

17. BOILER USE

19-(OMBUSTION

/,.T’,,-’S’- ,,

16. COMBUSTION CONTROL (.M’[’.

20. FLUE GAS "EMPERATURE

EXCESS O2 AFTER BOILER ,"", "F AFTER HEAT TRAP

SAFETY DEVICES

21. MANUFACTURER

2,5, MANUFACTURER

27. REASON IF NOT TESTED

SAFETY VALVES
22. NUMBER AND SIZE 23. PSI SETTING 2. CONOITION

STEAM PRESSURE GAUGE
2S. CORRECTIONS

WATER LEG CONSTANT psi; OTH ER psi

ITEM

26. MANUFACTURER

29. TYPE

30. FUEL GRADE

31. INSPECTOR’S COMMENTS

IN SERVICE

FIRING EQUIPMEN

ALTERNATE

L COPY OF INSPECTORS REPORT

133. SIGNA’URE

COMMENTS

BY DIRECTION
U.S. GOVERNMENT pRINTfNG OFFICE: 197B--604--467





INSPECTION REPORT’BOILERS
NAVFAC 9-I I014/41 |3/B7)

Srpect N’AVDOCKS :2544
S "N OJ05-LF-OO4-O000

TYPE OF INSPECTION

INTERNAL
A EXTERNAL

FROM

2. TO

BOILER DATA
3. MANUFACTURER

4. PROPERTY NO. S. MFG. SERIAL NO. S. MFG. MODEL NO.

7. aUILDING NO. S. YEAR BUILT 9. CAPACITY

tO. FUEL (Cec/e) t. PRESSURE

DES’GNEo OPERATING ITEST
i--I co,L Il o,L I--I o- .,i / ,.,I ,.,

12. FEED WATER TREaTmENT 3. TYPE

DATE OF INSPECTION

,./ Cc T,
INTERNAL EXTERNAL [ OPERA-
WITH PRESSURE TEST C

TiONAL

14.

CERTIFICATE ISSUED r YES [] NO

. BOILER INSPECTOR

Fff.-
I. RSON FOR NOT ISSUING CRTIFICATE

17, BOILER USE

19. COMBUSTION

SAFEW DEVICES

IS, COMBUSTION CONTROL (MfE.

20. FLUE OA TEMPERATURE

EXCESS Oz AFTER BOILER 7" *F AFTER HEAT TRAP F

SAFETY VALVES
21 MANUFACTURER 22. NUMBER AND SlZl 23. PSI SETTING 24. CONDITION

STEAM PRESSURE GAUGE
lB. MANUFACTURER 26. CORRECTIONS

27. RF.-AON IF NOT TF.TED

FIRING EQUIPMENT
ITEM IN SERVICE ALTERNATE

28. MANUFACTURER

29. TYPE

30 FUEL GRADE

31. INSPECTOR’S COMMENTS

32. ATTACHMENT(S)

COPY OF INSFECTOR’S REPORT

BY DIRECTION

GOVERNMENT PRINTING OFFICE’. |974--0-704





INSPECTION REPORT-BOILERS
NAVFAC g*| |014/4I I3/67|

erede IVAVDOCK$ 3544
$/N OI05-LF04-O000

TYPE OF tNSPECTION

INTERNAL
A EXTERNAL

DATE OF INSPECTION

INTERNAL r EXTERNAL
WITH PRESSURE TEST

19
C OPERA"

TIONAL

I. FROM

E. TO

BOILER DATA
MANUFACTURER

/-/. .
PROFERTY NO

?. SUILDING NO.

|o. FUEL

S. MFG. SERIAL NO.

S. YF.AR SUILT

19 7
I. PRESSURE

0-oNEo o-RATIN0 T-T !rco. o,,oAs ,=’y,E/.,- "’1 to ,.,
SATISFACTORY UNSATISFAORY II Tu.= TU,E I c ,..

|4.

(ERTIFICATE ISSUED YES [ NO

15. BOILER INSPECTOR

I. RSON FOR NOT ISSUING CERTIFICAT

I?. lOlLER US[

I6.COMBUSTION

CO= ,

COMBUSTION CONTROL (jr/-. 1,/!

20. FLUE; GAS TEMPERATURE

A= AFTER BOILER qr AFTER HEAT TRAPEXCESS F

SAFETY DEVICES

MANUFACTURER

/.c,.,ll , "11,
"IS. MANUFACTURER

REASON IF NOT TESTED

SAFETY VALVES

STEAM PRESSURE GAUGE

PSI STTING 24. CONDITION

26. CORRECTIONS

WATER LEG CONSTANT .psi; OTH ER psi

FIRING EQUIPMENT
ITEM IN SERVICE ALTERNATE

MANUFACTURER

TYPE

30. FUEL GRADE

3t. INSPECTOR’S COMMENTS

ATTACHMENT|S) (Ch/)

COPY INSPECTOR’S REPORTOF

33. SIGNATURE

COMMENTS ’/ BY DIRECTION

GOVRNMKNT PRINTING OFFICE: 1974--605"704





INSPECTION REPORT-BOILERS
NAVFAC 9oltOI4/41 13/67)

SSned. NAVDOCKS 2544
0 05)04

TYPE OF INSPECTION

A [1 INTERNAL
EXTERNAL

DATE OF INSPECTION

INTERNAL EXTERNAL OPERA-
WITH PRESSURE TEST C

’ TONAL
I. FROM

Z. TO

BOILER DATA
MANUFACTURER

4. PROPERTY NO.

#/
?. SUILDING NO.

1o. FUEL (Chl0

I-] coA" O’L r-I GAS
12. FEED WATER TREATMENT

SATIn;FACTORY UNSATISFACTORY

S. MFG. SERIAL NO. 6. MFG. MODEL NO.

8. YEAR BUILT

I. PRESSUR

OIGN[D OPERATING TT

3- TYPE

II Tune ru.= c. ,.

14.

CERTIFICATE ISSUED [ YES [] NO

REASON FOR NOT ISSUING CERTIFICATE

17. BOILER USE

q"" % COz

18. COMBUSTION CONTROL (M[E.

20. FLUE TEMPERATURE

CESS O2 AFTER BOILER AFTER HEAT TRAP, "F

SAFE DEVICES
SAFETY VALVES

MANUFACTURER 22. NUMBER AND SiZE 23. PSi SETTING 24. CONDITION

STEAM PRESSURE GAUGE
ZS. MANUFACTURER

27. REASON IF NOT TESTED

26. CORRECTIONS

WATER LEG CONSTANT pmi; OTHER psi

FIRING EQUIPMENT
ITEM IN SERVICE ALTERNATE

ZB. MANUFACTURER

29. TYPE

30. FUEL GRADE

31. INSPECTOR’S COMMENTS

’z. ATTACMEN T( S

Fi COPY OF INSPECTOR’S REPORT

ll33. SIGNATURE

DIRECTION
ru S. GOVERNMENT PRINTING OFFIC E. 1971--426--287





INSPECTION REPORT- BOILERS
NAVFAC 9-1 |014141 (3/67)

Supersedes IAVDOCKS 2544
SIN 0105-004 -0000

TAYPE OF INSPECTION

INTERNAL &
EXTERNAL

DATE OF INSPECTION

INTERNAL & EXTERNAL
WITH PRESSURE TEST C --’] OPE RAoTIONAL

I. FROM

2. T

BOILER DATA
MANUFACTURER

4. PROPERTY NO. 5. MFG. SERIAL NO.

7. BUILDING NO. 8, YEAR BUILT

10, FUEL (Check.)

I.DESIGNEDPRESSURj.
12, FEED WATER TREATMENT It3, TYPE

SATISFACTORY UNSATI’FACTORYII TWuAEER

MFG. MODEL NO.

9. CAPACITY

OPERAT,NG TEST

FIRE
TUBE C. 1,

14.

CERTIFICATE ISSUED []YES [I NO

Bill LE R INSPECTOR

-VY .ORNA-
1#. REASON FOR NOT ISSUING CERTIFICATE

17. BOILER USE

% co2

COMBUSTION CONTROL (MI. Name.)

20. FLUES’AS TEMPERATURE

% EXCESS O
2
AF#ER BOILER F AFTER HEAT TRAP

SAFETY DEVICES

Z 1, MANU FA CTURER

SAFETY VALVES

22. NUMBER AND SIZE

STEAM PRESSURE GAUGE

23. PSI SETTING 24. CONDITION

25, MANUFACTURER 26. CORRECTIONS

WATER LEG CONSTANT psi.; OTHER psi

FIRING EQUIPMENT

28. MANUFACTURER

29. TYPE

30. FUEL GRADE

31. INSPECTOR’5 COMMENTS

32. ATTACHMENT(S) (Check)

1- COPY OF INSPECTOR’S RpEPORT
33E-NA T UR E

GOVERNMENT PRINTING OFFICE: 1973--I0-384




