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SND LANTDIV 9-4730/6 (Rev. 8/68')
Boiler Inspection - Addendum to NAVFAC 9-11014/41

DATE: 23 MAR 1983

ACTIVITY: Marine Corps Base, Camp Lejeune, North Carolina

BUILDING NO: H-100 Hospital BOILER NO: 1

Based on the existing condition and present rate of deterioration, it
is estimated that the boiler has a remaining life of

/_/ 5 or more years / _/ () years

The following corrective action is récommended :

Inspected internal #1 Boiler, no scale build up to speak of, but some light

_pitting on tubes, Hydrostatically tested boiler to 25psi. Several tubes

were leaking in the 2nd pass and some in the 3rd pass. Seal welded the ends

of tubes in 2nd pass 72 and rerolled 15 tube in.3rd pass and beaded over.

Hydro-Boiler to 225 psi no leaks.
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