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SND LANTDIV 9-4730/6 (Rev. 8/68)
Boiler Inspection - Addendum to NAVFAC 9-11014/41

DATE : 17 December 1981

ACTIVITY: Marine Corps Base, Camp Lejeune, North Carolina 28542

'BUILDING NO: 1700 BOILER NO: 2
Based on the existing condition and present rate of deterioration, it
is estimated that the boiler has a remaining life of

_/l—/- 5 or more years _/__7 ( ) years

The following corrective action is recommended :

Found blisters on four side wall tubes (right side of boiler). Cut out

blisters and welded in windows patches with metal from new boiler tube.

Hydrostatically tested to 290 PSI, no leaks. Believe that blisters were

caused by refractory missing and clinker build up to direct heat and flames

on tubes.

Conditions unchanged as previously noted. Front brick wall and refractory

to be replaced by contract in FY-82.
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