BLDG NO INT. PAINT SQ FT EXT. PAINT SQ FT ROOF SQ FT CONDEN. LINES LIN FT FACILITY HISTORY RECORD

S0 MCBCL 11011/3
JOB ORDER NO comgtﬁ-gp cosT DESCRIPTION
‘ HQ8CMOPH 502 2/2/68 907 Self-help landscaping of new schools

AAQ23 %% 15123 4/11/69 303 Install anteanna to auditorium in bldg

AA923%% 15140 6/27/69 143 Perform preventive mainten in Berkely manor

AA923 %% 15142 6/27/69 289 Replace warm air limit controls and install protective covers outside .
Wings A, B, C, D, E, and F.

AAQ023 0307 2319T 1/2/70 143 Perform preventive maintenance to Johnson service system

AA023 0321 2319T 3/27/70 143 Perform preventive maintenance to Johnson service controls

A;' 0323 2319T 12/31/70 151 Perform recurring maintenance to Johnson service control system

AA123 0333 2319T 4/2/71 : 151 Perform recurring maintenance to Johnson service control system

AA123 0340 2319T 6/30/71 155 Parform recurring maintenance to Johnson service system

AA123 0351 2316T 4/9/71 538 Install (4) 96" 2 tube florescent lights in (2) sections of auditorium for
temporary classrooms

AA123 0362 23XXT 6/4/71 461 Install air conditionmer in library at school bldg

AA123 0363 23XXT 6/8/71 838 Spread fill dirt, clean-out swales, haul and spread top=-soil, fertilize
and reseed bare areas

AA123 0368 2317T 6/30/71 Furnish temporary service and remove bad transformer

AA223 0320 2319T 10/1/71 329 Perform recurring maintenance to Johnson service control system

AA223 0326 2317T 6/23/72 Rep

AA. 0323 2319T 12/30/71 329 Perform recurring maint to Johnson service systems

AA223 0366 2318T 3/31/72 333 __Perform recurring maintenance to Johnson service control system

AA2 23 0381 2320T | 1/21/72 807 Fabricate and install 8 steel columns 4 in cafeteria

AA223 9225 2318T 4/28/72 333 Perform recurring m ervice controls systems

AA223 7243 23XXT 2/11/72 Dig out, check cause of sink hole and make necessary repairs under
window of reading room

AA223 9600 2317T 4/28/72 1.131 Install pole and two mercury vapor lights on each in (2) playground areas
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UPDATED BLDGS METER REQUIREMENTS
ELECTRICAL - WATER STEAM
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