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/ RtCT--------O-tract N62470-81-B-1766, FY 83 MC0I Project P-608-,
Suppor,t’!ng Fa.cilities, Naval Regional Medical Center, CLNC
LgCATION

ARCHITECTURAL

.TRUCTURAL

CIVIL

MECHANICAL IRELIM,

ELECTRICAL X 0%SUBMITTAL

SPECS i 5TIMATF. 00% SUBMITTAL

DATE DI,JE LANTDIV

RETURNED LANTDIV

REVIEWER

R. D. COLEY
ICERT|FICATION OF CO OR OICC’ROIC

DATE LANTDIV RETURN

LANTDIV REVIEW ACTION KEY
INC. IN LANTDIV ,FLAN. LTROWG. NOJ

PAR. NO.
ITEM
NO.

OICC/ROICC OR STATION COMMENTS
(MAKE GENERAL COMMENTS ON LAST SHEEn

Indicate width of sidewalk at South end of
building

Detail ’asitonal I’ 1-I pavement cal]ed
for in the specs verses I-2.

Cut ditch from lagoon to connect with North-
east Creek.;

Plan Terrace is the west wall and the planter
wall the same elevation at the point of inter-

clarify.
section? Indicate elevations or add note to

Add the word ’VERIFY’ to the given elevation
where the planter wall intersects the West wall.

Indicate dimensions between ontrol joints.

If the tree planters have the same control joini
layout in the concrete slab, indicate same for
easterly tree planter area.

Indicate a grease trap approximately(ft.
North of the building.

CONSTRUCTION SCHEDULE [No. DAYS
;PECIAL REQUIREMENTS {Attach If nece$$lW|

PECIAL REMARKS (For LANTDIV use only|

CONCURRENCE





P.age 2

.Brlck Ber:e.tal.- Indicate size of WWF in concrete slab.
Indicate #4 bar cont. in thickened edge of concrete slab.
Indicate what the materialis under the footino for the bench and
thickened edge of the slab, i.e,, base materia and thickness or
compacted soil,

Indicate whether or not the top of the bench slopes with the slab
or is level.

Indicate thickness of stone base course.
Indicate #4 bar cont. in thickened edge of slab.

.Typlcal SectloParklng Lot Pavement
I-1 pavement called for in specs in lieu of I-2

I-I pavement called for in specs in lieu of I-2

Provide detail of depressed slab. at typ. inset light.

Provide 2 #8 AWG in 3/4" UC to conn. M.H. from Master
Provide 20 ft of slack wire for connection to the cLealam circuit by
the government in the Comm. M.H.
Add a #8 Grd. in the circuit for the AAA light fixtur by . 74.(i.e)
I-" C. 4 #6 & #8 Grd.

C2-4

C2-2 dd existing S,$, and grease trap on plan of terrace.

@The
EUC between the PWB and the sewage lift station is direct buried

between the EFM and the EUE. The EUC enters the sewane lift station
from the South.

Change EUP T to EUE.
Change EUC to EUE from the manhole West of the sewaoe lift
station to the sewage lift station.

Change notes referrin9 to drawings CV2-8 and CV2-11. Those drawings
are not included in the contract.

Sanitar Profi-le

Changetop elevation of oil-water separator from 22.6 to 22.0.
Detail CI-/C2-4.
There is an 8" plug between the existing F.H. and the indicated 8" x 6"
reducer. The8" x 6" reducer is not existing. The 6" plug is not existing.
The 40’ min. dist from the bldg is not compatible with the layout on
Dwg C2-1..





N62470-81-C-1766.. Page 3

L-:"WJll the NW and SE trees around the flag pole area cause visual/-’bstructions security cameras on the building?for the
; I/- Will the I-QVIR in the island infrinoe on the coveraoe of the securitcameras?

"L-4Plan, Planting at Staff Plaza at the western inset of the blcfg put stone
mulch under the overhang by the entrance doors.
Plan, Planting at Visitor-Outpatient Plaza at the NE entrance (Main
entrance to Area B), add stone mulch under overhang by doors.
Typical Edging Details
State what size of ,luminum rin.gnailso be used.

(91lrovide detail for the west jamb of door Pl14C. Det)ail D will not
rk on the westjamb.
drawing number in note "Entry vestibule concrete walk see"
arrow to ’Storage P114A’ to indicate location.
ge drawing number for trench drain detail
plumbing drawings indicate a single sink n lieu of a double

-sink in Room PI05. Clarify.

(tai I 3/A- 1/A-I
The beacon light support is existing.
There is an existing 3/4" conduit penetration.

iD.Detai I 2/A-1/A-I
(;PW(’ndicate the Beacon light support is existing. Remove note pertainingto removing roof, etc.

ail I/A-I/A-I Roof Section
the word ’insulation’ to its symbol.

A-2 Finish Schedule

.* .- ..=:.- .;...:... ,. -.

(ote #4 Insert ’FINISH’ in lieu of ’DOOR’ in DOOR SCHEDULE"
4/A- l/A-2

Locate electrical outlets on wall.

(AIL H/A-4/A-2
Indicate type of welds to be used to attach bent plates to steel joit.
Indicate how to attach C3x4.1 top capping bar to bent plates.
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A-2 (Con’t) FINISH SCHEDULE NOTES

ote #5 The leafs shall be stainless steel and the frame aluminum.

A-3 r)(.T.yIgical steel stud wall intersection detail

" Add metal stud at wall intersection to ancho.r perpendicular wall stud.

.Typical Partition Perpendicular to steel joist where exposed to view detail
cy..:’ -Add note to "CAULKE CONT." over expansion material. .#.c,i|l|/C!l(ite what is to be done where steel joist is not:

/m ’IsIn place.’ If the grout is for fire protection, fire safing insul or

i ^mt block in the void is more pracitcal and can be accomplished..
(VZTyp shear wall closure Detail add "CAULK CONT’ at joint with expansion

materia|.

l(kr to steel hoist elevation add "CAULK
expansion materi,al

Typ Masonry Parti.tion Closure Det(l add "CAULK CO)IT’ at joint with
expansion material

Head (106) and Jamb (107) details

Delete weather stripping .fin on frame. Add metal stop on head detail.
door stiles head.Id weather stripping to and

-;i-,m;mm ,he)frame is used, the door cannot swing.

A-4 Reflected Ceiling Plan

reVide

details for drop soFfits inside the building (i.e.) toilets,
r, etc.

Indicate height of light fixtures AFF and/or below joist in shop areas.
The number fixtures orientation would have to be ifof light changedor. .- the lights slope with the ceiling.

Indicate that the symbol for the GWB partitions extending above the ceiling

.o inc] udes the CMU partitions.
#l& Ifor anchoring partitions which go o the underside of a
_, -ceiling-:: Head-detail. !04 is not applicable to all cases as present.ly

:’" .TyP. Shower at wall detail

detail]is does not work with organic adhesive thin set tile. The
flange of the basin causes the lowest tile to kick out approximately 1/8"
at the bottom. Use mortar tile bed or set GWB in front of flange.

Typ. Shower Curb Detaile confront for "Typ. Shower at wall detail" pertaining to flange._
Change ’BRICK FILLER’ to ’BRICK FILLER OR CONC CURB’.

LWiih the dimensions gven for the curb,,II. (-,-b-euse with a full piece. This approach does not give a very desireable
finish job.
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A-4 (con’ t)

s detlle, is connection must be buil before he wall is con-. ." structed. The use of a duy wndow mullion is a good means of closing. the aa. Change detail.

Relocate TV camera due to bottcm of concrete beam at 12’-0" A.F.F.

DETAIL A & B

:-’n parapet will be vezy small. Verify size an

f ’ A-6 DETAIL 4/A-S/A-6

’. ;’ .’" :" _"-..’: .

--r
DETAZ.L D/-/-6

h:m’e # clowel to #4 clcl to be oonsistent with Secti.’on S/-7/-6

#.turn_down her’/rid brick course.
Pfovde detail to indicate construction where ntal roof eave tes into

parapet wall flashing to make the intersection water tight.

Indicate detail for tie-in of metal coping cap into brick parapet.

JAMB 109

steel munting plate should be 11’-4" long for door PII4C.

A-9 d2neal use vented reveal wher the soffit is not insulated. In-
%/ dicate the abo% by note.

S-I FOt33ATICN PLAN

ange the section designations for sections indicated on shA-4.
They are not on drawing A-4.

ROOF FRAMING PLAN

ctions I/S-I/A-4 and 3/SI/A-4 are not correct. Indicate correct.,,..,,sections designations.

partof those drawings. Insert proper sheet number.
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S-2 VATIC J/$2/$2

eogto Sht A-4 pr.: I/$2/A-4 fs I/S2/A-4.
S 3 26

1 PRP

Pflr plg s.
15401-2. i. 4.-t ho.

ralay ofs IB/A-8.

it P-5ts. . A-I s le s.ssle s.

--Va ila t rk. Flr ot 1
gh. gila.

L
-S pipg ght ofsof t

i RP

zz of -i0 P11. gs or rse M-2. n

[ -r9og9f -I d -I onto

I PIPD

Indicate type of all floor drains.

Clarify

15651-8.1.
hc sight gauge, drain, air release and relief valve on expansion tank.
S

L-Add note under 2" System drain "Pipe to floor drain"
MECHANICAL RCM FLOOR PLAN

a,9 -Indicate distance between fuel oil tank and building wall.
-Indicate location of F.O. pump.
UND FUEL STOP%GE T3< DETAIL

) mephOd of determin/ng unt of fuel in the tank.,’r th of sand belw tnk pad.
Is0 oil pump required? Verify MIL-B-18897 contains requLrnnt for fuel.X- -jpp.wi.t..a n.num-n of 15 feet suct/on lift. Also verify fuel pimp, fan,

anu zgnron o not exceed 20 amp service to boiler.





2 roc number locaton of each fan.

each heater type.
". l’_. 4) UH-3’s, (1) UH-4, and (2) UH-S’s.

EXHAUST FAN SCHEDULE

-Coordinate with electrical drawings and HVAC floor plan.

There are (4)
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(3) UH-2’ s,

-Electrical data indicate a 277 volt notor. Please verify.
SPLIT SYSTEM AIR CCDITI SCHEDULE

-Electric date indicates a 460/1/60 outdoor fan motor. Please verify.
AH-I HEATING OOIL DETAIL
Piping diagram is not mptible with specif.ication 15651-9.2.
Correct specification. A sequence of operation_ is recdred for
nection of multiple ,mits to a single boiler. Control scheme
include boiler, air hand/ing units, unit heaters, cirbulating systn, etc.

Dwg CV3-8 is not included. Provide locatin of fuel tank pumps.
Clarify note ’6" sand fill all around tank’.

SITE PLAN

i. Feeders E-II and C-5 run through MH #24 & #22.
2. Feeders F-3, B-91, & E-I run through MH #23 & M #20.
3. Ductwy to existing ]_ift station is power cnly.
4. Existing telephone cable is direct buried frcm Ccm. MH #2.
5. MH at Lift station is #27. Add existing manhole bet=n MH #25

& MH #27. M at helipad should be numbered #28.
6. Drawing EQ-2 is not included in set of drawings.

HELIPO SINGLE PqER DIAGRAM

i. Provide pothead at existing load center.
2. Coordinate manhole numbers with the herein before listed in-

fomation on Site Plan.
3. Prcide personnel protection by grounding grid at pad mount trans-

foxier.
4. Is Wye cabling oost-berficial to single phase application?
SINGLE LINE PER DUBLIC WORKS BLDG.

i. Provide equilmnt ground between substation "C" & new PW-MCC.

E-2 LIGHTING PlAN

Toggle switch by exterior entry door. P-II4 cannot be installed
in ..door frame. Relocate.
Provide control of oorridor P-II8 lighting at entry doors.
Provide mounting details of toggle switches that are located on
wire esh partiticns.
Provide control of Lighting in rocks P-102, P-121.
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E-2 (cont’d)

[ i. North exterio..r wall what is m3unting heightf of W.P. receptacle
and relocate.V4all detail indicates insufficient rocm within wall to

/ locate receptacle.
/ 2. Provide reoeptacle on south 9rall of Roa P-107.

.% /4. Section 15651 specifies that ar conditioner plug shall mat. rece.,cle for circuit desi_on No. 33 in P-105.

[ 6. Identify security camera number and details.
7. Is. ’A’ cable rquired?

l. Identify circuit for t/me clock, Design No. 24.,

k.i. Panel MR1 & MR4" have mDre than 42 units.
E-3 / LIGHTING FIA"IURE

2. i. Indi.c.a.te mounting he/ghts abce finish floor and/or belw oists..,,. For zixt-ure types "CC", :"CCI", & "PI".

D / 3. Detail of concrete base for fixture type "AAA" is._requ.

k,__l. Is A’ cable required?

SECURITY CAMERA J. BOX DETAIL

BROADBAND SYSTEM- DETAILS

i. Indicate new and existing equilmp_nt.

i. Indicate munting h=_ights of receptacle.
2. Conflict he "GF" on legend and "GFI" on plans.

0’. 3. Indicate B/B. outlet at 18" AFF "unless noted otherwise".4. Telephone outlet should be 18" AFF.in lieu of 48" AFF unless other-
wise noted.

5. Need specifications for door switch.

E-4 CAL EQUIPMENT & WIRING SCHEDULE 4;[/

.u. Iso rezer no cc7nts on Dwg. No. E-2.
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.,,0jV’of desig N. 49, 52, 53, 54, 56, & 78 ta

E-6 _.LIGBTNqNG POTECTICN PLAN

w/, copper mains do notmix.Cazebecompatible with the main cable. Aluminum flashing

..rTo-. .-R D-ITT.

_I. Point projection protectors are not high strength. Delete rement.
E-7 DETAIL I/E7

-3.
ghts be controlled separately frc landing lights?,,,..,..,,.,"",, lat type of manhole only?

SECTICN 9 & 8

I. ere does 6 pair telephone and shielded cabling originate frn?2. Provide details to plaoe direct buried telephor in power duct.
DETAIL 2

i. Indicate method of providing ontactor oontrol to oontactor throug
pad mounted transfozmer.

2. Provide details for reinforced concrete pad.
DETAIL

i. Indicate top of concrete in lieu of grade.

NOTES:

,4hat type, size nd amount of reinforcing steel required by notes 1 & 3.
Provide circuit diaoram.. dcating ccmechions of interposing relays
and contactor to control heliport lighting. nere does main line
c0ntactor derive its control power fr?

E- /

Symbols on diagrams do not confonn i.e., C.L. fuse padmDunt trans. ;





SPECS

ction 0101
Para. 8 no has elect. G.F.E.? Put date material will be available.

what material is G.F.E. I,% ,p
Para. 12 Where can we connect for utilities?

age +/-u

Section 02200

Para. 3.1.1-

Para. 3..i-

Para. 3.4.8-

Leaving vegstation on the ground on the easterly approach to the

he_I/pad is not allowed by the Corps of Engineers. A large_ section
of this area is wt lands and felled %getation is classified as

fill. A permit to fill wet lands is required frcm the Corps of

Engineers prior to doing this.

$’at is merchantable timber (define)? Tell what lengths to 5e cut
in (should be approximately 17’-6" icng). Does the ocntractr
dispose of the merchantable timber or does the Base sell the timber?

If the Base sells the, the contractor must stack timber.

Specify cpaction effort. Define/cl l_r portic of backfill.

Section 02501

Para. 6 Delete "asbestos." frn 5th line.

Secticn 02613

Para. 13.2.1 Chang ’ezeh’ in Line 2 t ’,]’.
Para. 13.2.5 there are tD paragraphs with the same number [pa.ge 30 & 31).

Section 02680

Para. 3.2 (C) /clue density of mixture for each sample.

Section 04
para. 3.2.’Do not use imlratic acid on the brick or r. to be used, The

manufacturer of the brick us..ed on the new hospltal states do not

clean w/acid"; Existing hrlck is "James--" by Boren Clay Products)
Co.
ePara. 2.2.3 W.ar industry standard is n 12% air content in lieu of 16%. 16%

content can’t be obtained. Change percentage to 12% air content.

The mrtar used on the new hospital is black to match Rivertcn _rp
"FlamLngo Msomy Cement" #C-284 (Black). This should he indicad
in the plans & specs.

Section 07232

Para. 2.4.2 Were are clip fasteners to be used? Paragraph 3.3.1.3 of spec has

been deleted.

Section 07920

Para. 3.3.4.1- .Add after the rd ’joints’ in the 2nd line "inc1ding joints
between plumbing f/xturs and walls and floors".

Section O8110

.2.5-’ams for extra heavy duty doors are not specified.

Section 09310
Para 5.10 fhg /SI Al18.4 to ANSI A118.5. ANSI A118.4 rfers to or.o-nic

adhesi.
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on 15651

s?

on 16301

@on 16402

on 16510

Para. 3.1.1 5in s_rvic disconnect switch (MCC) is 480/277 volts; exit lights
are 120 volts. Please clarify the 120 volts service sourc for
the exit lights.

Section 16530

9/Para. 2.1 The lminry as indicated on the Fixture Designation sheet specifies
a tapered standard which is a single source specification.
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Sect 16610

_---/ RoOf ccductor is required by U.L. to b ccspatible with nt.

/;q se.On 16722,, 6.12 Add "bx o0de wheel shall be cut for n_.tmer 2231 with

-. 6.13.2 Last sentenc violates national electric code ar.natona eleccrzc

ction 16762’

of at helipad? The interposing rlay at
i’ara. 3.5.2 What is ooll voltage relay

the FID "BE" (hospital telephore equilmnt ough to ha 24

volt directt coil.

Para. 3.8 Specify intrusion devices (security door mvitches). These devi.c. are

not specified in finish hardware or coiling steel dor specifications.





A JC-JINT VENTL.,RE

August I, 1980
77239.18 Naval Regional Medical Center 69/LG/SA

CWM 18

Department of the Navy
Atlantic Division
Naval Facilities Engineering Command
Norfolk, VA 23511

Attention:

Subject:

Gentlemen:

Mr. Stephen D. Emrick, Code OgA21A

Contract N6270-75-Cj/1383, Architectural and Engineering Servicesfor Hospital Replacement, Naval Regional Medical Center, FY1977MCON ProJect P-600 at the Marine Corps Base, Camp Lejeune, NC

The attached is copy of the Data Base and Typical I/0 Schedule for theFans. This is another of the partial schedules which was explained in JointVenture letter 5/LG/SA dated July 16, 1980.
Please advise if you have any questions or comments so that we mayincorporate them prior to printing I/0 Schedules.

Very truly yours,

LOCKWOOD GREENE/S IX ASSOC IATES

Charles W. Minch

CWM: tj

Enclosures

CC: Mr. George Novey, Code
Mr. John Grubbs, Code O;2A
Cdr. R. E. Carlson, CEC, ROICC (2)
Mr. Charles Ratterree
Mr. Bruce Byford
Mr. George Scott
Mr. James Curry

LOC_,tOAK3( C-,-,-,-,-,-,-,-,-EENE POST OFFICE B( 491 SPARTa. SOiJTH C,aJ:IJNA 29304 (803)582-2351SIX I’F_.S INC. POST OFFICE BOX 5594 ASHEV1LLE. NORTH INA 28803 (704) 274 1551





DECRIPTIDN

T3 FANS! Fans prov|ae remove1 or .upelv of sir from or toone or mOre soaces,The majority of these systems are usually Independent!however some of these un|ts ere jotntly operated tn conJunCt|On wthsource of bested or cooled alp from another system

POINT EFINITION$

TH$ SYSTE FIELD POINTS REQUIRED!

DIGITAL INPUTSI

FAN DIFFERENTIAL PRESSURE SWITCH

NOIE

DIG|TAL OUTPUTS:
.’C1(

START FAN

NONE

ANALOG I&PUT$I
NONE

ANALOG OUTPUTS!
NUNE

CALCULATEU POINTS REQUIRED
hONE

OTHE SYSTEMS FIELD POINTS REUURED!
DIGITAL INPUTS!
,/C!

,/C7

TRANSFER HITCM #1NORHAL POER FAILURE
THANSFEE WITCH MI TRANSFERRED TO EMERGENCY POWER
THANSFER SITCH NORMAL PURER FAILURE
TRANSFER 5ITCH # TANSFERRED TO EMERGENCY PONER
TRANSFER SITCM #3 NORMAL PONER FAILURE
TANSFER $TCH #3 TRANFENED TO EMERGENCY PONER

SPECIAL POINT REOUIREENT$

THIS FUNCTION TO BE IMPLEHENTED FROMTHE CLHNI TO ALLO THE OPERATOR TO
ACTIVATE AND STOP THE FAN MANUALLYAND NOT THROUGH AN AIJTOMATED PROGRAM





,O7

+E!

,+E$

+F!

TRANSFER $ITCH NORMAL POER AILURE
TRANSFER SNITCH e5 TRANSFERRED TO EHERGENCY POER
TRANSFER SNITCH #b NORRAL POWER FAILURE
TRANSFER SHTCH #b TRANSFERRED TO EHERGENCY POWER
TRANSFER SXTCH #7 NORMAL POWER FAXLURE
TRANSFER SWITCH #7 TRANSFERRED TO EHERGENCY POWER
THANSFER SWITCH #8 NORMAL POWER FAILURE

TRANSFER Sk|TCH #8 TRANSFERRED TO EHERGENCY POWER
TRANSFER S|TCH #9 NORMAL POER FAILURE
TRANSFER $ITCM #9 TRANSFERRED TO EHERGENCY POWER
TRANSFER SWITCH #| NORHAL POHER FAILURE
TRANSFER SWITCH #| TRANSFERRED TO ENERGENCy POWER
TRANSFER SITEH #!| NORRAL POER FAILURE
TRANSFER SNTCH !! TRANSFERRED TO EERGENCY POKER

TRANSFER Sk|TCH #X NORNAL POWER FA|LURE

TRANSFER SW|TCH #X TRANSFERRED TO EHERGENCY POWER
TRANSFER SkeTCH #!] NORMAL POKER FAILURE

TRANSFER SWITCH #!3 TRANSFERRED TO EERGENCY POKER
TRANSFE SITCH #X NORHAL POKER FAILURE
TRANSFER SWTCH | TRANSFERRED TO ERERGENCY POKER
NONE

DZGTAL OUTPUTS!

FIRE HY SMOKE ZONE

FIRE NEIGHBOR SHOKE ZONE

NONE

ANALOG INPUTSl
NONE

ANALOG OUTPUTSI
4UNE

,+Abe*
O[HAND LIXTING ANO DUTY CYCLING DATA!

THI SYSTEM DEAND PRIORITY
THIS SYSTEH DUTY CYCLING PRIRITY IS #??

i:





RSFER $|TCH

THIS SYSTEM TO BE SHED HEN ALL
CRITICAL AND LIFE SAFETY SYSTEMS
&RE ON EMERGENCY POER UNLESS THERE
IS SIMULTANEOUSLY A SMOKE REMOVAL
ACT|ON REQUIRED BY THIS SYSTEH

CALCULATEO POINTS REUIREO!
NONE

SMOKE REMOVAL SCHEOULEI
otA

FIRE MY SMOKE ZONE
,950

BG

tA
orS3

,+S7

,9T1

F

tH

,/T7

,/U





oeU8

31
o$U

eSV

/VI
G

+V7

IC

C ID

,+

IGI

X

fX





,*)

NO SMOKE REIOVAL ACTION REOUIRED

CONTROL FUtCTZON SUMMARyI

FUNCTION NAE & NUMER

POINT NAME

,*B(*
DEMAND LIMITING,!
,-C!

START FAN
OEMAkD METER

GENERATOR OPERATION, 2

,-C!

,+A#

,tC$

FAN OIFFERENTIAL PRESSURE @NITCtl
START FAN

FIRE MY SMOKE ZONE
FIRE NEIGHBORS SMOKE ZONE
TRANSFER SWITCH #! NORMAL POKER FAILURE
TRANSFER SWITCH #! TRANSFERRED TO EMERGENCY POWER
TRANSFER SWITCH #2 NORMAL POKER FAILURE
TRAawSFEN SWITCH TRANSFERRED TO EMERGENCY POWER
TRANSFER @WITCH 3 NORMAL POER FAILURE
TRANSFER @WITCH #3 TRANSFERRED.TO EMERGENCY POWER

APPLICABLE FUNCTION PROGRAM@

ELECTRICAL DEMAND LIMITING(5,5)PREDICTOR/CORRECTOR PROGRAM(,9)

POWER FAIL RESTART OF MOTORSfS,2B)





oD

ttO

teD5

eE7

teES

THANSFEH SWITCH 5 NORMAL POWER FAILURE
TRANSFER SWITCH #5 TRANSFERRED TO EMERGENCY POWER
THNSFE SWITCH

TRANSFER SwITCM

TRANSFER 5WITCH

TRANSFER SWITCH

THANSFER SWITCH

TRANSFER SWITCH

TRANSFER SWITCH

NORMAL POWER FAILURE

TRANSFERRED TO EHERGENCY PONER
NORHAL POWER FAILURE

TRANSFERRED TO EHERGENCY POER
NORMAL POWER FAILURE
TRANSFERRED TO EMERGENCy POER
NORNAL POHER FAILURE

TNANSFER SWITCH #9 TRANSFERRED TO EHERGENCY POHER
TRANSFER SkITCH #1 NORMAL POKER FAXLURE
TRANSFER SWITCH #le TRANSFERRED TO EERGENCy POflER
TNANSFER SITCH

TRANSFER SWITCH

TRANSFE SWITCH

TRANSFER $ITCH

TRANSFEH SWITCH

TRANSFER SWITCH

TRANSFER SWITCH

TRANSFER SWITCH
.*)

DUTY CYCLING5
I’A

NORHAL POWER FAILURE

TRANSFERRED TO EHERGENCy POER
NORMAL POWER FAILURE
TRANSFERRED TO EERGENCy POWER
NORMAL POWER FAILURE

TRANSFERRED TO EHERGENCY PORCH
NORMAL POER FAILURE
TRANSFERRED TO EMERGENCy POWER

t-C|
FAN OXFFERENTXAL PRESSURE SWXTEH
STAHT FAN

,e85C*
TIMEO SCHEDULED OPERATION6

FAN DIFFERENTIAL PRESSURE SWITCH
START FAN

,*)

SOFTWARE INTERLOCS7
*)

-_,..t_B*

DUTY CYCLE PROGRAM(5,b]

TIME PROGRAH FUNCTXON(St2)EXTENDED SERVICE CONTROLtSm3)

SOFTWARE INTERLOCKXNG SEOUENCES(5,)





=CI
START FAN

+(*
STANT/$TD OT|XZATIDNq

FAN DIFFERENTIAL PRESSURE SWITCH,’Cl
START FAN

MAINTENANCE REPORTS3

FAN DIFFERENTIAL PRESSURE SNITCH*)

TROUBLE DIAGNO$ISeE

FAN DIFFERENTIAL PRESSURE 8ITCH
START FAN

,+A

o+A5
FIRE NEIGHBORS SMOKE ZONE

SOKE EEOVAL3e

FA OZFFERENTIAL PRESSURE 8WITCH,’C1
START FAN

FIRE MY SMOKE ZONE

G

,+88

/89

,+T!

OPTIMAL 8TART/STOP(5,|9)
TIME PROGRAM FUNCTION(S)
ALARMS(4,7)

RUN TIME TOTALIZATIONCSet7]
MAINTENANCE REPORTS(e],E]

CORRELATED ALARM REPORTS(4,33]

8HOKE REMOVAL PROGRAM(5.22)





o+U

,/U!

,U5

,/U

,+U9

o/V

+V

,+V7

IGI

IG
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SYstem Status Reports Package
Section 8

LockooO Greene Enq|neeps,
Hospital Relaceentp Naval Re|onal Medtcai Centerw Energy Monitoring and Contro| Sy|em

arte Corps Basew Cam LeJoune North Caroltna
Construction Contract

Datel Eg=Jul-8





SV=tem Numberl EF 93 SYltem Typel E=hault Fin Ftd Number! EA ReCord |8?
Specification Reerencel 1591!Orawtng Reference! M7-53 ’1 M2-7, q]q’79611-6XZConetructton SDectflceton |/0 Schedule Page Line Numberl

Ecepttonl| ReaDonlib|lltYl Fuentshlngl N/A
Sectelsl Znltalllngl

H|rtngl

Shop Drawtng Subm|tel Date!
Lockwood Greene 1 77
External #I 667
Stetusl DFVZATES=================================================================Sensor Number! DPSH-I Po|nt Destgnettonl 2A EF 9OPSH-I Seneoe Tvpel Dig|tel mPUtSpecification Reference! 15911 Record| 186Dre,tng Refeeencel

Con=tructon SDectftcet|on Z/O $heou|e Page Ltne NumbePiROCC’s ;/0 Schedule Locetorl 8-19Potnt ueeo by EC$ [Y/N]| Y

Exceot|Onll Resostb|lttYl Furntehtgi HONEYELL ZNC
Specie|s! Inltelllngl HONEYELL INC,

trtng| HONEYN/LL
Shop OPewtng 5ubmttel Octal

Lockwood Greene #1 767

Oevtce Characteristic=| FZD Term Bored
Xnterface Equipment Required=
Seevfcei EXH FAN EF-93 DIFF PRESS SN

$ nlo u b r Point Oestgnatonl 2A EF 9351 Senior Typel Otgtel Output RecOedlSpeclftcetton Reference! 157|1
Dretng Reference|
Conmtructton Specff|cetton /0 Schedule Paoe Ltne NumberlOICC’s /0 Schedule Locatorl 8-19Potnt used by EMC$ [Y/N]| y

Exceptonsl Reapone|bflttyl Furnlht.g| HONEYWELL INC,
5pecell: Xnetelltngl HONEYELL

tr|ngl HONEYELL INC,
Shop Ore*trig Submttel Oatel

Lockwood Greene #| 707
External #| 667
StetuII DEVIATES FZD Cebtnet NumbePI

Device Cherecterist|cl! FID Teem Bored Peell
nteefce EqU|pment RequiPedl
Serv|cel START EXH FAN

Nb27Q-77-C-752b
PeQe





Pect/tcato RefePenael
Ora,tn Referocel 7-3 M7-3 HE-7 Z- 99-79bI-bEXConstruction Specftcato Z/O Schedule Pear Line NumbePI 34-13

Reloonib tYl Furnihngl N/A

Sop Drang $ubm1al Dotal
LockNood Geee l 707

Sensor Number DPSH=I Pot Oesgettonl EA EF 9DPSH- esop Tyrol Ogtel Znput ReOPdl lee5oecf]cetton RefePenael i591t
Ora,]ng ReePecel
Construction bDeclfcatton l/O Schedule Page
ROICC’s I/0 Schedule LocatoPI 8-19
Point used by EMCS [Y/N] Y

$ec|alsl

$op Dretg Subm|tal Petal
Lockood Greene #1 767
Eterna! ; 667
Status1 DEViATeS

Devtte Character|st|ca|

Furnfehngi HONEYELLw ZNC,
natallngl HONEYWELL# INC,

Nr|ngl HONEYhELLt INC

Interface EQuipment Required|
SePvfcel EXH AIR FAN EF-94 DIFF PRESS $........ ; .......................................... ..........nag umberl $1 Point Designation! 2A [F 945.| Seaop TYrOl Dgta| Output ReoPdl 99"Specification Reference; 1571|

Ora|g Reference!
Construct|n SDecftcatton I/0 Schedule Pae Ltne NumbePI -1RO]CC’s ;/0 Schedule Locatorl 8-|9
Point uaea by EC [Y/N}I y

=cept|onal

5ectalsl
ResDonltbtlftYl

Shop Oratng Submital Dotal
Lockood Greene #1 767
External #$ &67
Status! DEVIATES

Oev|ce Cheratterftal

Furnfehtngi HONEYELL
Znetall|ngl HONEYELL

|r|ngl HONEYWELL#

FZD Term Board Pa|P|I

Interface Equ|ament Reclutred!
Serv|cel START EXH FAN EP-9t

Page





System Number! EF 95 System TylDel Exhaust Fan

Spat1 ffcetton Referencel
Oraw|nq RefePencel Z2-1 7-32 H2-7 M7-53 939-7961-bCX

Resonsbt ]tyl FuPnlh]ngl N/A

Lock*odd Greene #1 767
External #1 667

Sensor NumbePl OPSH-I Point Oetgatonl 2A
Specfcat]on Refeeencel 15911
Drewnq RefePeecel
Construction 5peclf]cetton Z/O Schedule
RO]CCes ]/0 Schedule LocetoPI

$ec|alsl

ResDonsfbtlttyl

Shop Dratng Submttsl Datel
Lock,odd GPeee #I 767
External I bh7
Statusl DEVIATES

Devtce ChsractertsttCSl
Interface EQuipment ReQuredl

FuPn|sh]gl HONEYELLt INCa
Inste111g HONEY*ELL INC,

Wrtngl HONEYELL INC,

FIO Cabtnet Numberi
FID Term Board PsIPIi

SePv|ce! EXH FAN EF-95 DIFF PRESS S;SenSo u b S P|nt Des]gnettonl 2A EF 05Sl! Sensor Tyoel Otgttol Outout RocoPdl bSpecfffceto Rofeeecel 15911
Dretng Referencel
Construction Sectftcetton I/0 Schedule Page Lfne NumbePI -14RUICCs I/0 Schedule Locetorl 8-19
Po{nt used by EHCS [Y/N] Y

Resonl]bltYl Furnteh]ngl HONEYELL ZNCExcept tons
5PectalSl Inmtellngl HONEYELL INC

Ntrgl HONEYELL INCa

Lockood GPeee #1 767
External I b67 FID Cabtet NumbePI

Oevtce Cheracter]t csl
tePface Equipment Reouredl
SePvlce, :T:RT. E.XH FAN F’:9

NbE7-77-C-752b





System Number# EF 96 System Type# Exhaust Fen Ftd Numberi B Record 95Soectfcet|on Reference! 15911

Construction Sectftcet+on I/O Schedu+e Page L4ne Numberl 3-|0
Except|one! Responstbt1|tyl Fupntshtngi N/A
Seclela! Instellfngl N/A

|rtngl N/A
Shop Drewtng Submttel DeCal

Lockwood Greene ## 767
Externel ## 667

Sensor Number! DPSH-| Po|nt Designer|on# 8 EF 960PSH.| Sense Tyae# Dfgte! InputSpectftcetton Reference# |59|1 Recordl 9Detng Reference#
Construct|on Specification Z/O Scheoule Page Ltne NumbePI ]=tRUICC*e Z/O Schedule Locater! S-2Pofnt useO by MCS [/N]

Spectels#
Resonsfbflftyl

Shop Oretng Submttel Detsl
Lockood Greene #1 767
External ## 667
tetue# DEVIATES

Devtce Cherectertst|cl

Furs|shine! HONEYNELL, INC.In|tellfngl HONEYgELL,
g|rffg| HONEYNELLe

FID Cebtnet NumbePI
FID Term Board

Interface Equipment
Seevtcel EXH FAN EF-g6 DIFF PRESS S

Sen o u b el $,1 Peter Destgnetonl 2B EF 968Nt Semeoe TYpel Olglt81 OutputSpecifiCation Refeeencel 15911 RecOrdlDetng Referencel
Construct{on 8ecftcetton ;/0 Schedule Pae Ltne NumbePIROZCCs /0 Schedule Loctopl 8-Peter used by HCS [Y/N]I Y

Excepttonsl
$(C)eclslsl

Shop Deawtng Submttel DeCal
Lockwood Greene II 767
External #1 667
Statusl DEVIATES

Devtce Characteristics!
Tnterfoce EQu|pment Requfreal

Furnish|he! HONEYNELL INC,
Installing| HONEYELL INC,

Wtrtngl HONEyWeLL ]NC

FXD Cabtnet Numberl
FIO Teem 8deed Pelrli

Seevfcel START EXH FAN EF-g6

N627-77-C. 752b
Page 391=A3-5





vtem Numeel EF q7 System TYpel Exhaust Fen

Spec|ftcetlon RefePencel 15911
Oratng Referencel ZE-E H7-32, H2=8 XT-5] 939-76tl-6X
CoitPucto 5ecfata t0 Schedule Page Le NubePI

Soecalsl trngl

Shop OPawng Submits1 Datal
Lockwood Geeee #1 7b?
xaernal 1 667
Statusl DEVIATES= = = = =======================================================ensor Nmbeel DPSH-i Pont Oesgnatonl 2B EF 97DPH- Senior Tvpel Ogttel Inpu RecoPdl5pec ftceton RefePencel

Dre{nq RefePenCel
Construction Secfftcatfo /0 Schedule Paqe Lne NumbePIROICCs I/0 Schedule Loctorl
Pot nt useq by EHC [Y/N] Y

Resonebt tYl
Exceptions|

$ectals!

Fuentshtngl HONEYELLw INC,
Tnsta111ngl HONEYwELLw INC,

W|elngl HDNEYELLe INCa

Exceptions!
Sectels|

Point used by EHC$ (Y/NIl Y
ResDons|btlItyt

Shop Drawing Submits1 Date!
Lockwood Greene #1 767
xternel #| 667
Statusl DFVIATES

Device Cheeactee4attc$1
Interface Equipment Requtredl

Fuentah]ngl MONEYELL INC,
Installtngl MONEYWELL INC,

W|r|ngl HONEYWELL INC,

FIO Cabtnet Number!
FIO Teem Baaed PatPII

NbE7D-77-C-7526
Page I]gI-A3-6

Shop L)eawtng Submits| r)ata:
Lockwood Greene l 767
External | b67 Fir) Cab{net Number!Statusl EVIATES FID Teem Baaed ParsiDevice Charecteests

ServtaeI EXH FAN EF-97 DIFF PRESS W

nag u b rl SWI Point Oel(gnattonl 2B EF 97SW1 Sensor TVOOI O]gitet Output Recoedl 9SPecification Pefeence e
DPwI nq RefePecel
Construction Soecf]caton /0 Schedule Page Line NumbePI ]-5ROCCs I/0 Schedule LOcaOrl 8-2





Syse Number! EF 11 SYstem Type! Exhaust: Fan
Ftd Number *C| Record 89Spectf|atton Reference! |59|!

Construction Soeclftcatton Z/O Schedule Page Ltne
[xceD 4oriel RsPonsJb tyl Furnshtngl N/A

Pfngl NI
Shop DPang 8ubtat Petal

Lock.OO Greene #I 767

tetuSl OVITES

Sensor NubePI PSH-I Point eegnetonl 2Cl EF IelDPSH-I Sensor TyelSecf]et]on RefePencel 15tl RecoPdlOra,ng RefePencel
Construction eclfcetton I/0 Schedule Page Lne NumberlROICCs /0 Schedule LocatopI 8-29Potnt used by EHCS [Y/NIl Y

Except|one!
3pectate!

ReePonsIbflttvl

Shoo Drawing $ubtal Datal
Lock.god Greene #1 767
Extera| #| bb7
Status! DEVTATES

Device Charactertat|a|

FuPntahtngl HONEYNELL ZNC,
TnstellIngi HONEYELLt

NfPtngl HONEYELL INC.

Cabinet Numberi
Term Board PetPII

ZnCerface /lutpment Requ]redl....... Service! EXH FAN EF=Iel DTFF PRESS Sl
Senso u b r N Potnt; Oestgnattonl 2(:| EF lelSt Sensor TyPel Digital OutPutSpecification RefePencel 15911 RecoPdl 85DPewtng Referecel

ConstPucto Secfceton /O Schedule Page Lne NmbePI ]=-16ROZCC= Z/O Schedule LocetoPI 8-29Point used by EHCS [Y/NIl Y
E=ceptIonsl
Specfalal

eaponatbtlttyl

Shop Drawing Subm]tal atel
Lockwood Greene #1
External #: 667
Statusl EVTATES

Device ChePactertsttCsl

FurnIsh|ngl HONEYELL ZNC,nstalltngl HONEVELL
trngl HONEELL

FIB Cabinet Numberl
FI0 Term Beard PaIrel

|nterface Equtr)ment Re(u|eed!
Service! START EXH FAN EF,"Iel

NbETB=77-C-752
;)age 13911043-7





Sve humber! F

Specification ReferenCe! 159|1
Drawing Referencel I2-e H7-8 H2-11 H7=5 qq-796II=6XIConst Pucto

Relonltb ltYl Furnlhtngl N/

Shop DPam+mg 5ub++al

8tatusl DEVTE

Sensor NumbePI DPSH-t Point DestgnatOnl 2C2 EF I2DPSHo Sensor Tyel Dlota} Znput RecoPdl 83
Dratng Refeeencel
Construction Self(caton 1/O Schedule
RUZCC*= /O ScheDule
Potnt

Except|on=l
$eclals!

Lockwoo Greene I 707
Externat ! b67
Statue! DEVIATES

Device Cheracterteticsl

FuPnah|ngl HONEYELLe INC
Inatal1|ngi HONEYELLw INC,

|e|ngi HONEYELLw INCa

FXO Cab|Rot Numberl
FXD Term Board Pc|Psi

Seer|col EXH FAN EF-120TFF PRESS S

umb r Potn Oesignatonl EC2 EF i2St Se.soe Typel Digital Output ReCordl 8SPetf]caton Referencel 15911
Drawnq RefePencel
Construction 5oectftcatlon /0 Schedule Page Ltne NumbePl 3q-6ROCC’I /0 Schedule Locatorl 8-29
Potnt uses by EHC5 IV/N| Y

ExceptiOnal
Reaoonalbtittyt

Shop Dealing Submttat Oatal
Lockwood Greene l 767
External #1 b67
$tatuel UEVIATE$

Device CharactertetiCal
Interface EauipmonL ReQuiret

Furnishing! HONEYELLe
nata|tingl HONEYELLe

*|rnoi HONEYELLe INC=

Cabinet Numbeel
Term Board Petrel

Service; START EXtt FAN

N627o77-Co752b
Page 139a1-3-8





System Nmberl SYstem Tvpel Exhaust Fen Ftd NumOerl 20 Record 8|

Specification Referencel 15911
Dra*no Referecel 1- - H1=38 M7-53
Construction $eCt/tCattOn ;10 ScheOule Paqe Ltne NumbePi 3-17

5ectals lPtngl N/A

Shop OPatng Subttal Otel
LockooQ GPeee #1
External 1 b67
SeUSl DEVIAT=================================================================

Sensor NumbePI PSH-I Potnt Destgnattonl 2Dl EF ISDPSH-I Sensor Tyrol 0tgttel InPUt Recordl 8B
SeclfaCetton RefePencel 15911
OPatn RefePe,cel
Construction Specification Z/O chedule Pge Ltne NumbePI
RO]CC’s / Schedule Locetorl
Potnt used by [HC5 [Y/N] Y

Excettonsl
Spectalsl

Installlngl HONEYELLw INC,
|r|gl HONEYHELLw INC,

Shop Dratng Submttel Date:
Lockood Greene ! 767
Ex(ernal #: bb7
Ststusl DEVIATES

Oev|ce Character|sttcsl

Interface Quoment Resulted!
Servce: EXH FAN EF-I5 DFF PRESS

FID Cabtnet Numberl
FIO Term Board Petrl

Shop Dre,tng Submttal Datal
Lock*oDd Greene #1 707
External #I b67 FIr) Cab|net NJmber|
Statusl DEVIATES FIO Term Board PetPIi

Devtce ChePacterasttll
ntePfece Equipment ReQutPedl
Sevtcel START EXH FAN EF-I5............................................................. ;;;

Nb27e-77-C-752b
Paoe

xcept|OnSl

Sectalsl





SYStem NumOer! EF lgb System Type| Exhau|t Fan
Fd Number! 202 Reor ?8SPeclftcetton Reference! 15911

Construction Soacf|cat|on Z/O SChedule Page Ltne Number#

Lock,oo Greene #5 767

Specification Reference5 15911 Recordl 77
Construction SDectffCat|on I/O Schedu|e Page Lfne NumberlROZCC*s / Schedule LocatorlPo|nt used by EMCS [y/Nil y

SPecials5
Resnonstbtltty5

ShOD Oral|rig Submttal Oate;
Lockoo Greene #1 767
External #5 667

Device Charecterlst|cs5

Furnlsh|mgi HONEYELL INC,
Installtngl HONEYNELL INC.

|r|ngl HONEELL |Nee

FZD Cabtnet NumbePI
F|D Term Board PatP|

Interface Equtoment Requtredl
Servfce5 EXH FAN EF-;60FF PRESS S......... ; ; ; ; ; ; ; ................................................Sen o U b r Po|nt Desfgnattonl 2D2 EF 186S1 Sensor Typel Ofgttel 0utDutSoectftcstton Referencel 1591 ReeOPl 7Oran Referecel

Constructfon 5ectffcetton ;/0 Schedule Page Ltne NumbePI 3-7R0CC#s I/0 Schedule LoceopI 8=3POtnt UseO by EMCS [Y/NIl y

SDectalsl
XesDonstbflttvl

Shod Orawtng Submits1 Data!
Lockwood Greene #l 767
[xternal #5 b67
Status5 DEV|ATS

Dev|ce Cherecterst|csl

Fuentshtngi HONEYELL INC,
Install|ngl HONEELL INC.trtn91HONEYELL INC.

FIO Cabtet Numberl
FIO Term Board Pafrs

Interface Equipment Reautredl
Service, .ST.ART EXH FAN

N62?g-77-C-7526
Page





Syste Number! EF 7{- System Typel Exhaust Fen F|d Number!

. bPng RefePencel =q 99-19611-6X 7-5.Construction Decftcaton /0 Schedule Pge
HesPOStbl tyl FuPntshtngl N/AExcept to1 =tell tngl5pecla1l

Lockooa Greene il 707
Extepnal I 667
Stetusl DEVTE==================================================================

DPetng Referencel
Construction pectflcatton ]/0 Schedule Page
RU]CC’s Z/O Schedule Locatoel
Point used by EC [y/N] Y

Except|onel
Spec|els!

Shop Dratng Submtte! Date!
Lockwood Greene #1 767

Stetusl VIATES
Oevtce CharecteP|st|C$1

Fuentehtngl HONEYELLe INCt
InItelltngl HONEYWELLe INC,

Htrtgl HONEYwELL

FZO Ceb|net Numberl
F]O Tee Boeed Pc(re!

Xnterfece Ecutament: Requfeed!
Service| EXH FAN EF-I(7 DIFF PRESS;;:;;;;

ROCCs I/0 Schedule LocetoPI 8-52Potnt useo by EHC [Y/Nil Y
Relponltbt ttyl

Exceptional
Installtngl HONEYELL NC=5=ecialsl

NP(gl HONEYWELLe INC,

Lock.god Greene 1 767
E=tePnel 1 667 FZD Cebtnet NumbePI

Device
Interface quament Reou(Pedl
5envcel START XH

NbET=77-C-752b





SYStem Numberl EF lea SYstem Type= Exhaust Fan

Drstng Referencel 939-796|IobRXZ 7-53 RI-I% Zl-6Construction Snectf|cat|on 1/0 ScheDule Page Ltne NumbePIExceptions! Resoonl|bf|ttyl FuPnfshtngl N/A
SPec|slsl nmta|ltngl N/A

LockwooO Greene 1 767External #! 667==================================================================5enaoP Number| DPSH-! Point Des|gnetton! iF EF |aDPSH-| Sensor TYpel Dtgtte| RPut
SDectf|catton Reference 15911 Record! 69Ora.ng Reference=
Construct|on Spectf|catto |10 Schedule Page Line NubePIRUZCC.s /0 Sche@ule Locatorl 8-55Po|nt used by EHCS [Y/N]=

Excepton=l ResPonsibility! FuPn|sh|ngl HONEYELLSpecials! Znltallfng! HONEYELL
NP|Rgl HONEELL

Shop Dratng Subttal Date!
LockwooG qreene #1 767
External #! 667
Stetusl DEVIATES F|D CabtRot

Oevtce Charactep|st|csl FZD Term Board Pc|Psi
Intepface Egument RequfPedl

n o u bar Hi P g s n $ Senior Typel Otgitel Output
Specification RefePencel |59|! RocoPdl 6Drawing Reference!Co,structton S,ecfcetton X/O Schedule Paoe Line NumbePIROICC*s /0 Schedule Locetorl 8-55Path| useo by EHC3 [Y/N]! y

Resonltbtlttyl

5hop Dratng ubmttal DatelLock,aDO Greene #1 767
External #1 667
Status: DEVIATES

Device Characteristics!

Furnlshingl HONEYELL INC.Inltalltngl HONEYELL INC.|Ptgl HONEYELL

FIO Cabinet NumbeeFID Term Board PalrSlntePface Equipment ReautredlService! START EXH FAN EF-iF18

Nb2a7(-77-C-752
Page 139=1-A3-12





Syse Nuberz EF 11 SYstem Type! Exhaust Fen F4d NumbePI GI Record
Spec| {catton Reference!

Except onsl esPonstb4 11tyl FuPntsSngl N/A

Shoe D,eSng SUbmSt1 Dalai
LockwOOd Greene I

tetull DEVIATES

ensop Nuber DPH-I Potnt Oeslgnettonl qGl EF IIBOPH-I enmop Tvpel Otttal Input Recopdl

Construction SPecflcatfon /0 Schedule Page Lne NumbepiROCC*s I/0 Schedule LocetoPI 8-5Poft use by .HC$ [Y/N] Y
ResnonsSb{l{tylExcept{ors!

5ec{elsi

Shop Dre{ng Subm{tal Datel
Lockood Greene #| 767

StetuSl DEVIATES
Oevtce Character{st{ca!
Interface EQu{Dment Reautredl

Installtng HONEYWELL# INC.

FID Cabtnet Number!
FIO TeP Board Petrm|

Servtce! EXH FN EF-l{e DIFF PRESS S
$ -sop u berl SH! Point Des{gnatOnl GI EF llgSl Sensor Tvpel Digital Output$1oec{f{caton Referencel 15911 Recordi 63

ROICC’s /0 Schedule Locetorl
Point used by EHCS [Y/N] Y

$oec|elsl

ResDons{bllttyl

Shop Dra+tng Submttal Data|
Lock.oDd Greene #1 767

Statusl DEVIATES
Bey{ca Ehaacter{st|cs!

FuPntahlng HONEYELL INC,
Install{rig! HOEYELL INC.

N|p{Rg| HONEYWELL# |NC=

FIO Cabinet Number!
FID Term 8oePd PatPal

%ntefece Equlpment Required!
Service! START EXH FA.N EP-II

Nb27am77-C-7526
Page 1391A]-13





System Number! EF 111 System Typel [=heuet Fen
Speclflcat4on Referemcel |59||
DPewnq Referencel 939-79611=6XI 7-53 -3,Construction SpecifiCatiOn ItO SChedule Page Ltne Numberl 3-1SExceptional ResPonatbtlttyl FuPn|shtgl

Shop Drawing Sub4tal Dotal
Lock.oDd Greene I 767
External ! b67
tatusl

SenSor Numberl DPSH-| Point De81gnetionl Gl EF IJ|DPSH-| Seaoe Type| D1gtta| ]RputSectfcatto Refeeencel 15911 Reordl 61Drawtnq Reference
Construction $ecjfcotton /0 Schedule Page Lfe NuDeelROICCS /0 Schedule Locater! 8-1Po|nt Usea by EHC$ [y/NJ

=cetOnSl Reaonabfltyl FuPtlh|ngl HONEYELL
SPectalel Tstoltlgl HONEYELL INC.

tetngl HONEYELL

Lockwood Greene #1 767

Statul OVZaTES FID Cabinet Numbeel

Interface EquiPment Reufred!........ Servtcel EXH FAN EF-III DIFF PRESS S
o u beel Sh Po|nt Oes]gnattOnl aGt EF 111Sw1 Senior TYPel Digital OutautSpecification Referencel 15911 Record!Ore.ing Referenael

Construction Spectftaet|on I/g Schedule Page Lne NuberlROICE*s I/O Schedule LocetoPI 8-1Point used by EHCS [Y/NIl Y
Exceptional Reaoonltbfltty| Furn|ehtngl HONEYELL INC,
Sectol$1 Insta111gl HONEYELL

rtRgl HONEYELL

Lockwood Greene #1 767
External #i 667
Statusl DEVIATES FIO Cebtnet Numbeel

Devtce ChePacteP|$tcsl FID Term 8oaPd Pairs1
Interface Equipment Requtredl
SePvtcel START EX FAN FF=II!

N627B-77oC-?SZb
Page l]SqloA]-l





System Typel Exheult Fen Fld NumbePI aGE Rcord
Spec|ftcatton eference! 15911
Drawing Referencel I’]e 919-79bl-beXe H7-5 MT-Se

Except tonal nstslltngl N/A5ecal=l IP1ngl

LOCkwood Greene #1 7e7
External 1 667
5tatusl DVIATE5=================================================================Sensor NumbePI PSH=t Point Deaonatonl aG2 EF tt2DPSH=t esop Tvgel Digital Zgut ReoPdlSpecification RefePencel 59

Dre(nq RefePeeCet
CostrtCtOn SPecification ZtO Schedule Pae Ltne NubePIRUZCCs I/0 Schedule Locetorl
Point uleo by EHCS [Y/N] y

E=cettonet
Gneciall|

ResDonstbtlttv!

Sho Dratng Submttal Date!
Lock*ood Greene #! 767

Statusl DEVTATES
Device Character|st|csl

Interface Equ|pment Reautred|

Furntahtngl HONEYELL INC.
Inetellfgl HONEYHELL INC.

ttgl HONEYHELLe

FID Cabtnet Nuberi
FZD Term Board Parsi

Servlcel EXH FAN EF-II2 DIFF PRESS.......... ; ; ; ..................................................Senso U b P $H! Po|nt Destgnattonl G2 EF tt2SVl! Sensor TyPel Dtgttal Outvut RecoPdl 7Specification Referencel 591
Dralnq Refereel
CostPucto Sectftcatton /0 Schedule Page Line NubePIRuICCs I/O Schedule Locatorl
Point uleO by EHCS [Y/N] Y

Relolb (tYl FuPnlhgl HONEYELLExcepttonll
Ista111ngi HONEYHELLSvectel=l N]Pgl HONEYELL INC,

Lock.oo Greene #1 767
External #1 667 F]D Cab4net NumbePI5tetusl UEV]ATES FD Term Board PiPllDevtce

nCerfce Equipment RequPedl
Seevtce, 8T:.T E.X: FAN EF-I,

NbaT-77-C-752b
Page





System NuMber! EF 113 SYStem Type! Exhsutt Fen Fd Numberl G| Record 5bSDec4fctton Peerence! 159|!

Construction 5necfcatton Z/O Schedule Pege Lne Numbeel 3-q

Lockood Greene #1 767
xternel #1 b7
Statusl DEVZAT=================================================================ensor Numberl DPSH-I Potnt Destgnetlonl OGI EF 113DPH-I Sensor TyDel Otgtel Inpu RecoPdlSecffcetton Refeeencel 5911 55Drawing Reference[

Construction Specification I/O Schedule Page Line Numbeel 3’1ROCCes /0 ScheOule Locetorl NONEPotnt useO by [HCS [Y/N] y
Excepttonsl esDonstbtlttyl Furnflhtnl HONEYELL INC,
Secelsl natalltng! HONEYELLt NCt

tPIngl HONEYELL INC

Lock,ood Greene #I 767
xtePnel #1 667

Devtce Charactertsttcsl FIO Term Board Patrll
Interface Equipment ReQutredl
Servlcel EXH FAN EF-113 DFF PRESS 5H................................. .............

5Dec4ftcetfon Referecel 15911Or.tng RefePencel
Construction 5pecftcatlon /0 Schedul Paqe Ltne NumoePI ]-19RUICC*s /0 Schedule Locatorl NOkEPotnt urea by EHC5 [Y/N] Y

ExceDt|onsl Resons|b|ltty!

ShOD DrawtnO Submits1 Data!
Lockwood Greene 1 767
External 1 b67
Statues DEVIATES

DeV|ce Cherecterist|C|l

Furntsh|ngl HONEY*ELL, INC.Inetalllmgl HONEYELL INC
|P|ngl HONEELL INC,

FID Cabinet Number!
FID Term Bosrd Pe|rsi

Interface Eculpment Reau|red!

Sevtce, STAkT EXH FAN .EF:|.

N6271J-77-C-7526
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System Numbep= EF |I

S)ecl float Ion Reference!
Orea RefePecel 1=I 939-79611-X H7=$3, MT=E 7038Costuctto Sec4ftcatto /0 5cheUule Page Lte NumbePI

ResDosb4 ty Furshfgl
8talt4gl N/

Shop DPewg ubmtal Dotal
Loc,oo GPeee #I
xternoi fll 667
Status DEVIATES=================================================================

Drefnq RefePecel
ConstPuctlo 5ecflcat(on Z/O Schedule Page Line NumbePlROCC’s 1/0 Schedule LotOPl 8-2
Point used by EC [Y/N] Y

ExceDttonsl esnons4b111tyl

Lockwood Greene #l 767

Statusl DEVIATES
Device CharacterstiCal
Interface Equipment Reauredl

Furntah|ngl HONEYNELL INCa]nata111gl HONEYELL INC.
trlgl HONEYELL INC,

FZD Term Board Petre

5ervtcel EXH FAN FF-11 DTFF PRESS 5H

Specfffcaton RefePence: 15911Drawing RefePence
Construction 5ec]fcet{on /0 8cheue Page Lfne NumbepI ]Q-t9ROCC*s /0 Schedule Locatorl 8-2
Pofnt use Oy EMC [Y/NIl Y

Sho Drawing Submtel Datal
Lockwood Greene t 767
External #I b67

Device Character|sties=

Furnlahtng HONEYELLe ZNC,
Installtngl HONEELLe INC,

wtrlngl HONEYwELLe INC.

FID Cabinet Number!
FIO Term Board PelPa

]nterface Ecutpment Requtredl
Servtce, START E.X.H FAN

N6271-77-C-752
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Sne|ftcson Reference! 15911

ResPonstbllttv$ Furnishing!Except|one|

Sectalsl ln|telltngi
tetng!

Shop Deawtn Submttal Data!
Lock*oDd Greene ! 767

Status! DEVIATES== : : = == =======================================================Sensor Number| DPSH-I Point Designer|on| /4G2 EF 1150PSH-! Sensor Typel Dtgttal Input Reopd! /47$oectftcatto Reference! 15911Drawing. Reference|
ConsCructton $oectf4catton Z/U Schedule Paqe Lfne NumbePIROICC*s /0 Schedule LocetOrlPotnt used oy [HC5 (Y/N)! y

cettons|
Specla|s!

Hesponsbtllty! FuPntshtngl HONEYELL INC.Installing! HONEYELL INC,
]Png! HONEYWELL#

$ecals!

Respol|btltty!

Shop Draw|g Submttal Data
Lockwood Greee
External
tetu$| DEVIATES

Oev|ce Charactertst|CSl

Furntlhtngl HONEYELLe INC,
Installtngl HONEYELLe ]NC,

|Pgl HONEYHELLe ;NCe

FXD Cabinet Numberl
FI Term Board Pales!

N627U-77-C-?526
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SPeC|ftceto Reference! 15911
0rew|nq Refeeence I-t 939o761t-6eXT H7-53 N7-Ze H7=$8

Responsibility! Furn||htngl

5oeca|$1
]rtngl N/A

Sho Pa|g Submtel Data!
LockooO Greene 1 767
External #1 667
tatus! DEVIATES

Sensor Number| DPSH-I Potnt Des|gnat|on! G2 EF IIbOPSH-! Sensor Typel Dtgtta| |nut RecordlSpeciftcatfon Referencel 15911
Drawing efeeecel
Construction Scectftcatton I/O Schedule Page Ltne Number!ROICCs I/O Schedule LocetoPl
Po|nt used by ECS [Y/N] y

ResPonsibility! Furn]sh|ng| HONEYNELLe INCExcept|onsl
Install|ngi HONEYwELL INC,SDecfalsl

|rngl HONEYNELL INC,
Shop Drew],g Subm|tel Data!

Lockwood Greene #t 767
External | 667 FIO Cabtnet Number!

Device Character]st]eel
Interface Equipment eou]redl
Serv|cel EXH FAN EF-IIb DIFF PRESS S.......... ; ; ;;Santo Numb el W Point Oee]gnattonl 2 EF ttbSW! Sensor TypelSpeclf|cet|on Referencel 159|!

rewlnq Referencel
Construction SPeclf|cattOn I/O Schedule Page Ltne NumberlROICCes ]/0 Scheoule Locator! 8-5
Po|nt used Dy EHCS [Y/NIl Y

Relnonstbl|t1 Furn|lh|ngl HONEYNELL INCEcept|oniI

SoectalSl InIta|t{ngl HONEYNELL INC,
|r]gl HONEYELLe

Shop Drewtng Subm]tal Petal
Lockood Greene #1 767
xterne| #| bb7 FO Cab|net Number!Statusl DEVIATES FID TermDaY|ca Charactertstcsl

nterfece EQuipment Required|

N6q7-77-C-7526
Page l]gql-A3-19





System Type! Fxhaust Fan

Spetftcatton Reerencel

Constrctton Specification Z/O Schedule Paqe
xceat ons: HesDonstb ttyl Furntlhtngl N/A
aectelsl Intall ngl N/A

Shop eawn SubItal Detel
Lock*ood Greene I 767
xernal #l 667
Stetusl

Sensop Numberl DPSH-I Potnt Oesfgnetfonl Hi EF IJTOPSH.Specification Referencel 1591OregOn9 RefePencel
Construction Specification I/0 Schedule Page Lne NumbePIRUCC*s Z/O Schedule Locatorl 8-5Potnt usea Dy FHCS [Y/NIl Y

esonsCblExceottonm!
Speclels!

FuPntshtngi HONEYWELL XNC,
In|ta111ngl HONEYWELLe XNC,

WlPleg MONEY,ELLa INC,

N62#7-77-C-7526
Peoe 13701=k3-E

Shop Df’aw|ng Submltel Detal
Lockwooa Greene ! 707
Exte|’nal fl,, 667
Statual DEVIATES FID Cabtnet NumbePl

0evce ChePecter]ltcsl
Interface Equtnment RequtPedl
Servtcel EXH FAN KF-ll7 DIFF PRESS S.................................................S nso u b rl H Point Oeslgnettonl UHI EF 1751 Sensop TYPel Dtgtel Output RecoPdl ]8"Spat1 fceton RefePencel

OPewtng RefePencel
ConstPuctton 5pectflcatton Z/O Schedule Page Ltne NumbePIROCC= Z/O Schedule LocetopI
Potnt ule by EHCS [Y/NIl V

xcepttonll ResDonstbtltCyl FuPntlhtngl HONEYNELL XNC,
S:ectelSl lnste111ngl HONEYNELL

]Ptngl HONEYELL

Lockwood GPeee #I 767
xtePnal fll bb7
Stetusl DEVIATES FXD Cabinet Numbeei

Oevtce Characteristics FXO Tepm BoaPd PIIPII

SePvice, START EXH FAN F:17





Drawnq Reerence! I- q39-79611-bX M7=53 M7=38 It-SConu/ructon SpecificatiOn /0 $heu|e Pae Lte Numberl
Reseonslb1||ty! Furnlshngl N/A

]nsts111ngi
trtngl N/A

Lockwood Greene #! 767

Recor 37

xceptons!
Secalsl

Sensor Number! DPSH-I Pont Oesfgnaton: lEE EF IEEDPSH-! Sensor Tyrol Ogita| nputSpectf|catlon Reference!
Drang Reference
Construction Spec]faton /0 Schedu|e Page Ltne NumbarlRUICC*s /0 Schedule Locator| 8-77
Po|nt use by EHCS [Y/N] Y

ResponstbltVl Furnshtng HONEYELL

Except|ansi

Shop Dra*tn9 Submttel Datal
Lock,oo Greene 1 767
External | 667 FO Cab(et NuberiStatusl DEVXAT(S FD Term Board PatrlDevtce Characterlst]csl

nterfece qupment Requtredl
SePvtcel EXH FAN EF=IEE DZFF PRESS SH........+;.:o; ; : ; ..................................................U b r S1 Pater Oestgnatlo. IE2 EF 122S1 Senior Typel Dtgttal Outt RecOrdl 355pecf]catfo Referece 15911

Dre]q Reference;
Construction Spectf]catton Z/O Schedule Paqe Ltne NumbePI ]-2RUCC*s ;/0 Schedule Locetorl 8-77
Polnt used by EHC5 [YIN] Y

Responstbt1]tyl

Shop Dra,tng Submits10atal
Lockwood Greene I 767
Extepnat ! 667

Day|ca ChaPCcer|st|cs|
nterfece EQu|pment Required!

Fuentshngi HONEYELL |Nee
Insta|1]ngl HONEYELL NC.
Hrg HONEYELL ZNC.

FO Cabtnet NumbePI
FID Term Board

Serv|ce! START EXH FAN EF-Ia2

N627g-77-C-7526
Page 91-A3-2!

In|ta111Rg! HONEYELL INC,
Irlngl HONEYHELL INC,

Recoedl 36





System Number! EF 125 System Type! Exhaust Fen
Speclftcetto Reference! 15911
Construct|on SPecification ltO Schedule Paqe Line NumberlE=cepttonsl ResoonlfbI|ftyl FuPn|shtngl

Soeclelsl Znstellfngl
lPlngl N/A

Lockwood Greene #1 767Extere! #| bb7
Statusl DEVIATES=================================================================Sensor Number! DPSHo! Po|nt Des|gnattonl G2 EF IESOPSHo| Sensor Tyael Digital InputSpecification Reference! |591| RecoedlDra|ng Reference|

Construction Specification Z/O Schedule Page Line NumberlRUICC’s I/O Schedule LocatoPIPoint used by EHCS [Y/N]| y
ExceDt|ons! ResponatbtlItYl FurntshIgl HONEYHELLe INC,SpecialSl Inltelltngi HONEELL INC,

Ntrfgl HONEYELL ZNCtShop Drawing Submttet De|el
Lockwoo Greene =! 767
External I! 667
Statusl DEVJTES FZD Cabinet NumberlOevtce CharactertsttCSl FZD Term Board PBtPllnterface EQuiPment Required!

n or u b el Point Designs|toni aG2 EF 125S1 Sensor TYpel Digital Outut
Specification Referencel 159|1 Record! 32Dretnq Reference!
Construction Specification t0 Schedule Poqe Line NumbePIROCC*s I/O SChedule Locatorl 8=5Point used by EHC [Y/N]

ReaponstbtlttYl

Shop Drawing Subm|tal Or|el
Lock.oo Greene 1 767
External #1 667
Stetusl DEVIATES

Device Characteristics!

Furnlshtngl HONEYELLe INC,Install|rigS HONEYNELL INC,
tringl HONEYELLe INC

FI Cabinet Number!FID Teem Board PalPalInterface EQuipment Requ|reoI
Service! START EXH FAN EF-

NbI7-77-C,.752b
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SYstem Number: System Typel Exhaust Fan

5ectfcatton Referencel |59||

cePt Onll Responsb4 tyl Furnelhlngl

xter.el #1 bb7=================================================================ensr NmbePI DPSH-I Pon Oesgnattonl Ol EF 2DPH-I ensoP TypII Ogal nput RecOPdl$ecefecetton RefePencel 15911Drawtng RefePencel
Construction SPecification ZtO Schedule Page Ltne NumberlRZCC’s Z/O 5cheOule kocatorlPotnt usea by EC5 [Y/NJ Y

Eceptton$$
5vecalsl

eaponatbfl|ty!

Shop DPaJng Subm|tal Datel
Lockwood Greene #I 767
xternal #1 667
Status| DEVIATES

Oevtce Character|st|ell
Interface utment Requ|ea!

Furn|ahlngi HONEYELLw INC.
Install|ngl HONEYELLw INC.

|r|ngl HONEYHELLt ZNC,

FZD Cab|net Numberl
FZD Term Board Pa|rSl

SePvtcel EXH FAN EF-13L) DZFF PRESS S........ ; ; ; : ; ;; ; ................................................S n o u b P H Point Dea|gnet|onl |O| EF 132St Senior Typel O(gftal OutputSectftcetton RefePencel 15911 RecerdlbPawtng Referencel
CostPucto Sec]ftcaton Z/O Schedule PageROZCCs /0 Schedule kocatoPI
Point uleo by [HCS [Y/NIl Y

Responstb|l|tYl

Shop Draw|ng Subm|tal Dotal
Lockwood Greene 1 767
External #l 667

OeV|ce Character|attCSl

FuPn|shingl HONEYNELL
Znatalllngl HONEYELL ZNC,

|Pingi HONEYNELL

FZD Cabtnet NumbePI
F|D Term Board Pe|rll





ystem Type= Fxheust Fen

Slect ftcat ton feePenCel

Construct]0n Specification 1/0 Schedule Pie Line Numbeel
ResDonsb yl FuPnshngl N/&

Goectalsl tetngl NIA

Shop Dewlng 5ub1al Datel
Lockoo Greene I 7b?
bxternol #I b67
8tetusl EVATE

8gecIfiCetton Roferoncel lSlt
rawtng Reforoncel
Conmtructton 3otficitlon 10 Schedule Poor Ltne Numberl
biCC’t ]/ SChedule Lotorl 8-53
Pofnt Ule(I hv FC8 [Y/NIl Y

Lxcepttonel
pectslel

Furnlmhlngl HONEYELL, INC,
InitslIIngl HONEYHELLw INC,

Wlrlngl HONEYELLw INC,

Shop brewing Submtte|

Lockwood Greene l 77
External
Statual DEVIATES

Device CharnctertlttCSl
Interface EQuipment Requlreal

Servtcel EXH FAN EFot3 DIFF PRESS

FID Cahtnet Numberl
FID Term Booed Palr|l

Shop Orewtng Subm|tal DOtal
Lockwood Greene #l 767
Externel #8 667
Stetu=l DEVIATES

Device ChsracterlattCSl
Interface Equipment ReQutredl
Service= START EXH FAN EF-13

Nb7-77-C-7526

Furntehtngl HONEYWELL, INC,
Inetolltngi HONEYWELL INC,

wtr|ngl HONEYWELL INC

FID Cablnet Number!
FID Term Board Petrol

Exceptions=
$etalil

"R:C r$ect/tcotton Neforencel lSlI
Drawing Referencel
Construction $octflcatton I/O 3hedule Page Line Numberl q-2E
OICC*s /0 Schedule Locater! S-SJ
Point uaeO hv EHC8 [Y/NIl Y

Resonotblttyl





System Typel Exhaust Fan Ftd NumbePi 3HE Record 28
Spectf|cotton Referencel 15911
Ora.4no Referer, ce| Z3-1 7053e 307611-bXZe

oectaisl Installlgt Nt

Lock,ooO Greene #l 767

SPecification RefePencel 15911

Construction Secflceton I/0 Schedule Page LneROICCs I/O Schedule Locatorl
Pofnt used by HC [Y/Nil Y

Exceptional
$oeciolSl

Re8oonstbtl|tyl

Shop OPawtng Subm|tal Date!
Lockood Greene #I 767

8totusl DEVIATES
Dev|e CharaCtertstteSl

Furntahtngi HONEELL INC,
Insta111ngl HONEYELLw INC,

IP|ngl HONEYELLw ]NCo

FID ebtnet Numberl
FID Term BOard Petrel

Interface Equ|oment Requtredl
Service! "EXH FAN EF-I33 D;FF PRESS........... ; ; ................................. ..............

Saecif4Catton Referencel 159tlDPat ng Referencel
Construction Secfceton Z/O cheOule Page Line NumbePIRUZCCs 1/0 Schedule LocatorlPotnt uleO OY EMC$ [Y/NIl Y

ExceattOnSl
Specalst

Shoo Dratng Submttel Data!
Lock,oDd Greene #l 767
E=ternal #!
Status! DEVIATES

Oevtce Charactertsttcsl

Furn4shtng! HONEYNELLw INC,
Inste|l|ng HONEYELL INC,

N|r|ngl HONEYELL INCa

FID Cablnet Numberl
FIO Term Board Pe|Pa|

Interface EQuipment Pequfredl

.5.rv|ce, START .EX.H FAN EF-133

NbETB-77-C-752b





Specification Refeeecel |59|1
rs.lnQ Re/ere,cel I3-| 939"79611-bXI MT-S3 N?-3

Exceptions! Relpostbtl|tyl Furnshtngl
Sectels! |nstallngl

trlng! NIA
Shop Dretng Submits1Detal

Lock.ODe Greene ! 767
xternal # 667
$stUSl EVIAT[S=================================================================Sensor Numberl DPSH-I Point Oes|gnetton! H EF |3DPSH-I Sensor Typel Otgttel InputSpec|ftcetto RefePencel 159|| Record!Dratng Reference!

Construction Snec|ftcetton I/O Schedule Page Line NumbePIROICC*s I/O SchaOule LocatorlPofnt used by EHCS [Y/NIl y

EcepttOnSl ResDonl|btlltyl

SDectalSl

Shop Ora|ng Submits1 Date!
Lockwood Greene #1 767
[tepnal #| 667
Statuu| DEVIATES

Device Charactertsttcsl

Furnishing! HONEELL INC,
Insts|11ng! HONEYELL INC,

|rlng! HONEELL INC.

FIO Cab|net NuBbePI
FID Term Board PatPsi

Interface Ecluloment Reaulred!...... Service= EXH FAN EF-13 DIFF PRESS

Specification RefePencel 159tl Recorl
Construction 5eclftcutton IlO Schedule PageROCC*s /0 ScheOue LoctorlPotnt used by EHC5 [Y/N] y

5pectalSl netelltgl HDNEYELL INC,
* rt.gl HONE YELL

Lockvood GPeene #1
External 1 667
Statu=l DEVIATES FID Cabtnet Numberl

Interface Equipment RequtPedl
ServCel SR EXH FAN

N627-77-C-752b
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System Typel Fxhast Fen

DPaN RefereCel ]1= 99-79bll=6X, M7-5,

hop Ora,ng Submits1 Datel
Lockood Greee 1
External #1

Sensor Numberl DPSH-I Potnt Oestgnatol l EF I]bDPSH-I Sensor Types Otote} nput RecordsDPe,nq efePenCel
Construction Specification /0 Schedule PageUZCC*s /0 SChedule LocetoPI
Point uleO by EHCS [Y/N] Y

Specelss

External #l 667
Statuss DEVIATES

Oev|ce Chsractertst|cs!
Znterfsce EquiPment

Vurntshtngl HONEYELLe |NC,
Insts111ngl HONEYWELL, INC.

Nr|ngl HONEYWELL, INC.

FaD Cab|net NumbePI
FID Term Board

Servtcel EXH FAN EF-I]6 DIFF PRESS S
5enso NU b r Potnt Oestgnattonl tEE EF |36S! Sensor TyIoI O|gttal Outl)ut RecoPdlSpat|f |Cation Referencel 15911Drswnq Referecel

Construction Specification I/O Schedule Page Lte NumbePIROCC*s /0 Schedule Locst:orl
Po|nt used by P.HC$ [Y/N} Y

Exce=t|OnSl

Shop Draw|ng Subm|tat Date!
Lockwooo Greene #l 767
Externs| #l 657
Status! DEVtATES

Oevtce Cheractert|ttc$1

Fuentshtngl HONEYELLe INC.Insts111ngi HONEYELL INC.

FXD Cabinet NumbePi
FXD Term Board retell





System Numberl EF 137 System Type! Exhaust Fen Ftd Nmber IF Record E438

Spec|ftcatton Reference! |59|1

Draw4nO Reference! q39-79b|tebEXZe M7-53e MZ-le H7-38 II-6
Comstruct4on Specification X/O Schedu|e Page Lne Number

esOOnSlb|1|ty! Frnlshngl N/A

5pec4als! |rmg! NtA

Shoo Draw|ng Submttal Oatal
LockooO Greene #1
ternal #| 7
Status| DEVIATES

Sensor Numberl OPSH-I Po|nt Destgnet|on |FEF 137DPSH-I Sensor Typel Dgttal |pu Recordl
Spec|f|cattom Reference| 15911
Drew|ng Reference;
Construct|on Soecflcat|om I/0 Schedu|e Page
ROICC*s I/0 Schedule LocatoPI NONE
Po|nt used by EHCS [Y/NIl Y

Resaonsbltyl
Except|ons!

$:ectaisl

Furn|shtngt NONEYWELLe XNC.
Znata114ngl HONEYHELLe XNC,

|r|ngl HONEYELLe INC.

Shop Drawing Submtal Oata
Lock,ODd Greene #1 767
External #I 667
$tatusl DEVIATES

Device ChaPacter4st4l
Interface Equipment Required!
Servtce! EXH FAN EF-137 01FF PRESS

FID Cabinet Numbee
FZD Teem Board Pera

Sensor Number S! Point Oes|gnetonl IF EF 13751 Se.aor Typel
Speclftcatton RefePence 15911
Dra,g RefePencel
CostPuctto Sec]ftcatton 110 Schedule Page L]e NumbePI
ROICCs /O Schedule LocatoPI NOkE
Potnt uled by EHCS [Y/N] Y

Resaolbt1tyl Fuensh{ngl HONEYELL NC
ceptlOnal nltelltg HONEYELL
$oecalsl (Pngl HONEYELL

Lockood Greene #1 767
External #l bb7 FD CebtRet Numberl
5tetusl DEVIATES FIO Term

Devtce
ZntePface Equipment ReauIredl
Servcel STkRT EXH FAN

NbETB-77-C-75Eb
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SYstem Number! EF 15 System Typel Exhaust Fin

SDec(f(cst(on Reference!

HesDonsb ttyl FuPnshngl
Except tonal nltal lng N/A

Shov OPang 5ubttsl Petal
Lockood Geee 1 767

Statusl DEVIATES

SPeCffctlon Referencel
Drang RefePecel
Conltructton 8ectftcetto ZtO 5chedute Pee Lle NumbePI
ROICCs I/O Schedule LocatorI
Point used by EHC$ [Y/N] Y

Furn(sh(ng! HONEYELLw INCo
Installing! HONEYELL IN

xcept|ons|

SectalSl

Po(nt used by EHCS [Y/N]!

Shod DPs*tng Subm|tal Petal
Lockood Greene ! 77
ternsl ! 667
Status| DEV;AT[S

Dev(ce Chsracter|st(CSl
Interface Equ(pment Requ(redl

Furntsh(ngi HONEYELLw INC,
Instoll(ngl HONEYELL INC,

(r(ngl HONEELL INC

FI Cab(et NumbePI
FID Term Board Pa(rll

N62aTu77-C-752b
Page 139|oA3=28

Shop Drawlng Submttsl Oltal
Lockwood Greece #! 707
External #| b67 FD Cab(net NumbePI
$tatull OEVIATES FID Term BOard

nterfece utpent ReouPedl
5ervcel EXH FAN F-15 DFF PRESS S

SI Potnt Destgatonl 3H2 EF ISSl Sensor Tvpel Otgttml Output RecoedlSPectftcet(o RefePecel 15911
DraIng Referencel
Construction Soec/ceton /0 Schedule Page Lne NubePI
ROCCs /0 SCheDule Locetorl





Specification RefePencel 15911

Construction Specf|ceton ]/0 Schedule Page Line Numbep! 3-26ReeDons|otl|ty|EKceDt|OnSl Furntshtngl N/A
Pectalel Inetelltng N/A

WIPing| N/A

Shop DPawtng Subttal Petal
Lockwood Greene l 767
[xterne| #| b67
5tatusl DEVIATES

SensoP Number| DPSH- POt Deetgnat]onl 202 EF ISDPSH-t Senior Typel Digital Input RecoPl E44bSpecification Referencel 15911Preying eerence!
Construction Specification I/O Scheu|e Pege Le Nube! 3-26OICCe I/0 Scedu|e Locetor| 8-5Point use b C$ [Y/NIl Y

Exceptton|!
Specials!

ReeponsfbtlttYl

Shop Dra|ng SubItal Petal
Lock,oDd Greene #1 767
EtePnal #1 67
$etus OEVIATE$

Dev|ce ChePacterlsttcel

Furnflhfngl HONEYWELL, INC,
Inltal1|ngl HONEYWELL, IN,

HP|gl HONEYELL

FID Cabtet ubeP!

Interface Equipment equtPedl
Sevlcel EXH FAN EF-lqt DIFF PRESS

n o u bar w Point Designation| 2D2 EF lSSNl Senior Typel Ofgttel OUtpUt RecoPlSpecification Referencel 15911OPtng RefePecel
Costructo Specification /0 Schedule Page Line NumbePIROZCC’s / Schedule LocetoPl 8-53Potnt used by FMCS [Y/N] y

xceottonel ReepOnibtlltYl

Shop DPawtng 8ubm|tat Petal
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JOINT VENTLII::

July 24, 1980

77239.18 Naval Regional Medical Center 452/LG/SA
CM .18

Department of the Navy

Atlantic Division
Naval Facilities Engineering Command
Norfolk, Virginia 23511

Attention= Mr, Stephen D, Emrick, Code 09A21A

Subject: Contract N62470-75-C-1383, Architectural and Engineering Services

for Hospital Replacement, Naval Regional Medical Center, FY1977

MCON Project P-600 at the Marine Corps Base, Camp Lejeune, NC

Gentlemen:

The attached is a copy of the Data Base, Typical I/0 Schedule and Data

Bast Notes for the Demand Meter. This is another of the partial schedules

which was explained in Joint Venture letter 445/LG/SA dated July 16, 1980.

Please advise if you have any questions or comments so that we may

incorporate them prior to printing I/0 Schedules.

Very truly yours,

LOCKWOOD GREENE/SIX ASSOCIATES

Charles W. Minch

CWM: rgw

Enclosures

cc: Mr. George Novey, Code O
Mr, John Grubbs, Code 052A
Cdr. R, E. Carlson, CEC, ROICC (2)
Mr, Charles Ratterree
Mr. Bruce Byford
Mr. George Scott
Mr. James Curry

LOCKWOOO GREEf PC;ST OFFICE BOX 491 SPARTANBURG, SOLtTH C,aCLINA 29304 (803)582.2351

SIX ASSOCIATES INC POST OFFICE BOX 5594 ASHEMILLE. NORTH CAROLINA 28803 (704) 274-1551





DEMAND METER

The Contractors shop drawings show on|y the |ocation of the demand

meter in Bay 4 of the 15 KV load interrupter switchgear. The Bi]| of

Materials lists the device as a GE DSW-64 KWHDM. Although the meter is

probably a suitable device for the EMCS, this cannot be confirmed until

wiring data and terminal provision data is supplied to us from the

Contractor. We recommend that the ROICC ask for this information and check

to see if the provided GE Model Number is a comp|ete mode] number. We believe

other option codes are applicable.





1oa tePrupter sItchgee, Th(s meter prOM(des the hstoricsl Peordg

of the hosp|ta| k|ott Demand, One meter output is pulse stream

on4tng of spprnpriteIy scales k1owatt pulses nOctve of the

HOSpital OemenO. The other pulse s the EnO of Interval pulse which
deote| the en of the artCulsr measurement period. Internal EHCS

sct1n must be taken |f th|s End of Intervsl pulse s not PeCoqnJzea

POINT DEFINITIONS SPECIAL POINT REQUIREMENTS

SYSTEM FIELD POINTS REQUIRED|

DIGITAL INPUTSI

t5 KV LOAD INTERRUPTER SITCHGEAR DEMAND METER Kw PULSES

15 KV LOD IN]ERRUPIER SITCHGEAR DEMAND ETER END OF INTERVAL PULSE

NOE

DIGITAL OUTPUTSI

NONE

ANALOG 0UTPUTS$
NUdE

CALCULATED P01NIS REQUIRED!

NOE

O[HE $STEMS FIELD POINT5 REOUIEDI

DGIT*L INPUTS!
NONE

DIGITAL OUTPUTSI
NNE

ANALOG INPUTS!
NONE

ANALOG OUTPUTSI
NONE

DEMAND LMITING AND DUTY CYCLING DATA
THIS SYSTEM DEMAND PR|OGITY |$ ??
THIS SYSTEM DUTY CYCLING PRiORiTY IS

CALCULATED POINTS REQUIRED!
NONE

,*)
,-A3(*





NO $gKE REHOVkL ACTION REOUIRED

CONTROL FUkCTION

FUNCT|ON NkE & NUMBER APPLICABLE FUNCTION PROGRANS

POINT NAE

DEHANO LIMITIkG#[ ELECTRICAL DEHkN LIHITING[5.5]
POWER CEHAND STATISTICS(5,?]

15 KV LOAD INTERRUPTER SWITCHGER DEeANO HETER K PULSES
,-k!

|5 KV LOAD |NTERRUPTER SWITCHGEAR DEAND ETE END OF INTERVAL PULSE

TROUBLE D|GNO$e CORRELATED ALARM

15 KV LOAD INTERRUPTER SkITCHGEAR DEMAND METER KN PULSES
o-A1

15 KV LOAD INTERRUPTER $ITCHGEAR DEAND HETE EhO OF INTERVAL PULSE

GR&PH|C$!

-k6
VENDORS TYPICAL GRAPHIC SATISFACTORY

VENDORS SPECIAL GRAPHIC

GRAPHICS SOFTWARE(.5)

I





Except|oriel

Spectelel

Syeter Number! DH System Type! Demand letel’
F|d Numbe’l’| 8[ Record

Construction Specification 1/0 Schedule Pege Ltne NubePi 3S-e

Resontbt Itty Furnthtn N/

eptonl A7 A
Insalllngl N/

Httngl N/A
5pectelsl A

Lock,ood emne H/

[xtennml #
Stmtuml

m m z = : = m : x : m m m m : : : = m = m : : m : m m = = m : : : : m = = m : : m m : : z m m = m m m = m m m m m m : m m m

Senmoe Nubeel DEO Potn Destgnettonl BE D tDEO% SansoP Typel Pulse Counter RecoPdi

Specification Referencel 1665-1

Construction SpeCftcetton %/0 Schedule Pge Ltne NubeP: NO

OCC’s %/0 Schedule Locatol 8-79

Point used by EHCS y/N] Y
ReapoIb(lltYl Funtlhlng CARONAL CONSTRUCTION CO

ntalltng CARDINAL CONSTRUCtiON CO

Exceptions!
Sectelel

Shop Orew|ng Submttel Deter
Lockwood GPeene #i 1T5
E=ternel #I 939

F|D Cebtnet Numberl

Stetul! APPROVED FED Term BoePd pe|Pe

|ntePfece Equipment Reau|redl

Senior Numbert DHKP Potnt Oelgettonl BE OH |OH|KP e P

Spec]f]ceton RefePencel

Costructlon Spec|f|ceton

ROICC*s %/0 Schedule LocetoP! 8-79

Potnt used by [HC$ [y/N]! Y
Relponetb(lttyl Funnehtng! CAROINA CONSTRUCT%ON CO

Znstell|ngi CARDINkL CONSTRUCTION CO

ShOp Drew|nO Submttel Oetel

Lockwood Geeeee #1 175
Extepnel 1 9]9 FID Cebtnet Numberl

tmtUll APPROVED F]O Term 8oaPd pet Psl

Oevtce haractertstcll
%nterface EQuipment RequIpedl

SePvtcel TR K PULSES

NbET-77-C-T52b





A JOINT VENTUIqE

August 4, 1980

77239,18 Naval Regional Medical Center 473/LG/SA
CWM .18

.J

Department of the Navy
Atlantic Division
Naval Facilities Engineering Command
Norfolk, VA 23511

Attention: Mr. Stephen D. Emrick, Code 09A21A

Subject: Contract N62470-75-C-1383, Architectural and Engineering Services
for Hospital Replacement, Naval Regional Medical Center, FY1977
MCON Project P-6OO at the Marine Corps Base, Camp Lejeune, NC

Gentlemen:

The attached is copy of the Data Base and Typical I/0 Schedule for the
Dual Duct Air Handler. This is another of the partial schedules which was
explained in Joint Venture letter 445/L6/SA dated July 16, 1980.

Please advise if you have any questions or comments so that we may
incorporate them prior to printing I/0 Schedules.

Very truly yours,

LOCKWOOD GREENE/S IX ASSOC ATES

Charles W. Minch

CWM:rgw

Enclosures

CC: Mr. George Novey, Code 404
Mr. John Grubbs, Code O52A
Cdr. R. E. Carlson, CEC, ROICC (2)
Mr. Charles Ratterree
Mr. Bruce Byford
Mr. George Scott
Mr. James Curry

LOCKWOOO C4:IEENE POSTOFFtCE BOX 491 SPARTANBURG, SCXJTH C_AROLINA 29304 (803)5822351

SIx ASSOCIATES INC. POST OFFICE 8OX 5594 ASHEVILLE. NORTH CAFIOLINA 28803 (704) 274 15.51





SUPPLy AIR FAN DIFFERENTIAL PRESSURE 8WITCH

RETURN AIR FAr; DIFfErENTIAL PRESSURE SWITCH
RETURN AIR DMPER CLOSFD

MINIMUM OUTSIDE AIR DAHPER CLOSED

o-BI

SPECIAL POINT REQUIREMENTS

vARIAbLE OUTSIDE AI DAMPER CLOSED

VARIABLE OtJTSIDE AIR DAMPER OPEN

EXHAUST AIR bAPER CLOSED

EXHAUST AIw DAMPER OPEN

SMOKE OAMPEN CLOSED

HOT OEC SMOKE DAMPER CLOSED

COLD DECK SMOKE OAPER CLOSED

FREEZESTT

REQUEST FOR TIME ETEN$1ON

LO EFFICIENCy PR-FILTER DIFFERENTIAL PRESSURE SWITCH
MEDLUM EFFICIENCY AFTER FILTER DIFFERENTIAL PRF$SURE SWITCH
HIGH EFFICIENcy FINAL FILTER DIFFERENTIAL PRESSURE SWITCH
MEAT RECOVERY PUMP P’ll QIFFERNIIL PRESSURE SWITCH
HEAT RECOVERY PUMp P’|B DIFFERENTIAL PRESSURE SWITCH





m+85

,.87

,+88

m+89

DIGITAL OUTPUT)I

"C2

+Gq

++AI

HAT NECOVERY PUMp p-| DIFFERENTIAL PRESSURE SWITCH

EXHAUST FAN DIFFERENTIAL PRESSURE

EXHAUST FAN DIFFERENTIAL PRESSURE SwITCM(EF-gB)

EXHAUST FAN DIFFERENTIAL PRESSURE $ITCH(EF-99)

EXHAUST FAN DZFFERENT|AL PRESSURE SWITCH(EF-]9)

EXHAUST FAN DIFFERENTIAL PRESSURE SWITCH(EF-ti8)

EXHAUST FAN DIFFERENTIAL PRESSURE

EXHAUST FAN DIFFERENTIAL PRESSURE SWIICH(EF-|6)

EXHAUST FAN DIFFENENTIAL PRESSURE SWITCH(RF-I7)
NONE

STAkT SUPPLy IR FAN

SIART RETURN AIR FA

SIIRT HEAT RECOVERY PUHp P17

START HEAT RECOVERY PUMP

START HEAT NECOVERY PUMP PI4g

START HEAT ECOVERY PUMP

START EXHAUST AIR FAN (EF-3J)

START EXHAUST AIR FAN (EF-gB)

START EXHAUST AIR FAN (EF-qg)

START EXHAUST AZR FAN (F-|q)

START EXHAUST AIR FAN

START EXHAUST IR FAN

START EXHAUST AIR FAN

STANT EXHAUST AIR FAN (RF-IQT)

TERMINATION OF ETENSION NOTICE

ENABLE LOCAL ENTMALPY/ECONOMIZER CONTROLS

NONE

ANALOG ItPUrS
,-DI

ZONE SPACE TEMPERATURE
,-DE

ZONE SPACE TEMPERATURE

ZONE SPACE TEMPERATURE,-





oCb

,+C7

*Ca

REQUEST FOR TIME EXTENSION

TRANSFE SWITCH =I NORMAL POWER FAILURE

TRANSFE SwITCM I TRANSFERRE TO EMERGENCY POER
TRANSFE $wTCH # NONF, AL PUMER FAILURE
TRANSFER $ITCH 1 TRANSFERRED TO EMERGENCY POWER

THASFER @ITCM #3 NORMAL POWER FAILURE

TkAhSFER bwITCH =3 TRANSFERRED 10 EMERGENCY POWER

TRANSFER SITCH NORMAL POER FAILURE

THAtISFER $ITCH a TRANSFERRED TO EMERGENCY POWER
TkANSFEh SWITCH 5 NORMAL POER FAILURE





,*07

,*DO

,+09

,/E!

,E8

TRAnSFEr SWitCH #6 NnrNAL POWER VaIL JRE
TranSFER Sw|TCH #6 TRANSFERRED TO EMERGENCY POWER
TRanSFER SITCH 17 NOkMAL POWER FAILURE
TANSFE @wITCH #7 TRANSFERRED TO EMERGENCY POER

TRANSFER SWITCH #B TRNSFERREb TO EMFRGNCY POWER
TAN@FER SITCM #9 NORMAL POWER FAILURE
TRANSFER $ITCH #9 TANSFERRED TQ EMERGENCY ROHER
TRANSFER SWITCH #IS NORMAL POWER FAILURE
TRANSFEM SWITCH #I TRANSFERRED TO EMERGENCY POWER

TRANSFER @wITCH #i! NORMal POWER FAILURE
TRANSFER @WITCH #I! TRANSFERRED.,TO EMERGENCy POWER
TRANSFE @wITCH #12 NORMAL POKER FAILURE
TRANSFER SWITCH #12 TRANSFERRED TO EMERGENCY POWER
TANSFEW $*ITCH #!] :ORMAL PO*ER FAILURE
TRANSFEw @wITCH TRANSFERRED TO EMERGENCY PER
TRANSFER SWITCH I NORMAL POER FAILURE
TRANSFER SHITCH #I TRANSFERRED TO EMERGENCY POER
NONE

DIGITAL OUTPUTSI
,-Cq

,-C5

,-F2

FIRE MY SMOE ZONE

FIRE NEIGHBORS @MOKE ZONE

TERMINATION OF EXTENSION NOTICE

UhE

ANALOG INPUTS

FID OUTSIDE AIR TEmPErATURE
-F

FID OUTSIDE AIR DEw POINT

ONE

ANALOG OUTPUT$
NONE

,-FS(*
DEMAND LIMIIIG AND DUTY CYCLING DATA:

THIS SYSTEM DEMAND PRI(RITY I$ ??THIS @YSTEM DUTY CYCLING PRIORITY IS





,*)

SMOE REMOVAL SCHEDULEr

FIRE MY SMO[ ZONE

BE

BG

IA

IbE

Ibl

1E!

IF

,T8

CE
,+U

,U!





mfU5

+LIb

FIRE

V

+V5

IF

,+7

,+X

,+X

,+X





/Z

.H|

aG2

aH

,*)

CONTROL FUNCTZON SUMI’tARY!

FUNCTION NAME & NUMBER

POINT NAME

APPLICABLE FUNCTION PROGRAMS

.’GI(*
DEMAND LIMITINGel

o’Cl

,-C

o,G1

,/G

,*G8

,eGg

START SUPPLY AIR FAN

START RETURN AIR FAN

TAT HEAT RECOVERY PUMP PI.7

START nEAT RECOVERY PUNP

START HET ECOvERY PUMP Plq

START HEAT fiECOVERY PUMP

START EXHAUST AZR FAH (EF-33)

START EXHAUST AIR FAN (EF-qB)

START EXMAUST AIR FAN (EF-99)

START EXHAUST AIR AN

START EXHAUST AIR FAN

START EXHAUST AIR FAN

START XMAUST AZR FAN

START FXMAI$T AIR FAN

ELECTRICAL DEMAND LIMITING(5,5)
PREDICTORICORRECTOR PROGRAM(Q,9)





..1

./7

o+

./G7

,+HI

-C

SUPPLY FAN OIFFERENTTAL PRESSURE 5wiTCh

GETL,; Fa TFFEREF, TTAL PRESSURE SWITCH

AT ECDVEY PUMP P-[7 DTFFERENTIAL PRESSURE $|TCH

HEAT ECOvERY PUMp P-tUB DIFFERENTIAL PRESSURE SWITCH

HEAT kECOvEwY PUMP P-I9 QIFFRNTIAL PRESSURE SWITCH

MET RECOVERY PuMP P-%6 QIFFERENTIAL PRESSURE SWITCH

E’XHAUST FAR DIFFERENTIAL PRESSURE

EXHAUST AN DIFFFRFNTIAL PRL$$URE

EXHAbST FAN DIFFERENTIAL PRESSURE SHITCH(EF-9)

EXHAUST FAN OIFFEREhTIAL PRESSURE

EXHAUST FAN DIFFERENTIAL PRESSURE S*ITCM(EF-%|B)

EXHAUST FAH DIFFERENTIAL PRERSURE $ITCH(EF-135)

EXHAUST FAN DIFFERENTIAL PRESSURE

XHAJ@T FA DIFFErENtiaL PRE@URE $ITCH(RF-I7)

$IART SUPPLY AIR FAN

START NETURN AIR FAN

START HEAT ECOV[Y PLJrp P147

START HEAT ECOVERY PUMp

STANT MEAT RECOVERY PUMp

START HET RECOVERY PUHP

START EXHAIJST AIR FAN

51ART EXHAUST AIR FAN (EF-98)

SIWT EXHAUST AIR FAN

TART EXHAUST AIR FAN

START EXHAUST AIR FAN

STANT EXMAUST IR FAs (EF-I35)

START L^HUST AIR FAN

START EXHAHST AIR FAN (RF-|7)

FIRE MY Sr4OKE ZONE

FIRE NEIGHBORS SMOKE ZONE

POWER FAIL RESTART OF MOTORS(5,2)





,+C3

+C7

,+02

,+Db

+E

,+E

7

E

E9

F

TRANSFER SWITCH #I TRANSFERRED TO EMERGENCY POWER

TRANSFER SWITCH #2 NORHAL POWER FAILURE

TRAPJSFER $ITCH #2 TRANSFERRED TO EMERGENCY POWER

TANSFE @WITCH 3 NORMAL PO;ER FAILURE
TAr,SFER SWITCH =3 TPA’JSFERRED TO EMERGENCY POWER

TkAhSFER SkW/TCH e ()RMAL POWER FAILURE
TRANSFER SWITCH #Q TRANSFERRED TO EMERGENCY POWER

TRANSFER SWITCH #5 NORMAL POWER FAILURE

TRANSFER @wITCH #5 TRANSFERRED TO EMERGENCY POWER

TRANSFER @WITCH # NORMAL POER FAILURE

TRANSFE @wITCH # TRANSFERRED TO EMERGENCY POWER

TRANSFER @WITCH #7 NRMAL POER FAILURE

TRANSFER @wITCH i# IRAISFERRED TO EMERGENCY POWER

TRASFER SWITCH #8 NORMAL PUER FAILURE

TRANSFER 5WITCH #H TRANSFERRED TO EMERGENCY POWER

HANSFER @ITCH e9 NORMAL POWER FAILURE

TRANSFER 5kITCH #9 TRANSFERRED TO EERGENCY POWER

TRANSFER SWITCH #10 ORMAL POWER FAILURE

TRANSFER SWITCH # TRANSFERRED TO EMERGENCY POER

TRANSFER SWITCH #1! NORMAL POKER FAILURE

IAhSFER SWITCH #It TRANSFERRED TO EMERGENCY POER

TRANSFER SITCH #I2 NORMAL POER FAILURE

TRANSFER @WITCH #12 TRANSFERRED 0 EMERGENCy POWER

IRAF,SFER SWITCH #1 NORMAL POWER FAILURE

TRANSFER @WITCH #3 TRANSFERRED TO EMERGENCY POER

TRANSFER SWITCH #IQ NORMAL POKER FII.URE

TRANSFER wITCH |Q TRANSFERRED TO EMERGENCY POWER

DUTY CYCLING5

SUPPLY AIR FAN DIFFERENTIAL PRESSURE SWITCH

RETURN AIR FAN DIFFERENTIAL PRESSURE @WITCH

MEAT kECOVERY PUMP P-t7 DIFFERENTIAL PRESSURE SWITCH

OUTY CYCLE PROGRM(5,6)





0089

0*85

0*87

,-

,/G

,eG

,/G

,/G7

,-D

,-D6

,-D7

HEAl RECOVERy PU’R P-IJ9 DIFFEqENTIAL PRESSURE SgITCH

HEAT IE’C0VERY PUHp P-lbU DFFERENTAL PRESSURE 5NZTCH
EXHAUST FAN DZFFERENTZAL PRESSURE SN[TCH(EF-33)

EXhaUST FAN DIFFERENTZL PRESSURE 5WITCH(EF-98)
EXHAUST FAN DXFFFENTL PRESSURE

EXHAUST FN DXFFERENTXAL PRESSURE

EXHAUST FAN DFFERENTZL PRESSURE

EXHAUST FH DXFFERENTZAL PRESSURE

EXHAUST FAN OXFFEENTIAL PRESSURE SWlTCH(EF-t6)
EXHAUST F OXFFFRENTXAL PRESSURE SWTCH(RF.I7)
5TART SUPPLY AIR FAN

5TART RETURN AZR FAN

START flEAT RECOVERY PUHP

START HEAT RECOVERY PUMP Ptq8

START HEAT RECOVERY PUHP

START HEAT RECOVERY PUHP

START EXHAUST AIR FAN

START EXHAUST AZR FAN (EF-98)

START EXHAUST AZR FAN (EF-99)

START EXHAUST AIR FAN

START EXHAUST AR FAN

START EXHAUST AIR FAN

START EXHAUST AIR FAH

S]ART EXHAUST A|R FAN

ZUNE! SPACE TEHPERATURE

ZDNE 2 SPACE TEmPErATUrE

ZONE 3 SPACE TEMPERATURE
ZONE q SPACE TEMPERATURE

ZONE 5 SPACE TEHPERATURE

ZONE 6 SPACE TEHPERATURE

ZONE 7 SPACE TEHPERATURE





,B?

,+GI

,/GZ

,+G

SUPPLY AIR FAN OIFFEREHTIAL PRESSURE SWITCH

RETURN AIR FAN DIFFERENTIAL PRESSURE SWITCH

HEAT RECOVERY DUMp P-ta7 DIFFERENTIAL PRESSURE SWITCH

HEAT RECOvErY PUP P-l8 DIFFERENTIAL PRESSURE SWITCH

EAT REOvEWY PUIP P-I9 DIFFERENTIAL PRESSURE SWITCH

wEAT nECCVERY PUMP P=bU DIFFERENTIAL PRESSURE SwIICH

EXHAUST FAN DIFFERENTIAL PRESSURE SwIICH(EF-3)

EXHAUST FAN DIFFERENTIAL PRESSURE SITCH(EF-g8)

EXMALIST FN DIFFERENTIAL PRESSURE SITCH(EF-Q9)

EXHAUST FAN DIFFERENTIAL PRESSURE SITCH(EF-I?}

EXHAUST FAN DIFFERENTIAL PRESSURE SITCH(EF-II8)

EXHAUST FAN DIFFERENTIAL PRESSURE SITCM(EF-%5)

EXHAUST FAN DIFFERENTIAL PRESSURE SWITCH(EF-I=B}

XHAUST FAN DIFFERENTIAL PRESSURE

REQUEST FUR TIME EXTENSION

START SUPPLY AIR FAN

START QETURN AIR FAN

START HEAT ECDVERY PUHP Pt7

START HAT RECOVERY PUP

START HEAT RECOVERY PUHP Plq

IART HEAT RECOVERY PUHP

START EXHAUST AIR FAN

STWT EXHAUST AIR FAN (EF-98]

START EXHAUST AIR FA4

STWT EXHAUST AIR FAN (EF-IgI

START EXHAUST AIR FAN

START EXHAUST AIR FAN (EF-t5)

START EXHAUST AIR FA (EF-IaS)

SIART EXHAUST AIR FAN CRF-I?)

TERMINATION OF EXTENSION NOTICE

)

FTWARF |NTERLDCK,T

EXTENDED SERVICE CONTROL(5,)

SOFTWARE INTERLOCKING SEUNCESf5.}





e+

+85

C

.+

e+Gb

,+

,+HI

-03

SUPPLY AIR FA DXFFERENTXAL PRESSURE SWITCH
qETURN aIR FAt, DIFFERENTIAL PRESSURE SWITCH
HEAT RECOVERY PUHp P’Xq7 DIFFERENTIAL PRESSURE SWXTCH
HEaT RECOVERY PUP P-lqR DIFFERENTIAL PRESSURE SWITCH
HEAT RECOvERy PUHP P-I9 DIFFERENTIAL PRESSURE SWITCH
HE:T RECOvERy pUp P’IS OIFFERENTZAL PRESSURE SWITCH
ExHaUST FAN DIFFERENTIAL PRESSURE ShITCH(EF.)
EXHAUST FAN DIFFERENTIAL PRESSURE SWITCH(EF.98)
EXHAUST FAN DIFFERENTIAL PRESSURE SHITCHCEF.9)
EXHAUST FAN DXFFERENTZAL PRESS’E SITCH(EF.|9)
EXHkUST FA DIFFEHENTZAL PRESSURE SITCH(EF.]18)
EXHAUST FA DIFFERENTIAL PRESSURE ShITCH(EF.|]5
EXHAUST FAN OFFERENTIAL PRESSURE
EXHAUST FAN DIFFERENTIAL PRESSURE SITCH(F-t73
STAHT SUPPLy IR

START RETURN AIR FAN

START EAT RECOVERy PUP

START HEAT RECOVERY PUMp P18

ThT HEAT RECOVERY PUMP

START EAT RECOVERY PUMp

START EXHAUST AXR FAN

START EXHAUST aIR FAN (EF-98)

START EXHAUST AIR FAq (EF-99}

STAHT EXHAUST IR FAN

START EXHAUST AIR FAN

STAHT EXHAIj5 T AXR FAN (EF-I5)

START EXHAUST AIR FAN

STarT EXHAUST AIR FAN (RF-I7)

ZONE @PACE TEMPERATUR E

ZONE SPACE TEMPERATUR E

ZONE SPACE TEMPERATURE

ALGORITHMIC CONTROL SEOUENCE$(g.=5)





N U SPACE TFhPER4TUnE

ZNE 5 5PACE TEMPErATUrE

ZONE PCE TEmPERATUrE

STArT/STOP GPTIMIZATION,9

-87

**7

/G7

SUPPLY AIR FAN DIFFERENTIAL PRESSURE SWITCH

RETURN AIR FAN DIFFERENTIAL PRESSURE SWITCH
HAT RECOVERY PUMP P’I! DIFFERENTIAL PRESSURE SWITCH
HbAT RECOVERY PUMP P-I8 DIFFERENTIAL PRESSURE SWITCH
EAI RECOVFY PUMP P-I9 DIFFEreNTIAL PRESSURE SWITCH
NEAT RECOVERY PUMP P-I IFFERENTIAL PRESSURE SWITCH

EXHAUST FAN DIFFERENTIAL PRESSURE $ITCM(EF-33)

EXAUST FA DIFFERENTIAL PRESSURE

EXHAUST FAN DIFFERENTIAL PRESSURE SWITEH(EF-gg)

EXHAUST FAN DIFFERENTIAL PRESSURE SITCM(EF-Ig)

EXHAIIST FAN DIFFERENTIAL PRESSURE BITCH(EF-I|B}

EXHAUST FAN DIFFERENTIAL PRESSURE

EXHAUST FA DIFFERENTIAL PRESSURE SWIICH(EF-I6)

EXHAUST FAN DIFFERENTIAL PRESSURE

START SUPPLY AIR FAN

START RETURN AIR FAN

5TAHT HET RECOVERY PUMP

START HE^T RECOVERY PUMP

START HET RECOVERY PUMP

START HEAT RECOVERY PUMP

START EXHAUST AIR FAN CEF-3]}

START EXHAUST AI FAN

START EXHAUST AIR FAN (EF-99]

START EXHAUST AIR FAN

START EXHAUST AIR FAN

OPTIMAL STARTISTOP(5.19)
TIME PROGRAM FUNCTION(S.)
ALARMS(q,7)





m-Ol

,-D.

-07

STAHT EXHAUST ZR FAN

STAkT EXHAUST AIR FAN

ZOt SPACE TEMPERATURE

ZhE SPACE TEHPERATURE
ZNE SPACE TEMPERATURE
ZOnE b SPACE TEMPERATURE

ZUN 7 SPCE TEMPERATURE

FID OUT31DE AIR TEMPeRATuRE

ENTMALPY/ECONOMIZERf|

,-E

ENABLE LOCAL ENTHALPV/ECDNOMTZER CONTROLS
RETURN AIR TEMPERATURE
RETURN AIR RELATIVE HUMIDITY

MIXED AIR TEMPERATURE

FID OUTSIDE AIR TEMPEkAIURE

FID OUTSIDE AIR DEw POINT

MOT/COLD DECK RESET,I 3

COLu BECK TEMPERATURE
MOT DECK TEMPERATURE

,-E5
ZONE MAXIMUM HEATING DEMAND

,’E6
Z(}NE MAXIMUM CODLING DEMAND

RETURN AIH RELATIVE DEWPOINT
,’El

COLU DECK TEMPERATURE RESET

HOT DECK TEMPERATURE RESET

MAINTLNAP, CE REPURT$2]

SUPPLY AIR FAN OIFFERENTIAL PRESSURE SWITCH
ETJRN I FAN DIFFFRFNTIAL PWE$SURE WITCM

OAMPER/ENTHALPy CONTROL PROGRAM(5,9)
ENTHALPY/PSYCHROMETRIC PROGRAM(5,B)FACILITIES PROFILE

METING/COLING RESET OPTIMIZING PROGRM(5,|B)

RUN TIME TOTLIZ&TION(5,17)
MAINTENANCE





EXhaUST

XHAUST

EXtAH6T

EXHAUST

EXHAUST

EXHAUST

EXHAUST

EFFiIEhCY PRE’FILTER
$

DIFFERENTIAL PRESSURE SITCH
EFFICIENCy AFTER FILTER DIFFERENTIAL PRESSURE SwTcH

FINAL FILTE DIFFERENTIAL PRESSURE SWITCH
PUMp P-7 DIFFERENTIAL PRESSURE SITCH
PUP P’lq8 DIFFERENTIAL PRESSURE SXTCH
PUMP P’qg DIFFERENTIAL PRESSURE SITCH

DFFERENTIAL PRESSURE SNITCH

PRESSURE SITCH(EF-]3)

PRESSURE SITCH(EF-98)

EFFICIENCY

wECOvEY

ECOvERY

NELOvERY

RECOVERy RUMP P-|bQ

FAN DIFFERENTIAL
FAN DIFFERENTIAL
FAN DIFFERENTIAL PRESSURE SWITCH(EFmg9)
FAN DIFFERENTIAL PRESSURE SITCHtEF.|Rg)

FAN DIFFERENTIAL PRESSURE SITCH(EF-IIS}
FAN DIFFERENTIAL PRESSURE SHITCHtEF-135)
FA DIFFErENTIaL PRSbRE S"ITCH(EF-I)
FAN DIFFERKNTIAL PRESSURE SITCH(RF-7)

DIFFERENTIAl. PRESSURE SWITCH

DIFFERENTIAL PRESSURE SWITCH

DAMPER CLOSED

DAMPER CLOSED

DAMPFR OPEN

DAMPER CLOSED

DAMPER OPEN

,*)

TROUBLE DIAGhOSIS,2
,-A

SUPPLY AIR FAN

ETUR AIR FAN
,-A2

RETURN AXk

INIMuM OUTSIDE AIR

INIMu OTSIOE AIR

VARIABLE OUTSIDE AIR

VARIABLE OUTSIDE AIR

EX’AUST AIR DAMPER CLOSED

EXHAUST AIR DAMPER OPEN
,-AT

SMOKE DAMPER CLOSED
,-A

MOT DC SMOKE DAMPER CLOSED

COLD DECK SMO.E DAPER CLOSED,-BI
FREEZESTAI

o-BZ
REQUEST FOR TIME EXTENSION

CORRELATED

,-B
LO* EFFICIENCy PRE-FILTER DIFFERENTIAL PRESSURE SWITCH

ALARM REPORTS(Q,3,])





,+7

=CE

+G

/G7

,+G8

,-CO

,-D2

HIGH EFFICI’ENCY FINAL FILTER OIFFERENTIA PHE$$UR SWZTC
HEAT wECOVERY PUMP P-I7 DIFFERENTIAL PRESSURE SWITCH

MEAT RECOVERY PUMP P-IQ8 DIFFERENTIAL PRESSURE SWITCH

HEAT ECnvEy PUMP P-IQ9 DIFFERENTIAL PR{SSURE SWITCH

EAT RECOVERY PUP P-%@ DIFFERENTIAL PRESSURE SWITCH

EXHAUST FAN DIFFERENTIAL PRESSURE $ITCH(EF-33)

EXHAUST FAN DIFFERENTIAL PRESSURE

EXHAUST FAN OIFPERENTIAL PRESSURE SWITCH(EF-g)

EXHAUST FAN OIFFERENTIAL PRESSURE SITCH(EF-IOq)

EXHAUST FAN DIFFERENTIAL PRESSURE SwITCH(EF-|IB)

EXHAUST FAN DIFFERENTIAL PRESSURE SITCH(EF-1]5)

EXHAUST FAN OIFFERENTIAL PRESSqRE SWITCH(EF-t48)

EXHAUST FAN DIFFERENTIAL PRESSURE SITCH(RF-I7)

START SUPPLY AIR FAN

START RETURN AIR FAH

START HEAT RFCOVERY PUMP

START HEAT RECOVERY PUP PI8

START HEAT RECOVERY PUMP Ptq9

START EAT RECOVERY PUHp Ptb

START EXHAUST AIR FAN

START EXHAUST AIR FAN (EF-gB)

51ART EXHAUST AIR FAN (EF-qg)

START EXHAUST AIR FAN

STANT EXHAUST AIR FAN

START EXHAUST AIR FAN

START EXHAUST AIR FAN

START EXHAUST AIR FAN (RF-|7)

TERMINATION OF EWTENSION NOTICE

FIRE MY SMOKE ZONE

FIRE kEIGMBOR$ SMOKE ZONE

ENABLE LOCAL ENTMALPY/ECONOMIZER CONTROLS

ZONE SPACE TEMPERATURE

ZGhk E SPACE TFMPERATuRE





ZOP;E 3 SPACE TEMPERATURE
ZONE PACE TEMPERATURE
ZONE 5 PACE TE’PERATUE
ZONE SPACE TEPERATuR E

ZOE 7 bPACE TEMPEPATUR E

COLD OEEK TEMPERATURE
UT OEC TEFpEHATuRE

LEAVING PREHEAT COIL TFMPERATURE
LEVING HEAT RECOVERY COIL TEMPERATURE
MZXED AI TEMPERATUR E

RETURN AIR TEMPERATURE
RETURN AIR RELATIVE DE’POINT
ZONE MAXIMUM HEATING DEMAND

ZONE MAXIMUM COOLING DEMAND

COLD OECK TEMPERATURF RESET

HOT DECK TEMPERATURE NESET

SUPPLY AlE FAN DIFFERENTIAL PRESSURE SWITCH
NETURN AIR FAN DIFFERENTIAL PRESSURE SWITCH
RETURN AIR DAMPER CLOSED

MINIMUM OUTSIDE AIR DAMPER CLOSED

MINIMUM OUTSIDE AIR DAMPER OPEN

VARIABLE OUTSIDE AIR DAMPER CLOSED

VARIABLE OUTSIDE AIR DAMPER OPEN

EXHAUST AIR BMPER CLOSED

EXHAUST AIR DAHPER OPEN

SMOKE DAMPER CLOSED

HUT DECK SMOKE DAMPER CLOSED

COLD DECK SMOKE DAMPER CLOSED
MEAT RECOVERY PUMp P’I=/ DIFFERENTIAL PRESSURE SWITCH
HEAT MECOVERY PUMP P-IB DIFFERENTIAL PRESSURE SWITCH
’(T WFKvFpy Plip p.|q ()IFRENTIAI. PPFIIPF wtTrw

S’MOKE REMOVAL PROGRAM(5,2@)





,+87

r

,+GI

+HU

o*Sb

,+S7

,*58

MEAT RECOvERy PU’P P-16 OIFFERENTIAL’PREURE SWITCH
EXHAUST FAN DIFFERENTIAL PRE$SLIRE SWITCM(EF-33)
ExMAU@T FAN DIFFERENTIAL PRE$@URE $WITCH(EF-Q8)
EXHAUST FAN DIFFERENTIAL PRESSURE SITCH(EF-99)
EXHAUST FAN DIFFEREhTIAL PRE$@UR

EXHAUST FAN DIFFERENTIAL PRESSURE $WITCH[EF-II8)
EXHAUST FAN DIFFERENTIAL PRESSIIRE SNITCH(EF-135)
EXHAUST FA DIFFERENTIAL PRESSURE SWITCH(EF-I)
EXHAUST FAN DIFFERENTIAL PRESSURE
START SUPPLy R FAN

START !ETUP AR FAN

STaRt HEAT RECDVERY PUP Ptq7

START MEAT RECOVERy PUMP

START MEAT RECOVERY PUMP

START EAT RECOVERY PUMp P60

START EXHAUST AIR FA (EF-33)

START EXHAU@T AIR FAN

START EXHAUST AIR FAN

TART EXHAU@T AIR FAN (EF-!18)

START EXHAUST AIR FAN

START EXHAUST AIR FAN

STRT EXHAUST AIR FAN

FIRE My SMO E ZUNE

|A

ICI

IC2

101





*T2

*T

,+UI

/U

,*U

,+V!

,+

,’C

,+V#

,+V9

,+N

IE2

IF

2

2

2I

22

2DI

2D2

2(I

2i;2

2h2

)"2

(2

F IE NIGHBOPS SMOK E ZONE





,+X

t+Xb

t+X7

,X

,+ZI

,*)
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Sect|on 8

Lkod GPeene ng|.eeP|

ere Cors Bse Cem LeJeune NoPth
Co.|tructton Contract Nb247-?SeC-725b





Syotem NumbePi AHU System Typel Air Hond1ng Unlt F|d Numbee G| Record tb9

Specification ReePencei 159tl

ConstruCtion $eticett?n |10 Schedule Pege

[xcepOn|! 8 BE B C F F2 E D DE D D O Ob O? F.F? G! G4 Gb H G3 G? 7 B8 9nstelllg N/

ShOp OPeWg 8ubm1el Dete
Lockwood Geeee
xtepnel #1

Specfet|on ReePence! |59$1

ConmtPuctton
ROCCem ;/0 Schedule Lotor!
0tn uled by MCS [/N]! Y

ReeponIibly Frnlohtg HONEYELL, XNC
S:etels!

ShOp Dewlng SubmItel Oete
Lockwood Gpee.e I 76?
ExtePnel #l 667
8tetull DEVIATES

ZtePfoce Equipment Requped

nstl11|ng HONEYWELL, |NCp
tPtngl HONEYELL ZNC,

FZD Cabinet NumbeP
FO TePm 8oed Pe|l

Lockwood Greene #1 767
Externel #l 667 FZD Cabinet Number
StituSl DEV;ATE$ FZD TePm Booed PetPS

Oovlce ChmPoctep|$t|cli
XntePfsce Equipment ReuiPed

N62U?e-77-C-TS26
Pmoe 1391=A3=2





Sea|or Number! DPSH

[ept|onti
$e|illl

Polnt De|gnattoni G| AHU DPSH! Senmer Tv=el Digital InputSpecif(cet(on Ro@eence!

ROCC*m 2/0 Schedule LocetOrl 8-!Point uae by ENCB [Y/N}

Shop OPawtng 8ubmItel Datl
LOCkwood Greene 767
External 1 67
Stetull DEVIATES

Day|ca Cherecterittem

FuPn|htng HONEYELL
Installing HONEYNELL, INCfr(ngl HONEYELL

flO Cabinet Nuber

RecoPdl 16gO

Exceptional
$:eCtalml

[xceptton|l

Seclelxl

ShOe OPetng Subm(tel Oete
Lockwood Greene # 767
External #1 667
Statull DEV|ATES

Devtce Chlacterat(eei

Furn(mhlng HONEYELL
nstelllng HONEYWELL,

Wit(nil HONEYWL

FID Cebtnel NumbeP

Interface EQu((C)eent Reauieed
Servicel RETURN AIR FAN DIFF, PRESS’, ST

Sensor Numberl OPSH]
fi

Point Oil gnatton Gt AHU DPSH] Senior Typel Dgt=l Inaut RecoPdlSaec( Ceton Refeeencel 15911

ConltPUCtfOn SOec(f(citto Z/O Schedule Page Line NumbepROZCCtl )/0 3heeule Loc@top 8-1
Pg(nt used by ENC8 [Y/N] Y

Remponlb(iIty

8hoe Orewtng Submltl| Detli
Lockwooe Peee # 767
External #l 667
StitUsl DEVIATES

Xntefece EqU|pmeht Requ|Ped

FuPn|htng HONEYWELL, INC
Xntelllng HONEYELL ZNC

|rtRgl HONEYWELL, INC.

FZD Cabinet NumbeP

Servlcel LO [FF eRE-FILTER DZFF PR/8$ SW

N6270i’77.l.7526 .....
Pile 1S9II-A$-3

TntePfece Equ|Dment ReauPed
Sevfcel SUPPLY AIR FAN DIFF, PRESS’,

Sensor NumbeP DPSH2 / Potnt Desgnetton G! AHU OPSH Senior TrailPec fiCetton ReePencel
Orw#ng Refeeencel H7-5% HTo2B 939079611IXZeConstPucton Specification ]/0 SChedule Pege Lne Nu.bePRO]CCel ]/0 SChedule Locetoe 8el
elnt used be EHCI [Y/N] Y





Sensor Numbeel OPSH

Excepttonsl
SPe4SlSl

$eficetion ReePencel

ConstruCtion Speclf4st4on I10 Schedule Page L4ne Nueberl 3501
RO|CCes |/0 Schedule kocatOrl 8o!
Po4nt used by EHC$ [Y/N]

Res(C)onl|b414tY Furni|h4ng HONEYWELLe

$h0 Drs(ng Subm4tal Oste
LocM.ood Greene Tb7
Externsl #l 667
Stotu|IIDEVZAT[$

Oev(e ChsPscteeltl
XntePfsce Eument ReauPed

Instsl14ng| HONEYELLe INC
4P|ngt NONEYELL INC.

Fig Csb4net

RocoPdl 172

Servtcel HED EFF AFTER FZLT DZFF PRESS SN= ........................ , "- : ;..... : ; ,, -" ; ;. ; ;. "-Sensor NubePi ENTH ," Po|nt Oelgneton iG| AHU IENTH Sensor Typel O4tsl Outlast Recordi 175Spe f|cet4on Rl;erence
Oretng Referencel H7-59 H7..I 939w7961$lX|f
Cons’tPucton $(C)eettcetton tO Sehedu|e Page Ltne Nu,ber
ROCCs /0 Schedule Locstorl 8..1
Potnt used by ENCS [Y/N] y

Reslon|1 b] ityl FuPntshlng HONYELL
Eet onl nsts| |]ng HONEYELL
5ec8181 4Pngl HONEYELL ]NCo

External 1 667 FZD Cabinet NuBbeP
Stltull DEVIATES FD Term

XntePfece EutDment Reuped
SePvcel ENABLE LOCAL. ENTHALPY/ECON CONTR

Sensor NubePi FZ Potnt Desgnettonl GI HU FZ Sensor Typel Oqt81 Znut Recopl

Conlteuct]o Spec4cet(on ZO $cheOu)e Page L4ne Number
ROICCe X/O Schedule LocatoPI
Po]nt Uled by EMC8 [Y/] y

Rel=onltbll(tyi Furnlhtng HONEYNLL ]NC’p
E=cePttonll nltlll ng HONEYELL
Seclslsl tPtngl HONEYNELL

3hop Driving 8ubm4t81
Lockood Greene #1 767

ntePfoce Eument ReuPed
3oPv4el FREEZEST4T............................ ......... ;

N62Tg-770C=7526
Pegs 1391-k3-





SesoP NumbePi HUH! POtt Delignettoi G ANU HIJN|

ExcepttOnSl
Spectsls!

$osep Tvpel Aneoo nut

Con|tPuct|on Specification Z/O 8hedule Peoe Le Nubee
RO]CCes Z/O Schedule Locetorl
Polnt use by [HC$ [/] y

Re|ponetbtlltyl FuPt|hng HONEYNELL |NC
neta|l|ng HONEYELL INC

NtP|ngl HONEELL ZNC

RecoPi 171

cepttOnSl
Specie|el

Point used by EHC8 [Y/N] Y
ReePonsibtly

Shop DPe*tng Submits10ete
Lockwood Gpeeee #1 767
External #1 667
Status! OEV;AT[S

RtePfsce Equ|pment Reued

FuPnishig NONEELL
%ste11|ng NONEYELL INC,

|P|gl HONEY*ELL

F%O Cebtnet NumbeP
F|O TePm OoaPO PstPs

Seevtcel ZONE MAXIHUM COOLING DEMANO ::::::::::::::::::::::::::::
SensoP Numbee HAXHT POtnt; O.esgnet|on IG| AHU HAXHT Sensor Tyael Aelog nDut Recoei 17Spat1 ftCeto Refeeeel

DPe,tn Refeeece H7-59 M720 939-796tl-lXf EW-6 ED-5 I7-3 MT-6L
Co,stPuctto, 8aectficetto ZO Schedule Pe=e te NuebeP NONE
ROZCCs Z/O Schedule Lotorl NONE
Point used by EC8 [Y/N] y

Re|pon$tbtllty

Shp OPewtng Submits10ete
Lockood GPeene #1 767
External #! 667
Stetusl D[VZAE$

Devlce ChePectePtettcs!
ntePfece Equipment RequPed

FuP.Ish|ng HONEYWELL,
%nstalltg| HONEELL XNC,

||ngl HONEYELL XNC,

FXO Cebtnet Number
FXD TePm 8esPd PatPm

SePv1el ZONE NAXIHUH HEATZNG DEHANO
A A A , A ; ; * -’ * A A "- ; "-

NbE?e-77-C-7526
Page |9IA)=5

ExcettOnSl
Saeclelsl

Shop DPe*ig SubeJtol Dete
Lockood Greee #1 767
ExtePne! #1 6&7 FXD Cabinet Number
StItusIDFVATE$ FXD ToPm BooPd PePO

Device ChaPscterlt(tl
XntePfece Equipment Requred
SePv1el RETURN AR DENPQ;NT

Speciflcetlo. ReePece 15tt
OPotg Refereel HT-SQe 7-2e, Ev-a6, EO’5, 7=3, N76t, Xa-t, 939=796t=tX
Construction SDolftcetto X/O 3hedule Pegs Ltno NumbeP NONE
ROCCI t/O Schedule Locptor NONE





$gei/tcattofl Reference!
OeewnG Rofoeenoel M7-$ge 7-20w 93goTgb|||X;f Eo6w ED-Se ToSw H7o6|

ROCCe| Z/O SChedule Looo NONE
Point used bY EC$ [Y/N]| Y

Reeao.sIbtl|ty PuPnishtng EHCS CONTRACTOR
Insti|lIng! ECS CONTRACTOR

Wte|ngl ECS CNTRACTOR

Recoedi 17{7

6oeclelsl

EeDtIons!
$=ectel=l

Exteenel #1

Device CheeeteesI(C)e
Inteefeoe Equtement Requeed

Furnshno EC8 CONTRACTOR
|nstelllnei [NCS CONTRACTOR

teIngl EHCS CONTRACTOR

SePvloel VARZABLE OA DAPER OPEN

Sensor Nubeel P081 Potn Deignotlon Gl AHU POt Senses Tel Datel Znput Recoed 1b2

ont se by ECS [VlN] V
Relponstbtlityl Fenlhng EC$ CONTRACTOR

Shoo OeIng SubItll ete
ogkood GPeene #1
Eteenel #1
ttull

1ntefsoe Equipment ReuPed

Irises!ling ECS CONTRACTOR
Wtetnl EC$ CONTRACTOR

FIO CebJne Number

Lockwood Geene #l
Eteenml #1 F|D Cabinet NwmbeP;

Oeve
/neefece [qutent Requeedi
$evel VAR;ABL[ OA OAHPER CLOSED

POe 8 Point DetgnettOl Gl HU POS e Senmoe Typel Dtel ]spur Recoed 1718

Deewtn Refeeeegl.7oSe 7-.939-Tgktl-tXle Ee6e [-S, 17.3 7061 01

Point uled by EHCS [Y/N] Y





5esoP ueP! P052

ROICC’I Z/O SChedule Lotoe! NONE
Potn used by EMC$ [Y/N]! Y

Lockood Geeene #1
Exteenal !
Slituil

Divtco
IntiPface Equipment lelutedi

Fuenishtg EMCS CONTRACTOR
Inltalltng EC8 CONTRACTOR

Mtelgl EMC$ CONTRACTOR

FID Cebinot Numbeei
FID Teem Boaed Patesi

Se’vtcel MIN OUTSIDE AIR DAHPER CLOSED

Deiwlnl lefeeeel H7-591 l?-tle 939-71611-1Xle El-e6, E-I
Cons’teuctton S:eetflceto ;0 Schedule Page Line Nueeel NONE
ROlCCl l/O SChedule Locatoel NON[
Pott uled by EHCS [Y/N] Y

Shop Deeweg ubm]t1

k9kood Geeee #I
ExtePel #1 FID Cibiet Numbee

Device ChaeictePtit tcli

Spei!iCit to Refeeencel
DPawtI ReIoPIlil M7-59 7-Zl, 939-7t611-1XI# El-16, E-5. I7-3. 17-l, ll-7
Coneeructton 8ectflcatton I0 Schedule Page Line Numbeel NONE
ROICCI /0 SChedule ocitoPI NONE
Point used by EHC8 [Y/N] V

Relonstbtlttyi Funishng EHCS CONTRACTOR
Znitelltng EHCS CONTRACTOR

Shop DPitg Submttel
ocklood GIllie il
Exteell il FID Cebt.et Numbee
8titull FID Teem Boled

Intiefice Eutmet liauieedi
SePvel EXHaUSl air aPER CLOSEO

N62TB=77.C=752b
Plge 1391=A307





Specificst|on Refeeencel 1591|

CometPuct|On SpecItceto Z/O Schedu]e Pege Line Numbeei NONE
RO]CCe /0 Schedule Locetoe NONE

ReePonstb|ty! FuPntshtmg ECS CONTRACTOR

S=etelsl N|etnO EHCS CONTRACTOR

ShOp Deewtmg 8ubmttel Dete
Lockwood Oeeeno #!

) (tenel #1 F|O Cabinet Numbee
Device Cheeeceeiettc$

C) IntePfce Equipment Requeed
Seevlcel EXHAUST AIR DPR OPEN

Ssnsoe Number! POSb ." Point De|gnet|on 4G1AHU POSb Sensoe TYPel Dioitel Input RecoeSpecfcottom Refeeence! 15911

ROCCs ]/0 SChedule Locetoe NONE

’ Reeponebtlty Fuenish|ng EC$ CONTRACTOR
Excepttonsl netelltng EMCS CONTRACTOR
Specie|el |etngl EC8 CONTRACTOR

Shop Deowlng 8ubmltol Oete
Lockwood GPeene #I
(epnel #1 F|O Ceb|net Numbee
StetUSl FID Teem Booed petee

Device
]ntoefece Euleent Reuleed
Seevtcel SMOKE DANPER.CLOSEO....................................

C SensoP NumbeP SH1 Potnt Desgnelton 4G| AHU $W| Sen#on Typel OoJol Output Recoed!

Oeewlng Refeeeneel HT-Oge NT=2Oe 91979611o|X|e EW=6e E-Ye ZT=]e 7-6|e

ConetruCtton See|ftcetton ;0 8hedu|e Pege Lne Numbeel
ROZCC*s I/O Schedule LOCtoPI
Point used by [HC8 [Y/N] Y

) Respon|tbtlity
Excepttonsl
$ectelsl

Fuenishlng HONEYWELLe INC
]|ts|lno| HONEYELLe

WtetOI NONEYELLe ZNC.

Lockwood
[xtiPnel #1 667 FXD Cebtnet Number

eevtcel 3TART SUPPLY AR FAN

P,qe 1391-A3-8





Saec4sls!

Expept4ons!
S(C)ectalsl

Point Deagnetten UG! *HU aSw SenseP Types Dgital Output

Coetruct4on Sectf4at|o. 1O $chedu|e Paa L|ne Number!
ROICCs 10 Schedule Loorl
Po|n used by EHCS [Y/N] Y

Respo,e4b41ty Furnsh,g NONEYNELL INC
|n|te!14Rg HONEYELL NCv

|r(gl HONEYELL

StatUll DEVIATES FD

SePvtol START RETURN AR FAN

Co.stPtton Speef4aton /0 Schedule Page kne NumbeP

Point used by EMC8 (Y/] Y
Reoono4641tYi FuPn4sh4ng HONEYWELL, INC

InstelTtng HONEYELL INC
4flngl HONEYHELL

Shop DPatng 8ub.|4tal Oete
l,ekwood Greene #1
External 1 b&7 FID Cab4net Number
tetUel DEVIATES FIg TIP Boepd PO4PO

Interface Equipment ReauPod
SePv(cel START HEAT RECOVERY PUHP t7

5sneer NumbeP S* Po4nt Oeognot4ont GI AHU S4 SeniOr Typoi Dg4tol Output Recordl
SpecCot4an RefePencel 15911
DPo,tng RefePencei I4-1, 93907ebll-btX HT-S3f H4=3 H7-66 H7=38

ConstPUCtlon Specification Z/O Schedule Page Ltne NumbeP
ROCCI 1/0 Schedule kocatoPI
Potnt ued by EHC8 [Y/N] Y

Reionltblity ’FuPn(shng HONEYELL
nstallln HONEYELL INC

(PnOI HONEYhELL$e4elsl

ockood Greene #l 767
External #l 67 FID Ceb4not NueboP
StetUal DEVIATES FIO Term Board PI4PI

Dov4ce ChaPoetePlt 1l
ZntePfeo Equipment RoquPed
SoPvAel S1AR EXHAUST AR. FAN. (EF-L)

N627B-77-C-TYEb





[xceptOonsl

Potnt Daitgnattoni CGI AHU T-5 Sensor Typei Analog
Specification Rsferencel |59|1

ROCCWI ItO SChedule LOCatoPI
Pott umed by EHC$ [YIN]

ResooltbtlOtYl Furnishing HONEYHELL INC;
n|tallOng HONEYELL NCp

IP(ngl HONEYELL INC,

Recordl t719

xcetOon|
oecOsl|l

Except4enSl
$cecOslsl

Shop Drs4ng 8ubmttal
Lockood GI.eene # 767
External #1 667 FZD Cabtnet NumbeP
Statusl DEVXATE$ FID Term 8oerd

Oevtce
ntefece Equipment Requre
Se]el COLD DECK TEmPERaTURE

Sec4atOon RefePecel 15911

Conlteuton 8pecfftcetton ZO Shedule ae Ltne NumbepI
ROZCCes /0 SChedule LecetoPI

Relonltbtltty FuPnlhlng HONEYHFLL [NC’,

Shop Dro|ng Subm|tol ote
Lockeod greee II ?6?
External #I 667

Device Charactertsttca
terface Equ4Dment Reured
Serv(al HOT DECK TEHPERATURE

nste111ng| HONEYELLe |NC
|rOnOl HONEYELL ZNC,

FID Term Board

N620,7(+-77-C-7526
Page 1391-A3-10

FrntshOnoi HONEYELLe INC
Iata!llng[ HONEYELL INC,

Ortng HONEYWELL, INC,

Lockwood Geeee #1 767
External 1 667 FIg Cabinet Numbee

Devt
SePvel LEaViNG HEAT.RECOVERY COL TEHP :::::::::::::::::::::::::::

F SeIOP NumbePI TI Potnt OeltoatOeh GI AHU TI Sensor Type Amlloo nut Record 17b
8PecOftcetto Refeeencel 15911

Coxtructlon 8pecO4cett ;O 8hedule Pae tne Numbee

Point ued by EHC$ [Y/N] Y





Specificetto ReePeel 15911

Construction $eetca|o Z/O 8edu|e Page Lne Numbe! $5-

ROZCCes ]/O Schedule LocetoPI 8-|

Point u|ed by [HC$ [y/N]; Y

n|tall|ngl HONEYWELL.

RecoPdl !?R8

Exceptonll
SpectalSl

Lockwood Gl’eene 1
External #1 667 FIO Cebtnet NumbeP
tltusl DEVIATES

IntePfgce Eument RequiPedi
SePvtcel COLD DECK TEHPERITURE RESET

Nb2T-TT-C-752b

Furn|h|ng HONEYWELL,
Xnatallng HONEVNELL. NCp

|PRgl HONEYELL

Shop Oreulng Subtel .Deta
Lockood Greene #1 767
External #1 bb? FD Cabinet NumbeP

FXD ToPm Beard
Device
XntePfege Equipment

SenSor Number TR=C Point Dolgneton Gt AHU TR-CD Sensor Type8 Analog Output RecoPdi 171

Drawing Re/eeence M7-59, 7-2e 99-79bILLXZ E-6 E-5 X7-, H7-61
Construction 8eafceton X/O Schedule Pa=e Ltne Numbee
ROCC*s 10 8hedule LocptoPI
Potnt uled by EHCS [y/N] Y

RoIPonO b( tY

She(C) Ore|ng Submltel Deta
Lockwood Greene #l ?67
External #1 667 FXD Cabinet Number
SteEuIIIDEVTATE$ FXD Term Board Pe]el

Device heeeateest ts
ntePfe Eutpment RePed

Sentoe Number T / Po(nt Oes]gnetton Gt aHU nTa Sensor Tvpei Aniloa endue Rocoedl 17g

Spe fcetion Reeeencel
Drawing Refeeoncel M7-59 H7- 939-7bttlXZe
Construction 8otfceen XO Schedule Page L(ne Numberl
ROZCC*s /0 Schedule LoCetopI

Pt used by EHCS [Y/] Y

]natall(ng HONEYELe NC
telngl HONEYELLe





Svectalsl

TR-HD Pot Oesgne|o G AHU TR-HD Sensor Tvae Aeloa Output

Co.8eten See4tceton |/O $hedu|e ege L4ne Nubeel
ROZCC’s I/0 $kedule LoctopI 8ol

Re:Omelb111tY! Fvenishleg HONEYELLe ZNC
In|re|ling| HONEYHELL INC.

trtgl HONEYWELL#

LOCkwood Greene
trteenel #1 667 FD CobtRet NumbeP

tee/e Equqvsent Reaured
SePv(cel HOT OECK TEHPERATURE

N6?g-7?-C-752b





Spec4fet4o Refeeeel 15911

S(C)ec4elel E] E VI X9 Z4 Z Be B! G! X8 Wlrlgi N/A

Shop Oeg Subm4tol Oetei
Lgckood Geee #!
Exenel #! 667

So,soP Nuber DPSH-| PO| Oo|4geton G AHU SDPSH-| So,sop Tvpel Oigtel Znpu Record!SPecif’ee4o ReePeel 15911
De|ng Refers.CO|
Co.stru(C)tton 8pe(C)If(C)eton X/O 8hedu|e Pete ne Nu.ber
ROC#e /O Schedule ocetoP
Po4nt used by ENOS [Y/N] Y

[xcep4OnSl
Setelsi

Lockood Geee #1 ?67
[=ersl #l 667
StetUSl DEVZATES

(PtRI HONEYELL ]NC

FXD Eebi,et Nuebeei
Oevtce Cheoetetst4cs!

Seevcel SUPPLY AXR FAN DFF PR.8
SensoP Nubee DPSH- Po4 Oel4geton GE HU DPSH-2 Seep Tyaei Ootel Xut RecoPi 7

Oeew4ng RofePe.el
C.etructton 8ee4ftcette Z/O Schedule Pete Lne Numbep
ROZCC’e X/O Schedule LocetoPI

Resoellbtltty Fueeeh4,gi HONEYNELLe XNCEcetteRl X,etelt,g HONEYHELL XNC.

Sho Oee4g 3ubmltel

External 1 b67 FXD Cebtet Numbee
Devtce ChaPectee4lt4cli
RtePface Equipment RequPed
3evel RETURN AZR FAN DZFF PRESS SN........................... ........ .......*..

Nb2aT-77-C-7526





EceptOnSl
SPeC4elsl

$ecifce4on Reerence! 15911
Dro.tn Reference!
Construct4on Specf|cet4en Z/O Sched|e Pegs Line Number SoIB
ROCC*s /0 Schedule Loctor 8-2
Pon used by EHCS [1N]

Respons||ity Fuen]Ih|nai HONEYELL INC,
Inetet1!ng HONEELL

r|ngl HONEYELL

Exeot|onsl

Shop Oeatg Subm|tel

Lockwood Geeee
External
8to!us! DEVZATES

Dry|el ChsPeotsP4|t|cl|

Xnterface Eutpmet Reutred

Fuelmhno HONEYNELL INC
nstel|ng| HONEYHELL ZNC

|r|ngl HONEYELL XNC,

Clb4net Numbee
Term Breed Ps]rs

Servlcel 4ED EFF AFTER FZLT OIFF PR SW

Spe fst4on Refeeencel
Deewlng RofoeeCel

ROCC8 Z/O Sghedule Loop!eel
Polnt ule@ by EHC8 [Y/N] y

Lockwood Greene #1 767
[xternel #1 667 FO Ceb4net Numbee

Oevtee ChaeecteP4lt4es
ZntePface Euteent RequPed
SePVel HT RCVRY PUHP 8 DZFF PR SN

Nb2TB=T?-C-7526
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Furn|shng HONEYELL ;NC
|nste11|ng| HONEYELL ZNC,

tetngl HONEYELL NC,

Exceptlons$

Soec4elsl

Shop Dewtng 8ubm4tsl Oetei
Lockwood Greene #1
Eternel #1 667 FO Csbtnet Nuebep

ZntePfece Equipment Requ]Ped
SePv4el LO EFF PRE=ILT DFF PR IN

Sensor Number OPSH- / Point Oe14gnet4on GE kHU 5DPSH- Sensor Typel Ogtel

Dewng RefePeneel
ConstruCtion $Pec]4etlon O Schedule PeQe Lne Numbee
ROCJe /O SChedule LotoPt 8-2





Senso Numbep ENTH
SPec|fiCetto ReIPICOI |59|1

Deing RefeeehCel

ROICCes ItO Schedule Locetoel 8e2
Patna used by EHCS [Y/N| Y

,Reaomltbtlity|

Shop D,ewng Suettel Oatei
eckwood Gpee.e #! 67
/xteenel #1 667

:eeface [qui=ment Requieed

Inaetlfg NONEYELe
|Ptngl HONEYELLe

Teem Baaed PatPs

RecorHi 9

Shop Oeewtng Submttel
Lockwood
Esteems1 #1 667
StatuSl DEVIATES

IRIte|ltRg| HONEYWELL, INCp
Ne|gl NONEYELL INC,

Cabinet Numbee
Teem Baaed Petea

8eevlce! REYURN AIR DEIPOtNY
N62Tg-77=C-72b
Pegs l$9t-A3-tS

$ecie|ll

Reeponatbiltyi

Seevicel ENABLE LOCAt, ENTHALPY/ECON C.ON;

Specfcetto Re)ePencel 15911
OPewng Refeeeel.

ROCCo /0 hodule LoctePl 8=2
Patna used by EHC [Y/N] Y

F; RelonstbtlttYi FuPnilhng HONEYELL INC’p
Excepttoll Znlt1111ng HONEYWELL INC,

Sho= Omw1g Submttmt
LOWWoo Gem #I: EtePml l 667 FIO Cmblet NumbeP
8tltull DEVIATES RIO Teem. Iteefece Equipment RequPed
SePv1el FREEZESTAT

8ec feato Reeeel
OeO efeeecel-, Conmteuctton 8=eet/feetlon IO Schedule Pme Lne NumbePi 35-
RO;CC*s /0 SChedule Loctel 8-2
PeIRt uled by EHC8 [Y/N] Y





SeSOP NmbeP NAX=C

OPaw4n RefePeCel

ROZCC*s /O Schedule kocetorl NONE

Lockood Gpeene #1 7?

$tstuslDEYATE
Device Cheecte4et4cs

Vuen|sh|ng HONEELL INC
Ilte114ng HONEYNELL INCv

RecoPdl

Spec4elsl

EepttOnSl
spe4slsl

Lockood Geee # T67
FTD Cab4et NubeP

External 1 667 FZD

;terfce Equ pment
ZONE HAX:UH HEATING DEANDServ4Cel

SesoP NubePt PO$ 8 Potn Oes4geto

RO;CCel Z/O Schedule Locptorl NONE

Relons46111tyl FuPntshtng; [CS CONTRACTOR
Inote111g EHCS CONTRACTOR

e]eg ECS CONTRACTOR

Shop DPe|ng 8ubm|tal Date
Lcckood GPeee #1 FID Cab|net NumbeP
StetuSl

nterece Equ|pmet Reau(red
DAHPER OPEN

Nb2aTEoTT-C-?526
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Seer(col ZONEHAXHUH COOL;NG DEHANO .....................
Sosor Nuber HAX*HT / Petit OoSgRit4on G2 AHU SHAX-HT SesoP TyrOl Ailog nut Reordl

Dpewt ng RefePencel

Cstuct4on Spec4ftcat4o. ;0 Schedule POO e Nuber NONE

ROICCI Z/O Schedule LocatOrl NONE
Point used by [H [Y/] Y

Rel:os(bl(tYi FuPnsng HONEYELL NC’p
Znstellg HONEYWELL,

P(gl HONEYHELL Nc





EceDttOnll

$ocifeatton RefaeenCel 1591
Opa.ng RefePencel

ROCC’s I/O Schedule Loctoel NON[
Pgnt Ulad by EHC$ [Y/N]| Y

Reaponltbllityi
Znaloll|ngl EHC$ CONTRACTOR

wtelng ECS CONTRACTOR

Receed e8

Eceptonll

Lockwood Geeane el
Etepnal #1 FZO Cab(nat Numbee
StatUl FD Te Boed

Oevl ce Chieaatee IttCl
ntePfeCe Equipment ReuPed
SePvtCel HN OUTSZOE AR OAHPER CLOIEO ;

SenlOP NumbePI POS- Potnt Osgnlttonl 4G2 /HU 5P0$l) Senloe Tvpel Ogtal ]naut Reoed
Specification Refeeencel 15911
Dratng RefePenel
ConstPuCton aecttcetton XO SeheOule Page Ltne NumbeP NONE
ROZCCeI /0 Sghedule Loctoel NONE
Potnt used by ENCS [Y/N] Y

Relaontlb111ty!

Shop Oeaw|ng Subm(tel
Lockwood Peene
Extorna|

Statusl
Oevtce
nteefece Equipment Reueed

Fueniahing EHCS CONTRACTOR
ZnatallJng EHCS CONTRACTOR

Wtetngl EMC8 CONTRACTOR

Cabinet Numbee
term Baaed Patea

Seev4el H|N, OUT$;DE.A;R DAHPER OPEN....
N6ElTl-77-C-752b
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Fuen|h]ng ENCS CONTRACTOR
Inltalltng| EHCS CONTRACTOR

elngl EHCS CONTRACTOR
(xce(C)ttons

ShOp Oelw|ng Subm(tal Oatei
l.ockwood GPeene #I
(xtepnal #l F|O Cbinet Numbee

Device Cheeecep sttcs
ZntePface Equipment RequPed
Servel RETURN XR.OHPER C08EO

Sawcfcetlon Refeencel 15gtl
OPl]g Refeencel
ConstPuCtton 8pettcet(on 0 Schedule Page Lne NumbeP NONE
ROCCB Z/O SChedule LocptoPt NONE
Potnt ue by EHC8 [Y/]

Relonltbt tYl





SenloP Number!

$etelll

SPe(ftcetton Relier.eel 15911
Ore.leg Referencel
Construction SPettcetton |/0 $1hedule Peon Line Number NONEROCC’t /0 Schedule kocetorl NON[
Point ueed [NC$ [Y/]iReIponslbtltvi

Shop DrewtnO 8ubmttl
kockood Greene
xternel 1
SttueI"

FuPntshtng EC$ CONTRACTOR
Inlte111ng EHC$ CONTRACTOR

FZD Cebtnet Nuberi
FO Term Bored Pelee

Seevtcel EXHAUST A%R OAHPER CLOSED
enor Numbeei POS-5 Point

Spit1 fcato Reeeencel
Deawtng RefePenoel
ConltPuton $PecttcetO ZO Shedule PgI ne Numbee NONERO;C*e I/O Schedule LoettoPI NON(
Pofnt ueeO by [HCS (Y/N] Y

FuPnfsh|ng EHCB CONTRACTOR
]nlte!ling EHC$ CONTRACTOR

tetng! EHCB CONTRACTOR
Shop Dretng Bubmttll Dete

Lockood Greene !
External l
Statues

Devlee CherecterietI|
;nterfce Equipment Require
Berries! EXHAUST AR DANPER OPEN

FIO Term Bored PetrI

Sensor Nvmber! PO$-bspeciieetionPOlntRoferencelOSoignntton!lSOtt462 ANU SPOS-b Senior Typel Ogtal Znput Recordl e3
DreIng RofePenel
Constcuctton 8aotficetton Z/O Schedule Peon Line Numbor NONEROZCCe Z/O hedule ocetoe NON[
Pot nt ued by (HC8 (Y/N] y

RosPonst bt tY Furnishingi ENCB CONTRACTOR
Instilling EHCS CONTRACTO

Htrtngl HONEYN/LLe

Lockxood Greene #
irx.tepnll tl FZD Cabinet Number

Znterfoce Equipment Required
Sorvlce8 8HOK( DAMPER.CLOSED





Pott Oesgnation UG2 ANU SP08-7 Sensor Types Ogtal |nput
Seclicat4on Referencel 15911
Drs4ng.Referoce!
Cootruetlo Soot|filet|on |/0 Schedule Paqe k4ne NumbePi NONE
R0CC’s Z/O SChedule Lo(C)etorl NONE
Pont uleO by EHCS (Y/N]I Y

Reoons4bi1tyl Furn4lh|Rg NCS CONTRACTOR
Insta114nO EHC8 CONTRACTOR

H4ringl EHC8 CONTRACTOR

RecoP P87

8otelsl

Shoo Dro|ng Subettal
Lockood Greene #1 767
External #1 667 FID Cab4et NumboP

Device
ntePflCe Eupmet ReauPed
SePv(el START SUPPkY.R FN

SecjflcettoR RefeeeRcel IS911
Ore4g RofoPenCe
CosteUCtn 8Poe feat on
ROZCC’ Z/O 8heule Loceto 8=
Pont used by

ResPO81 bt

ShOp Dre|9 8ubm|tel Dete
Lockood Greene #l 767
Extepnat #1 667 FZD Cob|net NumbeP
StatuSl DEVZATES F| Term Board Patrs

Device
RtoPfeCe Equipment RouPed
8oPvoI START RETURN AZR FAN.

Nb2Tg-7?-C-752b
Page 1391-A3-19

Fuentshtno HONEYELL INC;
Install|no HONEYELL INC

rlngl HONEYNELL ZNC

Furnf|h4ng NONEYNEL, INC
Inste114ng! NONEYNELL NC

N|r|ngl NONEYELL. ZNC,
Except4onsl

Lockwood Greene #l
Etornel ill FIg Cebtnet Number

Oevtee Chereeerlt te8
Interface Eu4pment Reaured
Sevel VARiaBLE OA OAPER CLOSED.. , ............. :::::::::::::::::::::::::::::

Sensor Numbepi S- :" Pont Oelgnetonl aG AHU SS-t SenoP Typel Ogtel Outcut RecoPdl e57Specffcetton RefePencel ;5911
OPltna RefePencel
Construction Specification /0 Schedule Pool ne NumbeP 3S-1e
ROCCI /0 Schedule Locitop -E
Potnt uled by HC8 [Y/N] Y

Reoonslb4 ltyi





5esoe Number| S

+oe+e|ll

Ores(rig Reeeece!

ROICe I/O Schedule Locater!
Potnt ueod by EMCS [Y/N]; Y

Re|Poneb||tYi Fuetohg HONEELLe INC
to|tgl HONEYHL IN

irtng HONEELL IN=

ShOP Oeowleg Submtol ,Beto
I,ockwood GeeoRo #1
E=ternol Jl bb7 FID Cibtet Nuber
$teuel OEVIATE FIB Teem Booed PI

Device Cheeaeteot cs
Inteefece E=uipet ReuPed
ePvtcel TRT HEAT RCVRY PUMP t8

Pot Oesgetto =O2 HU ST-t Sensor Tyoel Aetoo In=ut RecoedNumbePSenior TmSpeeatqo.t Re,ear,eel
Orating Refeeeel

RepollbtlttYl Fuehtehtng HONEYHELL INC’
=tellJRgl HONEYNEEL

N(etg HONEYEL XN.

Shop Deotng Submltol Betel
I.eckuood Greene # ?b?

nteelace Equt=me,t Reeuedi
Seer(eel COLO OECK TEMPERATURE ....................

Specftcatto Refeeencel 15911
Oretng Refeeecel
Co.etruct4o Specification 0 Schedute ee Lne Number 5-lg

ROICCs IlO Schedule LeeetOel 8-Z

otnt urea by ECS [YIN] Y
ReeoeltbtlltYi Fuenteht.g HONEYELLe INC;

InetallJ.9 HONEYELe XNC
tengl HONEYNELL INC,

Shoo Oeeutng Submttel .Oeto
LO;kuood Geeene #I
E=ternal #1 667 FIB Cobtet Number
tltutl DEVIATE8 FXD Teem

Oevtce Character1 et tell
Interface qutment Reueedt
Sev1el HO BECK TEHPERATURE ..............

NeZaTO-TT=C=?SZ6
Page





Constructlon Specie|cotton /O Schedule Pe=e Line Number 5=1
ROICCs Z/O Schedule Lotorl 3-2
Pgtnt eed by EHC$ [t]| Y

$ectslsl N|rIgl HONEYELL INC,

Lockheed Greene #1 767
[xteenel #! 6T FXD Cebtnet Number
tatUel DEVIATES FID Teem Boerd PeIr|i

OevIe
Ierfeee EuIment

Servleel RETURN A!R.TEMPfRATURE

SensOr Numberi T Point Deegntfl G AHU T-5 Sensor Type! Analog Inut Record!

Drswtng Reference!
Conltrutt|on Specteston ZtO Schedule Peer ne Number
ROICCo IlO Schedule LOcotorl
Point uled by EMCS [Y/N|I

Roeponebltyl Furnishing HONEELL INC;
EceptIonSl Instelltng| HONEYHEL INC

L,eckvood Greene #l 75?
i [xterel #1 667 FID Cabot Number

te8l OEVZATES F;D Term

. Ieaee Equtpmen Reaured
A.A.

ShOp Dre,Ing Submitel Dete
Leckood Greene #l
Exterel l 667 FXD Cabinet Number
StatUSl DEVIATES FXD Term Bored Petrs

Device Chareetertstlcs
XnePe [qutpmen

ServIeel NIED AIR T[MPERATURE

Sensor Nmber! T- Point De||gnet!en aG AHU T- Sensor Typel Analog Input Record
SpecifiCatiOn Reerenee! 15911
Drewtng Referencel.
Constrctte. SpecI/tceten ZO Schedule Peoe Line umberi
ROXCC*e I/O Schedule Loctor.t
Po|n used by EHC [Y/N}| Y

Responeib41y F,rnehIng) HONEYNELL INC
[xceptIonsl Inete111ng! HONEYHELL XNC





ExcepttOnSl
SpecalSl

Polnt De|ignetlon! aGE AHU 5TR-CD Sensop TYpei Ane10g Output
Sectficetton ReePecel
OPening RefePecel.
Costpucton Spec|f|cet|on Z/O 8hedule Pse Lne NubePi

Po(nt Uled by EHC$ [Y/|| y
Re|ponstbtlttYl FUPnisht.g HONEYNELL INC

:nsta11!ng| HONEYNELL

RecoPdl 27

L(kood GPeene #1 7(>7
ExtePnel #1 667 FIO Cebiet NubeP

ntePfece Equipment ReuPed
SePvtcel COLD DECK TEHp RESET.................................... ;;;.,;.;..;

SpecifiCation RefePencel 1591l
DpeIng RefePeRCel
ContPuctlen 8pec1leet(n XO Schedule Pee Lne NumbeP
ROCC*s ;10 Schedle kotoPl
Pglnt used Oy EHCS [YIN]I Y

RelonltblYi FuP.shfg HONEYELL ZNC
Ecettonsl nltellng HONEYELL ZNCe

Shop OPetng Submttal .Oete
Lockood Gpeene #1 767
Externet #1 667 FXD Cebtnet Nuebep!
StetUSl OEVZATE8 FD Tem BoePd Pets

Devtce ChePectePtst tli
Intefece EqutpmeRt Reuied
Sevtcel HOT DECK TEHP RESET

N62?B-77-C-7526
Pee t39al-A3o22





Specification Roeeoe!
Drawing Reference! M?oSOw H7=E, 939=79bto3X E=6,
Construction $ectftcetiOn X/O Schedule Peqe Line Numbee

Reooonstbt||ty| FuPnishtng

External #1 667
StstUal DEVIATES

DPSH=t Petit Oestansttoni =H AHU 6DPSH-| Semsor TypeiSpecif]’etion Reeeenee! $91|
DPo|O Reference!
Cootructton 8eciftcstton t0 Schedule Pegs Line NumberROICCI IlO $hodute LocetOel
Point used by EC$ (1] Y

Resoon=tbtlityi Furnishing MONEYWELL INCExcetionsl
S*cisls|

Lockwood Greene #1 7B7
External #l 66T
StstuSl DEVIATES

Oevtce Chseecteelet|si
Interface Equipment Reauired

tnste11|ng| HONEYELLw INCe

Cabinet Numbor
Teem Beard Psteo

Service! SUPPLY AR FAN DIFFPR SN

_.., Sensor Numbeei OPSH-Spee|/icst|onPOtntReeeencelDeoqgmtfenSgltH AHU 6DPgH Sewoe Typel Ootml XDut Recordl 78
Drewlng Rofeefle8
Coltructon $=eetftcmtie I0 Schedule Page’ ROCC*s ltO Schedule Locatoei
POint used by EHC$ [YIN]

-., Resoonmtb411 tYl

Seetelsl

Fuenshig HONEYHELL ZNC
Instelttng HONEYELL INC

Nietngl HONEYELL INC,
Shop I)rOIno Subm]tet Date

LOCkwood Geee.e # 161
i:xtoenel #l 667 FIB Cebtot Nuber5tetUsl DEVIATES FZD Teem Booed PersDevice Cherecteeet Icli

XRtlfece Equipment Requedi
SePv)el RETURN AXR FN 0XFF PR SN

N62=e-77-C-?SZb
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Sensor Number| DPSH-]

xcetol!
Sge|alsl

S=eciftcetto Reerecel lSgl!
Drang Referecel
Co.etruCt|o Sectfcat|o. |/O Schedule Pete Line Number 5e1
ROICC*I ZtO ScheOute Locatori 803
Po(t uled by EHCS [Y/N] Y

Relgo.stb4|ty

N|,l,gl HONEY*ELL ZNC.

Ecegt4enSl
SDee4e|Sl

Shop Draw4,g Subm4tel Dete
ockwood Greene #1 76?
External #1 667

Dev4ce ChePactePflt|ce

terfce Equipment RequPed

nlta11|ng HONEYICELL XNC
|r|Rgl HONEY*ELL

FZO Ceb].et Number;
FXD Term Uoer Pa4ra

Servlcel NED EFF AFTER FXLT DFF PR SIC

Senor Numberl DPSH-5 Po4nt Desg.atenl 4H AHU 6DPSH-5 3e,sor Tvpel Dotel Xnput RecordsSpecfcet(o Referecel 5911
Orewfng ReferenCel

ROZCCs 10 Sahedutl LoctOl

Eept|Onll

S=ec]etll

FuPnilhng HONEYICELL.
natellng| HONEY*ELL XNC

I,eekood Greene # 767
External 1 667 FXD Cebtnet Number
StatUll DEVIATE8 FXD Term Board Pm4PS

Oevlce Charioteer It li
;ntlfece Equipment ReauPed
SePvcel HT RCVRY PUHP t OZFF PR H....................... ------A-’OA*.=..;A;A;...A.;;;

Nb27Oo7?-C-T52b
Page ]91-A3-2





Seneoe Numbee ENTH

$eclel|l

Po|nt Bee gnetton aH AHU 6ENTH Sensoe Typel Digital Output
$ecificetton Reference! %5911
Deew|ng Re@sconce!
Cgneut4on 5Poetficet4on |/O SChedule Pegs Line Numbee
ROCCeI 1/0 Schedule octoei 0-3

Re|ponob11|yl

Inete114ng! HONEYwELL INC
W|e4ngt HONEYWELL# INC,

Except|oriel

Snecllsi

Lood GPeene #1 707
Exteenel #l 667 FIB CIb|net NumbeP

Oev4ce
ntePface EQu pment
SePv4el................... ................ ;; ::::::::::::::::::::::

eSoP NumbePt HUMI Pnt Oel4gneton 4H AHU 6HUMol enlop Typei Analog Input RecoPlSpec fcatton RefePencel
Dpewtng RefePencel
ConltPUct4on Soe4f1ettOn I/O Schedule Page Lne Numbee 35018
ROXCCtl Z/O Schedute LoctoP
Point uled by EHC8 IV/N]

Res:onsb

Shoi Oeew1ng Submttel Dete
Locood Geeene #1
Exteenel #1 667 F|O Cob|net Numbee
Stetuel DEVIkTE8 FID Teem

Devtce
IntePfce Equ4ment ReueeG
SePvtcel RETURN AIR DPOZNT

NGEWTe-77-C-7526

Fuenteh4ng HONEYWELL INC
Inlte11|ng MONEYWELL INC

W|e|Bgl HONEYWELL IN,

Fuentebng MONEYWELL INC
Inmte!llng| HONEYWELL INC,

We|ngl HONEYWELL:ecte181

Shop Deewtng Subm|tel Dete
Lockwood Gpeene # 767
Eteenel #l 667 FIO Cobtnet Numbee
tetu81 DEVIATES FID Teem Booed

IntePfece Equtpmen RequPed
Seer]eel ENABLE LQCA ENTHALPY/ECON CONT

3anise Numberi FZ-I POint Oesgnetton H NHU 6FZ-I $ensoP Typel
SPe fcetton RefePencel
Detng Refeencel

PoRt use bY EMC8 [Y/N] y
RoiOlb41





=ec|aSl

$ectf|ettom Reeeee!
ConstruCtion $=ec|fceen I/0 Schedule Page Lne Number NONE
ROICC*$ IlO hedule OtOP NONE
Potnt sed y EHC8 [Y/N] y

Resooneblttyl
Inlta111ng! HONEYELL INCp

irtngi HONEYELL

Recoedl +7

$ectelel

Potnt ueed by ENC8 [Y/N] Y

She Delwing Submttel Oete
Lockwood Greene #l 76?
External ! 667
Statuel DEVIATES

Devlce CheeeCterSttCs
Inteee Eut=ment Requeed

N|etngl HONEYELL INC,

Ceb4net Number
Term Boeed Petes

3ePv1el ZONE HAX HEAT’;N( DEHAND............ -’;.;;;;
SenSor Numbee POe t Po|nt Oe_lignat|on H AHU bPOS| Sensor Typel O|gtel Inj)ut Reoedl P79

SpeftcatO Refeeencol 15911
OPaw 4.ng RefePencel
ConttPugton 8ecfetton Z/O Schedule Page Lne Numbee NONE
ROCCe Z/O Schedule Locter ONE
Point uled by [HCS [Y/N] Y

ReoonetbilttYi FuPnakng EHC8 CONTRACTOR

Shop Oaw]ng 8ubmttel Detei
Leckwood Greene #l
External #1

Device Chaeecteeiet(ee
RtlefaCe Equ|pment RequPed

]nete11|ng (HC$ CONTRACTOR
Wtr4ngl EMC8 CONTRACTOR

FID Cebtnet Number

Seevlcel RETURN AIR DAHPER CLOSED

Nb2Tt}o77-C-752b
Peel 139110A3-26

Except|oriel

$Pectelsl

3hp Deewtng Subm|tel Deta
Lockwood Geeene # ’;’67
ExtePnel il 667 FZO Cebet Numbe

Dev4ce Chaeieteptstt8
Interface Equipment Requeed
SePvtcel ZONE HAX COOLING OENAND................. "’-===-

Sensor Numbeel MAX-HT ." Point Delgnet4onl 4H AHU 6HAXoHT Sensor Tvel Analog Tnout Recoedi8gec4ftga4on Roeeencel 15911
Drewtng RefePeRlel
Construction Secftcetton ;/0 Schedule Page Lne NumbeP NONE
RO;CCi /0 Schedule Locetor NONE





Seso Nuber POSE

$oeclels!

Potnt Designetion H AHU 6P05 Sensoe Type! Dgtel ZnautSpeciflceto Reeeence! |$911
Oewlng RefePenCel
Construction $ectf|cstton |/0 Schedule Peso Line Numbee NONEROCCe /0 Schedule Loctor NONE
Potnt used by EMC$ [Y/]|

Resonstbtllty Fuenfshtngi EHC$ CONTRACTOR
Instilling EHC$ CONTRACTOR

WIetngl EMC CONTRACTOR

Recordl 28

Seetels!

Shop Deowtng Submits1Dete
LoCkWOOd Greene #
xternsl el
StstUsl

Dovtce Cherscterist|es

Insts!1ng! ENC$ CONTRACTOR
wtrtng ENCS CONTRACTOR

Cabinet Number
Term Board

nterfeee EQuipment Reaulped
Seevcel HN OUTSOE ,ZR DAHPER OPEN

Sensor Numbee PO$ Point Delignet|onl H AHU 6POS Sensor tvpei Digital Znput Recoel PeR23ecifCetton Reeeencel 15911
Deetng Refeeencel
Construction Sceettcatton /0 Schedule Page Lne Numbee NONEROCCes Z/O SOkeeule Locetoe NONE
Point uled by EHCS [Y/N] f

Relponsbltyi Fuentlhng EC8 CONTRACTOR

Sho Delwlmg 8ubmlts! Oete
Leokwood Greene #
External #1

Devise Cheeectorsticsi
ntoelcl Equipment Requieed

Insts|l!ng EHC$ CONTR&CTOR
Ntefngl ENC8 CONTRACTOR

F|O Cabinet Numbee
F|D Term Boird PStel

SoelelSl

Shop Dretng Submits1 Dats
Lockwood Greene #
External 1 FD CobInet NumbeeStetuel

Devtce ChmPeeteriltcli FZD ePM BolPd
ZntePface Equipment Reuedi
SePvel HN OUTSIDE AR OAHPER CLOSED

3e cotton Reeeencei 15911
DPa.fng RefePencel
Construction Spocttceton XPO Schedule Pegs Lne Nu.ber NONEROCC Z/O 3hedule LooItoP NONE
Point led by EHC [V/Ni

Relonlblty FuPnlhng ENC8 CONTRACTOR





$oeclal$1

SPeo!icet4o. Reeeei 15911
Oew4ng Reference!CenmtectIon $=ec|Y(st|o. I/O Schedule Page Line Nubepi NONEROCCs I/0 $hedu|e kocatori NONE

used by ENC$ [Y/N]
Resonl(b(ltyi FUeshlng EHC$ CONTRACTOR

Inste11]mgk EHC$ CONTRACTOR
H(p|Rg EHC8 CONTRACTOR

Recoed! 3

She DPew(.g Subm4te! Oste
Lockwood GPee.e #!
tensl II
StstUml

Device ChsPectee(stO|l
Xnteefece EqutmeRt ReuiPed

InltelT|ngl EMC$ CONTRACTOR
W|e|.gi EMCS CONTRACTOR

FXD Tees Beard PaiPsi

Seev]cel SHOKE DAHPER CLOSED

Seesoe Numbeei POS 7 Po|nt Des

Oeew4ng Refeeeece.
Co.teuetle. Speclf]cete. X/O Schedule ee Lne NuebeP NONERO]CCe X/O 8hedule LeceP=i NONE

Fuensh]ng EMC$ CONTRACTOR

P]Rgl EHC$ CONTRACTOR

$ecIelSl

Shel Oeetng Submits1 .Dste
Lockwood GPeene
FxOpe! #1 FXD Cebtnet Number

Device

SePvtcel EXHAUST AZR DANpR OPEN

Spectftcetto. Refeeecel 15911DPetng Refepee

ROCCes Z/O SChedule Locatoe NONE
POint used by EHC$ [Y/N] Y





Exceptions!
S(C)ecelS!

Drswtng Referencel
Construction Spec4f|eet4on ;/0 Schedule Pegs Line Numberi NONE
ROICCes ItS Schedule Locetori NONE
Po4t u|ed by EHC$ [Y/N] y

Responsibility!

Shop OreIng Submttl Deter
Lockood Greee #
(xternel #8
Stetusl"

Dev|e Cheeecterist|CSi

InterleCe Equ|pment

Instell]ng EROS CONTRACTOR
N|r|ng! EHC$ CONTRACTOR

F|D Cob|net Numberi
FZD Term Bosd Pe|rs

Record! EI3

Spectelsl

Exceptonsl
SetalSl

Relponsb||ttyl

Lockood Greene #!
Externel l 667
8titus! DEVtATES

Device Cherec|eeiitlesi
nter/ece Equtoment Reuired
Servtce! START SUPPLY AiR FAN

Furnishing HONEY*ELL,
Inste|||ng HONEYNELL

IP|ngl NONEVNELLe

FID Cebinet Numbee;
FIO Tee 8oePd Petre

Lockwood Gneene # ?67
Eepnol #l bit
Ststu81 DEVIATES

Device CheeectersttCsl
Znteefee Equipment Requ4red

Inste111ng HONEYELL INC,
W|rtngl HONEYHELLt IN,

FIO Cebtnet Nuberi
FID Term Boerd Pe|rsi

Seevtcel 9TART RETURN AIR FAN

N62I?O-TT-Ce7SE6
Pge 139l-kS-Z9

Serv;Icel VARIABLE OA OANPER OPEN

3ef4cet4on Refeeencel 1591
Oeextno Referencel
Construction 8eelfteotton I0 8chedute Pio ne NumbeP 35-1
ROCCI Z/O 8hedute LocatoPI 8-3





E=ePt4one!

ROCCe / Schedule ocoop 8-3Potn uled by EC8 [Y/N] y
Resosbtlty

NPtng HONEYELL INC,

RecoPy! 16

In|ta!ng| HONEYELL INC|ngl HONEYNELL INCo

FZD Cabtnet NUmbep
FZD Teem Boae Petei

$ee4elel

Service! COt,O OECK TEHPERATURE

ot uled bY EHCS [Y/]
RelpoRO|b4|4tYl

Sho OP|ng Submtta| DataiLock,oDd Greene # 161

Statuel DEVIATES
Device CheeeeteP|t|ll
ntePfoce EqU|Dmont Reu(Ped

ruent=higi HONEYWELL, INC
Inste|llng HONEYELL INNPng| HONEYNELL INC,

FZO Cabinet Numbee
FIO Teem Bored Petee

Seevlcel HOT DECK TEHPERATURE

Nb27e77.CmTSEb ....
Page 139/10A33

Lockwood Greene
External #1 667
StatU$l DEVIATES

Device
Interface Equipment ReguPed

Shol= Oeafng $ubmttel
koekood Greene 1 76?Exteenat /l 667
Stetusl-OEYIkTE FIB Cabinet Numbee

Devee Cheeecteeltl FID Teem Board

Seev4el START HEAT RCVRy PUHP
ensoe NumbePi T= Potnt Oesgntte H ANU bT-i 5anoDe Tyel Analog Innut

Deewn9 Refeeee’
CeltPUCt] 8ec]feto I/0 8hedule ege Le NuebeP
Potnt uled by EHC8 [Y/N] Y

Res=onllblfty Fuenlshfng NONEYNELL, INC’





S ersOt" NubePi

ROZCCs Z/O Schedule LocetoPI
Po|t used by EHC$ [Y/N]i y

$oecialsl
w|PIgl HONEYNELL, ZNC.

Devtce Cheacteieicmi
nteefece Equ|ment Reuired
Sevlcel HZXED AIR T(HPRATUR(

SensoP Numbe T-spec|fieetton,’PotntRe)PencelDe|tget|onlSql!H AHU 6T-4 Sensoe Type! Anelo

Construction SpectIceton Z/O Schedule Peoe Line Nu.bep
RO)CCs /0 Schedule kocetoPi 8-3
otn ume by EC$ (Y/N]) Y

Re|onsb|lt|y Fuent|hng HON[YNELL ZNC
Snecels|

Itetllng HONEYELL INC,
tetngl HONEYELL INC,

Shop OPevtng Subm|ta10atai
Lock,oDd Gpeene #! 767
Extornel #1 667
Statue! DEVIATES

Device Cheecetsttc!
IntePfece EuIment Requ|ed
SeevtCel RETURN AIR TEHPERATURE

Shop Deatg Subgitel Date
Lockood Geeene #l 767
Exteea| #1 667 FID Cebtot Numbep

teefece Equipment RequPed
Seevlcel LE#VING HEAT RCVRY COZL TEHP........................

Pge 1391oA3.31





Point Oeeigneton H AHU bTR-CD Sensor Tvpel A1o Output

ROICCo I/O Schedule LoetoP 8-$
Po|t eed by EHC$

Relposbtl|tyl Fuenllhg HONEYNELL

Recrdl

Lockwood Greee #I

SePv!cel COLD DECK TEMPERATURE RESET

Sensor NubePI TR-HO / Peter Degttoni H AHU 6TR-HD Seeo Tyei Aelog Output RecordiSecielt4o RefeeenCel 15911
Drewln Reeeeeel
Co.itCtten 8eet#teetten /0 Schedule Peer .e Nmbe
ROCCI /0 8heele kecetoi
Pot used by HC8 [Y/N] Y

Reeoe4611tY Fenteht.O HONEY*/LL ZNC;
Znetell!g HONEYWELL, XNCp

W4r4hOI HONEYELL XNC,

Shop Dretg Submttel Dote
Lockwood Greene # 767
Eteeol Jl 6(? FD Clbtet Numbee3tatUel DEVZATES FZD Term Boaed Po4eO

]nterfeCe /qu]neent Requred
SePvtcel HOT ECK TEHpERATURE RESET

N678-77-C=?$26
Pege 1391-A3-3





C

Syeem

Specification Reereneel 15911

ReePon|tt1|tYl Fuen|sh|ngl N/A
[xCeptton|l B B5 C F| F AS A9 D O 05 04 D5 D6 DT FS F7 Gl G G6 H6 GT G B6 BT 08 9]nsta111ng N/Aeclais!

ShOp Orovtng Submttal Datei
L(C)kood Greene ?6?
[xeenal #! 667
Stetuel DEV|ATE$

Sensor Numbari DPSH=| .Potnt Deligatton
SDei/iaton Reereneel 15911
Deaw4ng ReferenCel
ConstrUCtlon $ectfeatten /0 Schedule Pete Line Numbe 35-1!
ROCCI
Pofnt us,O by [H8 [Y/N) Y

RaJonsb|lty
Eetonal

Vurnt|htmg HONEYWELL, ZNC;
ir|ngl HONEYELL |NC

Exeaptton|l

Setalsl

Lokoo4 Greene # 767
[ternal #1 667
8refuel DEVIATES

|nteefaPe (qudpaot RoquiPed

rurniehtng NON[Y/LL, INC;
Insta111nO HONEYWELL, INC,

tr|n91HONEYNELLt INC

FIB Cabinet Number
F|D Term Board Patr|

erv.el RETURN A|R.FA.N.DZFF PR.SI

Page

Shop Dra|ng $ubmttel Detai
Lockvoo( Greene #1 767
External #1 667 FIG Cabinet Number
Seetu.! DEYZ&TE FIB Term Bord Po18

Oevtce Chirecorot4cet
Znterfeee Equtpmen RouPoU
Sevlcel SUPPLY AZR FAN D;FF PR S

Sen,o ,ube OP3H- Polnt Oeilgnetlen 3I AHU 7DSH2 Senee Typei O=til Xnu1 RecodiSec fcellen Reeenet
Dre,lng Reeencel
Coni1ucllen SPeclf1eten Z/O Schedule Pete Lne Numbe
ROICC’s ItO Sehedule Locgtori





Point Oeaige|on G! AHU 70PSH-3 Sensor Type! OOt,| put

Dra|ng Reference!
Construction epec4ftcetton O Schedule Pete Line Nuber 35e1!
ROCC*I I/0 Schedule Looetorl 8=9
POint ueed by EHCS [Y/N]i Y

Relpona|btlttyi Furntehing HONEELL ZNC
Inata)ltg| HONEYELL INC,

Ir|ngl NONEYNELL INC,

RecoPdl I7

Exceptions!
SPectelel

Exceptions1

Shop OPiw|ng Submltel Dete
Lokwood Greene
Extepnl 1 667
etetll DEVIATES

Device ChePeetePteteo
I.terfeOe Equipment Requred

Installing| HONEYELL INC
NPtng! HONEVNELL INC,

FIB Cabinet NUmbeP
FIB tee Board Pe|ra

SorviCel HEO EFF AFTER .FILT
ensoP NubeP ENTH Point Oeo(gnaton 3Gt AHU 7ENTH Senior Typel Ogtel Output ReoPdl

Speo(feton RefePenoel
OPa(ng RefePencel
Construction Setfcetten X/O Schedule ll Line NumbeP NONE
ROXCC’I I/O Schedule LOtoP NONE

used by EHCS [Y/N]| V
Reeoonl4b4|4tyl

ShOp Oretng eubmttal Oete
Lockood Greene #1 767
Etepnal #1 667
etotUsl DEVIATES

Device Char*crete|ileal

ntePfece Eutpment Reuired

Furntahng HONEYELL
InsteltJnoi HONEYELL,

H|r|ngl HONEYNELL, INC,

FIB Cabtnet NumbeP
FID Term Board Po|Pe

Serv|cel ENABLE LOCAL.ENTHALPY/ECON CONT

NOQT;]-77-C-7526
Pe(e | 9tJ I-A3-3I

LOOkOod Greene #1 767
External #1 667 FIB Cabinet Number
StetuSl DEVIATES FIO TePm Board PaIPe

Device Chlraoteriettcs
Interface Equipment ReuPed
Servioel LO EFF PREoZLT.DIFF PR $,

Senior Numberl OPeH- Point Oeegnat|oR 3G1AHU 7DPBH- Sensor TYDOl Ogitel Input RecoPdt 2118
Specf@at4on Reeeenoel
Orewtng Referencel
ConstruEr|on Specification IO Schedule Poor Line Number
R0;eS I/O Schedule LotOPI
Point used by EHCB [Y/N] Y

Reaonsibt|tty! Furnishing HONEY,ELL INC;





Sensor Nmbev! FZ-I Polmt Desigatloni GI AHU ?FZ-I Sensor Type! Digital Input Record!Specif|cetion Reevece| 15911

RelpOnalb1|ty Fuenlehmgi HONEYELL#

kkwood greene
External #l 667 FID Cabtne Numbee
Stetusl DEVIATES FZD Teem Baaed

Device Cheeecteetsttcl

Sevtcel FR[Z[$TAT.............................. ;;o,=.. ::::::::::::::::::::::::SelOe NumbePI HUH-I Potmt Oeligmettonl GE AHU THUH| SensorType! Analog ;nau Record! I8Specification ReeeenCel

ROZCCs 110 Schedule Loceoel 8-g
Potn uled by EHC$ [Y/N] Y

Reaoonltbtllt Fue.t*htmg HONEYNELL ZNC
Sneclalll Nie]ngl HONEYELL INC.

Shop DPawiRg Submltel Oatai
Loekood Greene #!
External il 667 FZD Cabinet Nubep
StetU=l DEVXTES FZD Teem Board

Device Charecteeitlc
InterfaCe Equ1=mont Re=ueod
Seev1el RETURN AIR DEPOtNT

Senior Numbeel HAX=CL Po|mt Oelignattoni 3G| AHU 7HAX=CL Sensor Typel Analog Input RecoedlSeifcet|on Refeeenel 15911
OPeNing RefeeenCel
Cm|truction SPeC1icetlon I/O Schedule Page Line Number NONE
ROZCC*| /0 SChedule LotoP NONE
Potnt Uled by EHCS [Y/N]| Y

Specl|al

Shop Deautmg Submltel Oate
Lockuood
Externel 1 66T
Stetusl DEVIATES

Device

I.mtelltg| HONEYEL INCtegl HONEYELL NC=

FZO Cabf.et Numbeei
FZD Teem Board

Seevicel ZONE.HAXIHUH COOLING DEHAND

Nb27=77-C-7520
Page 9/ 1-A3-35





SeMsoe Numbee MAX-HT

Exceptions!

Specification Reeee.ce# 15911

ConatPutlon Spef1=ot|on I/0 Schedule Page Line Numbee NONE
ROTCCee IlO SChedu|o Loctoe NONE
Point eed by EHCS (Y/N]| Y

ResPo.sb|ltY! Fuenshg NONEYELL XNC
Zneta11nO HONEYkELL# XNC,

teCngl HONEYWELL XNC,

RecoPi 21P9

SePv(cel RETURN AIR D.HPER CLOSED-- --; ;A
Sensoe Numbee! POS 2 Pot Oelg.etonl G HU TPOS

ROXCC*I /0 Schedule LotoPI NONE
Point uled by EMC3 [YIN] Y

RelPonsb14tyi Funlh]n9 EMCS CONTRACTOR
ExceptiOnal nstlllng EHCS CONTRACTOR
Sectalel w(pingl EMC8 CONTRACTOR

Shop DPetng Subttal
gekood Gpeene #1
Exepnel 1 FID Cebtnet NumbeP
Stetull FXD Tem Booed PetPs

Oev ChePecteplt cs
ntePfece Equlpment RequPeO
SePvlcel HXN OUTSIDE IR OAMPER CLOSE..A

Nb78’TT.CeTSEb

Shop Dee..g Submttel Oate
Lock.oDd Geee.a #1
External #1
Statull

Devtce Chaeaetoelttel!
IntePfece Equ|pmeRt Require

Fuen(ah(g EMCS CONTRACTOR
Insteltlng ECS CONTRACTOR

Wptngl EMCS CONTRACTOR

FXD Cabinet Nubee
FXO Teem Board Pe|el

Except|OPal

See(C)Eels!

Shop OPeutng Submttol ete
Lock.oDd Gpeene #l 707
[xteene| #1 667 FXD Cab|net Numbee;

IntePfeee Equtcment Reu]Ped
SePvtcel ZONE HXHUH HEATING DENAND

SensoP NubeP POS Polnt Osgnetlonl 3Gt aHU ?P08 Sensoe Typel Otal Xnput Recordl 211e
Spectftcetlon Refeeencel 15911
Opang Refeeencel
CnltPtton 3pecfltten ;/0 8hedule PII kne NumbeP NONE
ROIC /0 SChedule kteP NONE
P@nt uled by EHC [Y/H] Y

Reoonlt bt tyi





Exceptional

Point Oesgeton 3G1AHU 7POS 3 Sensor Type! Dgitel
Seifatlon Reree! |5911

Reference!
Cenetructton $=eettcetio. X/O Scheaule Page Line Nuber NONE

X/O Schedule Locetor NONE
ueed by EMCS [Y/|i

Resona|b11tyi Furnish|nO ENCS CONTRACTOR
Installlng! EHCS CONTRACTOR

Irlng EHC$ CONTRACTOR

Interface Equ|ement

Serve! EXHAUST AIR OAPER CLOSED

Sensor Number! POS Point Oe8g.etfon
Sectflceto Reeeecet 15911
OeIng Refeeel
Construction Sectceton X/O Schedule Page Lne NUmbeP NONE
ROCCel 10 Schedule LoCntoPi NONE
Point used by EHCS [Y/N] Y

ResOnStbtlttYl Fuentlhng EHC8 CONTRACTOR
Eette.el nete111.gl ENC CONTRACTOR
8eclell tPtflgl EHC8 CONTRACTOR

hop DPat.g 8ubttal Dete
keeoed Greene
External el FXD Cabinet NubeP
8tatuSl FXD Tem Board PeP

Oevtce ChePeetepsttli
Interface Equipment
SePvcel EXHAUST AIR DAHPER OPEN

Page

Shop Ore*lag Sub|tal

Lockood Greene
Etepnel #1
StetuSl

Devtce CheracteP|t|cei

Installing EMCS CONTRACTOR
wtr|ngl EHC$ CONTRACTOR

FID Cabinet Nuberi
FXD Term Board Palre

$ecfelsl

Short OraIng Subttel Data
Lockood Greene #
External #1 FID Cab|net Number
StetUSl FXD Term Board PelrlDevtce Chireeterst 4csi

Rterfe Equlpment Reuredi
Servel HN OUTSO ZR DANPER OPEN............................. =;;;==;,;.;.=.;,; ......... ;;;;

Sensor NumbePi POS / Potnt OesignatOR 3G1 AHU 7P08 4 Sensor Typel Otel Xnaut Recordl 113SaecftcattOR Re)erencel ISqtl
Dretng Refereel
CgnstPuctlon SCecetton Z/O Schedule Peqe Line Number NONE
ROZCCs ;/0 Schedule LocatoP NONE
Polar uled by EHC [Y/] Y

RespoRlbt]ty FuPntehtng EHC8 CONTRACTOR





Seuor NUmberi PO$ 6

SecteiSl

Poem| O*getton! 3G| AHU ?POS 6 Sensor Typel Dgtsl
Ore.lng Reference!
Co.etructton $eceton ;t0 Schedule Pss ne Number; NONERQCC’s IlO Schedule o=etor NONE
Po(nt uled by HC$ [YtN] y

Reepomstbtl|tyl Furnlehleg EHC$ CONTRACTOR
Inmte!11g EC$ CONTRACTOR

w|r|ngl ENC$ CONTRACTOR

Record: I5

Shop Deew]eg Submltel
Lockood GPee.e
Extorts1
etUel

Oev|ce ChaPecterot|e$
XntePface Equipment Requredi
Ssr|el VARXABLE OA DHPER CLOSED

FXO Cebt.et Number
FIO Term Beerd Petre

Lockood Greene #1
ExtOrts1 l/I FX CebtRet Ngmber
8tetuSl FID Term Board PeiPlDevtce ChoPectePsttOl

ZntePfaoe Equmet RequPed
ePvtCel VARIABLE O DHPER OPEN

Nb2TO-77-C-7526
Pigs 139al-A]-38

Furntehig EHC$ CONTRACTOR

NIP|rig! EMC$ CONTRACTOR

ExceptlOnSl
Furnt|h.g EMC$ CONTRACTOR

W4rtngl ENC$ CONTRACTOR

hop DreIng Submtlel Oete
Leekood Gl’eene e
Extepnel #1 FID Cobtet NumbeP

Oovce
XtePfe Eu]pmet ReQuPed
8ePv1el SMOKE DAMPER CLOSEO

Sesoe Number POS 7 " Potnt Oem gnettonl Gi AHU 7POe 7 Sensor Tvpel3pe ftcet on RefePencel
Ora1g RefePeRgel
Com’tructon Secttcoton ZtO Schedule Poe Lne Numbep NONEROICC ItO Schedule Locetor NONE
Point umed by [MC8 [YIN]I y





ExceDtlol$
$oetal|l

Pot. Oe|igmetfon 3G| AHU 75N.I Sensor Type! Ogital Output
Orawtng Referencel
Co.stPuctton $eltcatieh II0 $cheOu|e Page Line NumbePi 35-1t
Potn uaed by ENCS [Y/N]i Y

Rea=onstbflftYl FuPniahig HONEYNELL. [NC
Iata|l|g HONEYgELLe [NCp

gP|Rgl HONEVgELLe INC.

Recorl 7119

ExcettOll
Soeclals!

ExceptiOnal
Sectelsl

Shop Oretng 8ubmtel Oeta
Lock,oDd Greene # 767
External 1 667
StatUal DEVIATES

Oevlee Cheeeteeiettee
%nterface Equtl=meRt Requtred
Serv|eel ST..tRT RETURN AIR FAN

Seo4ftCetfo, Refeeecel 15911 122
Oratg Reference
Construction Speetftcetto ]/0 achedle Peqe Ltne Number; 5-1ROZCC*s /0 Shedule Locetr 8-9
Potnt ule by EHCI [Y/N] y

ShOP OPatng Submftel Detai
Lock,oDd Seeee #i 767
Eternal #1 667 FID Cebtet NumbeP

Devfce Cheeecteptlttli
nteefece Equipment ReuPed
SePvcel COLD DECK TEMPERATURE

Nb247Be77-C-7526

Fur]aktRg HONEELL INC;
Ifila11g NONEYgELLe

grfgl NONEYNELLe

FurnlahlRg HONEYELL INC
Inetalt|gl HONEYNELL INCW|P|nQ HONEYWELLe INC,

FI Cabtet Number
FID Term Board

Shop Drewt,g Subm|tal Oatai
Lockwood GPeeae #1 767
Extreme1 /I 667 FZO Cabinet Numbee

Device ChePactee4stcs
IRtePflce Equipment Rtqueed
SePvfcel START SUPPLY AR FAN

Spe. f1etfon RefePencel t59tt
OPawtg RefePeCel

Pgtht uted by EMCS [YtN] y





Potnt Oamignattoni 3Gt AHU 7T-2 aensop Typel Analog nutapecificat4on Refeeence! 15911
Drawtng Refeeeel
Co.|tPcton $:ec|ftcaton |/0 8hedu]e Page Lne Numbeei 35-1tROICCs IlO Schedule Locatoe 8-g
Point uleO by EHCS [YIN]i y

ReaPonl]b||Ity Fuen]mk(ng HONEYWELL,
Zn=ta|l!ng| HONEY*ELL,

|e(gl NONEYELL

Record!

Responsibility!

Shop DPawtng Submtal Oeta
Lockwood GPeane # 767
E=tePnal #!
at|tUSl DEVIATES

ntePace Equ|pmet

nmtal1ng HONEYHELL, IXCp
N|eng HONEYNELL NC=

RID Cabtnet Number
RID Teem Baaed Pat=

1.9kwood Greene # 767
Exteenal #1 667 FXf) Cab|Met NumbePStltUII DEVIATES FD TeemOevtee Chaeeeteeimtle=

ServtCel HIXED AZR TEHPERATURE

Nb2Tg-77.C=?52b

Exceptional
$=ecall

She@ DPawtng Submttal Data
Lockwood Gpeene #
Extorter 1 667 F%D Cabinet NumbeP

Oevtce
;ntePfece Equipment RequPedi
SePvcel HO DECK TEHPERATURE

Spe fCmton Reeeencel
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trtngl HONEYWELL, INC,
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ookood GPeee #1
Exteeel 1 67 FD Cabtnet Numbee

teeface Equipment Reuee4
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Eteenel #1
Stetuel FXD Cabinet NumbeP

Devtce Cheeacteriltl| FXD Teem 80ePd
Znteefece Eguiment ReueeOi
Sertcel EXHAUST AR DAHPER CLOSED

SensoP Numbeel POS 5 Patna Deaignet|on 3H! AHU 9P05 5 Sesoe Type| DgttelSpecification Referencel 15911 Recoel 2172OPe(ng RefePenCel
Co.lteuCtton SPee|!cetion X/O Schedule Page Line Numbee NONEROCCI /0 Schedule Locatop NONEPott uae by EMCS [Y/]i Y

Re|ponsfbflity!

Selalal
Fuef|htg EHCS CONTRACTOR
Xnste|ltgl EHCS CONTRACTOR

Wtrfng EHC$ CONTRACTOR
Shop Deawtng Submttal Oete

Lockwood Oeeeee #!
Externel #1
Statull FXO Ceb]et Numbeei

Devtce Cherecteeiat||i
Rtepface Equtpment
SePvtcel EXHiIST ZR DPER OPEN

Page





Sensor Numbeei POS 6
Specff4cet4on Reerencel 1911
Oeew4ng Reference|.
ConstrUction $etf|cetton /0 Schedule Peqe Line NumbeP NONE
OICCel /0 Schedule Locetori NONE
Point used by EHC [Y/N}i

Relonltbilityl Fueni|hing [NC$ CONTRACTOR
Inetelltng ENC$ CONTRACTOR

tvinOl EC$ CONTRACTOR

Receei

$ec4elsl

Shop Drewing Submitel Dete
Lockwood Greene #
Eteenal el

Dev]ce Cheeecteeiett|
Xnterfece Equipment Requ4eed

Inete!l|ng ENC$ CONTRACTOR
Nteing! EHC$ CONTRACTOR

FIO Cebinet Numbee

SePvtcel VARZABLE OA ,DAHPER CLOSED

Sensor Numbeel POS 8 Point Destgnattonl 3HI AHU 9POS 8 Sensor Tvpei Oiotel Znput RecoPl 219ti

Dea]ng Referee#el
Conlteuctton $e|et]on /0 $hedulo Peele Line Numbee NONE
ROCCel 10 Schedule Lec!toe NONE
Point ued by EHCS [YIN] Y

RelOnlibt tv

Shop OPe|ng Submitel Dete
Lockwood Greene #1
J’-’xternel 1 FID Cab|net Numbeei

Devtce Cheaatersttei
ZntePfaee Equtcment Reauieedl
3ePv1el VARIABLE O OAHPER OPEN

N62Tg-77-C=7526

Fuentlhing EHC$ CflNTRCTOR
Inete111ng ENC$ CONTRACTOR

w|eing EMC$ CONTRACTOR

Exception|!
$ectels|

Shop Drawing Subitel Dete
Lockwood I;Peene #1
Eteenal #1 FD Cab|net Numbee
$titul| FD TePm BOard PaiPI

Devtce harmcterstcsl
ntePfece Equipment Reuteed
Seevcel 8HOKE DAHPER CLOSED.................................... :::::::::::::::::::::::::::::PO ? / Polnt Delignetlon SHI AHU 9P08 7 Sensor Typel Dgtet Znput Recordl 213Spe] float]on Re)eeencel

OPewng Referee#el
Construction Spectlceton ;I0 Schedule Pece Lne Numbeei NONE
ROCCes ]/0 Schedule Locetoe NONE
Potnt used by EHCI [Y/] Y

Relponllblty Fuenlhlno EHCS CNTRkCTOR





Sen|oe NumDep!

$oectal|l

.Potnt Oeaigmattoni H! AHU 9SW’| Senses TvDei Digital Output

Construction $ectftcatton |/0 Schedule Pegs Line Numbee
ROICC*S I/0 SChedule LocstoPi
Point used by EHC$ [Y/N] Y

Respons|btl|tyl Fueniahtng HONEVNELL, INC;

Wtr|ng HONEYWELLe INC,

Reopd! 177

Eceplensl
Snetala!

Lockwood Greene #! 767
Exteenel #1 667 FID Cebinat NumbeP
Stetus! DEVIATES

Oevtc
eteeface Eautment
SePvice START RETURN AR FAN

Spec flcetton Re/erenCel
Opaw1g Refeeeecel
Consteuctton SaectIceto Z/O Schedule Pee Lne Nubee 35-1t
ROZCCI /0 Schedule Lectop
Point used by ENCS [Y/N] y

Reontbt

Shop DPatng 8ubBttll Dote!
Lock*oDd greene # 767
External #1 667 FZD Cabinet Numbee

3evtcel COLD DK T[HPRATUR

N6E7-77-C-7526
Page 1391-A=57

InstallJng HONEYWELL INC
N]e|ngl HONEYWELL, ZNCo

Fuentehng HONEYNELL
Instatllng HONEYWELL INC

WIPing! HONEYWELL INC,

Except|one!

8noctals!

Shop Oeowtng Submttel Dete
Lockwood (;scene ll ?67
E.tornel. #i 667 PiP Cibtne Numbor
StetUll DEVIATES F]D Teem Bomed PIPIDevice hoeectoelt 1eli

Interline Equipment Roqueedl
Strvtcel START SUPPLY A;R FAN

enSoe No,heel S- .." Petnt Designetten HI AHU SN-2 Sensor Typel Ogtel OutPut Recoeei 2178ecf(Catton RefePenCel 15911
Oeawqng ReeeenCel

ROCCs Z/O Schedule LocatoPi
Potnt uled by ENC [Y/N] y

RelPon81 b





SDecle|Sl

Potnt Oes]gnettoni 3HI AHU 9T=2 Sensor Typel Amalog InCur
Reference!

ConstruCtion Specie|cat,on XO Schedule Peer Line Numbepi 35=1|
/0 Schedule Locatorl 8=4

Point used by EMCS [Y/N] Y

Lockwood Greene #1 767
Esteems] #l 667
StatuslDEVATE$

Device Cherec|erllttcai
Znterace Equipment Reuired
Service! HOT DECK TEHP[RATURE

Fura]ah4mo HONEYNELL, INC
Insta!l!g| HONEYNELLe INE

i{rtngl NONENELL. INC.

FIO Cab]not Number
FID Term Board

Recordi 2182

Spectalsl

Except tons|

Soecielsl

used by EHC5 (Y/N] T

Shop Drawing Submttsl Oeta
Lockwood Greene #t 767
External #1 667
8tetuSl DEVIATES

Device ChaPeCterfsttc8
Interface Equipment Reauired

Inatelllng HONEYWELL. INC
Nir|ngl HONEYWELL. INC.

FID Cabinet Numberi
FID Teem Booed Pelre;

Servtol LEAV:NG PREHEAT O]L TEHP

Pecifcetton Reeeence8 15911

ROICCes /0 Schedule LOdptOrl 8=
used by EMCS [Y/N] Y

Responstbt lty

Drewtng Subs|tel Date
Lockwood Greene #! 767
External #1 667 FID Cabinet Numbep
Stetusl DEVIATES FIO Term Board

Devfce Cheeecteetsttct
Iter/ce Equipment Requredi
Seevtcel HIXED AIR TENPERATUR

Nb7eo77-C-752b

Install|rig HON[YEEL
irtngl HONEYHELL. INC.

Sensor Numberz T-$ Polnt Deaignatlon 3HI AHU 9T-3 Sensor tvlpel Anelog ;nput Recnrdl 21R35ec)icetton Refeeencel 15911
OPewtng RefeeenCel
ConstrUCtion SPeefteittOn I/O Schedule Page Line Numbee 35-11
ROCC’s I/O Schedule Locetop NONE





ExcepttOnSl

Potnt Oestgnatloni 3H! AHU qT-5 Sensor Type!SPecie(cation Recerencel [59|!
Drw4nO Referencel
Construction Soec|f|cet(on ZtO $(C)hedu|e Peqm L(ne Numbep
Po(nt used by ENC$ [Y/N]’ YReleonllb1tYl FuenishlnO; HONEY*ELL,

ShOD Orew|.g Subm(tel Dete
Lockwood Greene
External
StltUSl OVZATES

Dev|ce

ntePfce Equipment Requteod

Inatslltno HONEYWELL INCWlelngi HONEYWELL INC,

Exce:ttonli

E.cept(onsl

Lockwood Greene l 767
External #1 bbT FID Cabtnet NumbeeStatul$ DEVIATES

Device Cheeeeeotteoi FIB Teem Booed
Interface Equipment Requieed
SePvtcel COLD DECK TEHPERATURE RESET

8ecftcett Re)ePenCel 1591
Drew1 no Refeeencei
ROICC*I Z/O Schedule LoetOr O-
Potnt Used by EMCS [Y/N] y

Lockwood Greene #1 767
Eeteena! #1 567 FID Cebtnet NumbeeStatUll DEVIATES FID Term BooedDevlee

Servfcel NOT OECK TEMPERATURE RESET

N6TO-TT-C-TSE6

Furnishing HONEYWELLe INC
In|tall|ng HONEYELL INC,,

W]engl HONEYWELLe INC.

Fuen(shfng HONEYWELL, |NC
Insta111ngs HONEYWLLe ]NC

W|etng HONEYNELLe

Seer|COl RETURN AIR TEMPERATURE
Sensor Number TR-CD / Potnt Oee]gnot]on ]HI AHU 9TR-CD Senior TyrOl Analog utput Recordl E|80SPecification Reerencei [SOl

Drawing RefePoncel

Pot Rt led by EHCS [Y/N]) y
Relponlb( tyi





8pe4ficetton Reference!

Exceptlosl A A? BE G? C3 010 03 04 05 D& 07 Et W! F5 F? G! F2 G3 ; Gb Hb A3 85 R7 88 qln|tel||ng N/A$oectsls! E$ E U9 X7 Z R BI Bq M|ptng N/A

Shop DrewlRg Subm|tel Dste
LoCkwood GPeene #1

Stetusl

SenSor Number DPSH=I .Point Oeeignst|eh HE AHU teDPSH| Ssnaop Typei Digital InPut Reordl P27
Drawing Refeeecel
Cons!emotion SPace’teat|on :/0 SChedule Pete Line Number
RO;CC*e /0 Sched|s LotoP 8-58
Po(nt used by EHC8 [Y/N]! Y

Spec|stsl

Furn(sh|Rg HONEYWELL, ZNC
Installing HONEYNELL, INC

legl HONEYHELLe INC.

Eutepnel #1 667
Stetusl DEVIATES

Dry|ca Chaeacterlstt(C)ei
|nteefece Equipment Reduired
SePvtCel SUPPLY AR FN OFF PR $

FZD Cabinet Number
FD Teem Based Pelrs

Oraleg Rofoeoecel
Construction peelftceto Z/O Schedule Page Line Number 35-1ROCCI Z/O SChOdule Loci!opt 8-58
Patna used by EHCS [Y/N] Y

Resigns]hi ttyi

$oecSlel
Znsts]l!ngj HONEYELL INC,

trt.gl HONEYNELL,

Shop Dratg $ubmitel Detei
Lockwood Greene t 767
Eteenel t 667 FZO Cab|Re! NumboP
8totUll DEVZATES FID Term Board PstP8Devtee Chaeacteeqmt(es

Interface Equipment Reueed
SePvicel RETURN AIR FAN DFF PR 8

Nb278=77=C-7526
Pogo 139I-A3=6e





Sesop Nubee! DPSH-3

Seecelsl

SpecficatoR Reeeecel 15911OPaIng RefePecel
CostPuctto Saectftcetton X/O $cheOule Pete Line Numbep 35-1ROICCWs /0 Schedule Locetoe 8-58
Po|Rt used by [HC$ [Y/N] y

Resaos|bflfty

Shop DPe.ng Submttel Dete
ockood Geeee # 767
Exterel II 667
Stetusl DEVIATES

Device Cheeeteesti

Funsktgi HONEYELL ZNCZneta111ng| HONEYELL ZNC.
|egl HONEYNELL ZNC

FD Cebtnet Nuebeei
FZD Teem Boeed PetPi

ReoPdl 26

IRteefece Equipment Requeed
Seer!eel LOI EFF PRE-FZLT

SensoP NumbeP DPSH- Potnt Oellgnaton
Spe fceton Refeeencel
DPI 0 RefePe.Cel

P]nt used by EHC8 [Y/N]i y
Regnlbl tYl

Ht91 NONEYHELL INC
Sho Deaw1g Submttal Data

Lockood GPeee #
ExtePRat II 667 FIO Cebet NubeP

Device
XRteefece Equipment Reaure
5ervlcel HED EFF FTER PXLT DIFF PR

Spe fetlon ReePencel
DPewtn Refeeencel ED-Se EN6

ROIGC*I IlO Schedule LocatopI
oi,t u,ed by EHCS [Y/N]

Relonlbtlftyi FuPhhtRo HONEyHELL XNC’x
5pectetSl tengl HONEYELLe INC.

Sho Dretg 8Ubmtel
Lockood gPeene #1
External II 66 F;D Ceb.et NumbeP

Device
IntePfece Equipment Reured
Seevfcel EXH FAN DIFF PRESS

N62Te=T?-C=7526
Pge l9nl-k3-61





Secfa|e!

Sense, Nuberi ENTH Point De$(gnet(o ]HE kHU tBENTH Sensor Tvpel Dtgital Output
Oraweq Reference!
Co=tructlon Soecficatton X/0 $hedu|e Page Lne Nubee 35-13ROICC*s I/O Schedule Locetor
Pont uled by ERC$ [Y/N]|

Re|oon|fbtlity Fuen1|hIgi HONEYWELL, INCInetaltt.g! HONEYELL INCWtrtng HONEYELL INC,

Record! tat

Lockveod Greene # 767
Extol=nat #8 667
SteU|l DEVIATES FIO Cabtnet Nuber

Interface Equtement Requeedi
Servtcel RETURN AIR DEP0INT

Iste11ng! HONEELL IN=Wetng NONEYELL INC,
S=ecalSl

ShOp Deew|ng Submtte! Detai
F Lockwood Greene i 767

External #1 667 FID Cabinet Numbep
Oevce ChaeectePsttel FIB Term Baled P=tel
Interface Equipment ReuPed
Seevicel N&BLE LOCAL ENTH&LPY/ECON CONT

Spec4fCat4on Reeeencei 15911OPing Refepeel
Co=teucto Seificetion I/O Schedule Pete Lne Numbee 35-13ROICC Z/O SChedute Locatop e-SePoint used by ENCS [Y/]I Y

ExCeptfon=l Reeonstbilttyl Fuenshing HONEYNELLe INC’,
NfPtngl HONEYELL INC=

Shop Oeewtng Submttll DItR
-, Lockwood Greene #i 767

External #1 667 FID Cabinet Numbep
Devtee Cheraeteet]c KID Term BOard Pers
Interface Equ4met Reueed
SePvtcel FREEZESTT

SenSor NumbePi HUM POint Deegnet]on 3HE HU IgHUNt Sensor Typel knatoo InPut Recoedt 397
Spec fettOn Refeeencel 159tl
Oeaw1ng Reeeeeel
CoItPU=tO 8eCftcition I/O Schedule Pee kne Numbee 513ROCC*I /0 Schedule LOCatOP 8-58
Point uled by EHCS [Y/N] y





Exceptions!
Soectels!

Specification Reerence |591
OPSw1g RefeRence!
Cootructon Spectf|cston |/0 SChedule Pae Line NumbeP NONEROZCCet /0 Schedute LocatoP; NONEPo.t ule by EHCS [Y/] y

Responsfblty! Fuen|hto HONEYNELL, INCnte!1n HONEYNELL INCNPngl HONEYELL INC.

SeevtcoI RETURN A’R DAMPER CLOSED

5ecfcetfon Refeeencel 15911 2288DPa,ng RefePle
Construction SeftCetfofl ZtO Schedule Ple L.e NumbeP NONEROXCC*I /0 SChedule LoCatOp NONE

ReDolfbtlftyl Fuenshtng EHCS CONTRACTOR
SDeclelal Installtg EHCS CONTRACTOR

tPfngl EHCS CONTRACTOR
Sho Deatng 8ubmttml Date

LoCkwood GPeee #
ExteRnal #1 RID CbtRet Numbee

Devfce Choeeteeet fell
teeflce Equipment Requeed
SePvtcel OUTS;DE AZR DAHPER CLOSE

Pege 1391-A3-63

Lockwood Gree.e #1
Exteret #|

Stetusl
Oevtce
ntePfoce Equipment RequiPed

Fuen|shtng [HC$ CONTRACTOR
Insta!lfng EHC$ CONTRACTOR

tP|ngl ECS CONTRACTOR

FI Cab|net Numbee

EepttOSl
$eclelsl

Loakood GReene # 767
ExteRnal #1 667

Device ChePecteP48tle8 FZD TeRm BoaRd Pate8
ntePfe Equtpmeht RIQUpeO
SePvfCel ZONE HAXHUH HEATZNG DEHAND

Sensoe Nuberl POS Pott Dellgnettoni 3H2 AHU lPOS Senior Tyo Ogtal Input RecoPdi 2279Seqificatten Reeeencel 15911
OPetflg RefePence
ConstPUct]o 8eeftCatton ;/0 ehedule lle Ltne NumbeR; NONEROCCes X/O Schedule Locetor NONEPotnt uled by EHC8 [Y/N] y





Eceptonsl
Sneclslsl

Construction $etflcat|on |/O Schedule Peas Lne Numbar NONEROZCCs /0 SChedule Locatoe NONE

CONTRACTOR

Recoe;

S(C)ecIa]s

I.ockwood Greene #
External Ill F|O Cebtnet Numbee

Device
ntePfece Equipment Requredi
SePvtcel EXHAUST AZR DHPER CLOSEd.....................................

Smec4/4eot4o Refeeecel 111
DrauIng RefeeoCel
COnStrUCtion Specification Z/0 Schedule PaCe Le Number NONEROICCeI I/O Schedule Locate NONE
Pont used by EHCS [Y/N] y

Shop Dealing Submttel Oata
Lockwood Greene #8
External #1 FZD CebImet Numbee
StatUsl FO Term Baaed Pale8Device CheeectePltIcl

ntePfece EqutpmeRt ReQu]Ped
SePvfcel EXHAUST AXe O&NPER OPEN

NbEqTU-7?=C-752b
Pros 1391-k3-6

Fuen|sh]Rg ENCS CONTRACTOR
Instel||ng| EMCS CONTRACTOR

PIngl EHC$ CONTRACTOR

Ineal1|ng EHC$ CONTRACTOR
|r|nal ENCS CONTRACTOR

Excepttonsl

Shop Deawteg Submttal Dete
Lockwood Greene #t
[teenal 1 F|O Cabinet NumbeeStatusl F|D Teem Bored Pe|e8

Device
nteefOce [qu{ment Requeed
SePvcel OUTSIDE R DHPER OPEN

ensoP Numbel P03 Point Oelgnl1(onl ]H2 HU $gP03 en#e Tyei Dtml nut Reoe3e fgatgn RefePenCel
Opew(ng Refeeencel
Conleucton 8etftmtton /0 Schedule PaCe Lne Nu@beP NONE
Pofnt use by EHC8 [YIN] Y





F

Senso Number! P05 6 Petit Oesigetion HE AHU lePOS 6 Sensor Type! DotlSaectffcet4on Reference! ISgtl

RO]CC’s Z/O Schedule Locetori NON[
Pole! used by EHC$ [YINi V

RelDonslb|li|y| Furnllh1g ENCS CONTRACTOR
$ec|elsl ]nsta111g ENC$ CONTRACTOR

Wpg| HCS CONTRACTOR
hop Oesw|ng ubtel Dete

Lock,oDd Greene #

Stetu=l FD CebfRet Number
Devtce ChePectersttc8 FD TeP Board Pe|P8

ntePfsce Equ|pment Reu4redSerce! SHOKE DAH@ER CLOSED
Sensor Number! $! / Po1Rt Deeignat|oni ]H AHU |BSW| Sensor Type| DQtel$ec ftettoR Referencel 15911Ore, tag Referee

Coal!ruction SPectcet4oh Z/O Schedule Pegs Line NumbepROZCCs /0 Schedule LocatoPl 8-58
Po|t used by EHC$ [Y/N]

Except|en8
Responsibility! FurRtsktng; HONEYELL INC

$eelalsl Instsll|ng HONEYELL

Shop Dretg Submttet Dete
Lockwood Greene #1 767
Etersl #1 bb7 F|D Cab|net Numberi$tltUSl DEVIATES FZD Term BOardOev(e Chorscterilttcs

Xnterface Equ|ment Requ4Ped
Serv]cel START SUPPLY A;R FAN

Specifics!ton Reerencel 15911
Oretng Refereel
Co.8truc4o. $ectftcstto Z/O Schedule Pete Lne NumbepROCCs /0 Schedule Locetor 8-58
Petal uled by EHC8 [Y/N] Y

Resonl|btlty|

SPeclSlSl
Furn|ht.o HONEYWELL, INC;

W|r|g! NONEELL INC

Lockood Geee #1 3767
External #l 667 FI Cabtet NubeP8totusl DEVIATES FID Term BoardOevtee CkoreetePtst ts

tePflce Equipment Roured
SePvel STR RETURN AR FAN

N6E?B’77-C-7526





Spectalas

Specification Reerenoei 15911

ROICCa ItO Schedule Lace:orS 8=1
Po4nt UII by ENC$ [Y/NJi Y

Reaonlbtltyi FurnlehIno HONEYELL

Lockvood Greene # 767
External #1 667
Statull DEVIATES

Device Cherecteri|t|c||
|nterfece Equ|pmeflt Reured

irtng NONEELL

Cabinet Number
Term Board PetPa;

LoOkood Greene #! 767
Etsrnal 1 667 FIr) Cab|met Number

Devtoe herectePlttc
;tePfaoe qutpment Reqredi
SePvcel HOT DECK TEHPERATURE

N62TO-T7-C-752b

Znetellfno HONEYWELL
|r|ngl HONEYHELL

ServtOel START EXHAUST FAN (EF=I6)

$enaor Number T,.| Point Oestgnetton 3H2 AHU |07-| Senior Types Anelo Inlut Records3PelfetIo. Ro#ePencel 15911

PoIt uoed by EHC$ [Y/N] Y

EcetIons RoeOosIbIltYl FuPnshIng HONEYNELL INC
4Pigl HONEYHELL

Shop DowIg 8ubmltol Dote
LoCkod GPeee #1 767
External #l 667 FZO Cebihet Number

Device Chleoeteriet tl

SePvcel COLD DECK TEHPER&TURE

ve4. eeve.ce
Conwtructon Peclftoetn I10 Schedule PeOe Lne NumberROICC /0 8;hodute Ootor 8-58
PoIt ule y EHC3 [Y/N] Y





Dra4 efepenoel
Costructlon Soeclflceton :10 5chedute Page
ROICC*s I0 Schedule Locator 8-58

Lockood reee #I ?67
External 1 667 ID Ceb4net umber

ePvel ZXED ZR TEHPERTURE

OPe(ng Referenoel
Construction Secif4cetton ZIG Schedule Page kne NumbeP 35-13ROCCs /O Schedule Locetori 8-58
re(st used by EHCS [Y/N] Y

$(C)ec4slsl

Furn|lh|ng HONEYELLw
[nstal14ng HONEYHELLw ZNC

W|r|ngl HONEYELL,

Shop Draw4ng Submfte.1 Date
ock.ood Greene II 767
Externet #1 667
Status| DEVAT[S

Oevtce CheraetePltcl
nterface Equ4pment Requpedi
Servicel RTURN AZR TEHP[RATURE

FZO Cab4net Number

Senior Numberi TR-CD re+st Ogt+gnat4en H2 AHU 18TR-CD Senior Typel Analog Output ReoPdi
Dre4ng Referenoel
Constpt1n 8pee(ftOatton I0 Schedule Pete Lne Numbep

Point used by ECS [Y/N] y
Relonlibtltyl Furnilh4ng HONEYELL INC

Shop Dretng Subm4tal Datl
LOcood GPeee #
External #1 b&7 FXD Cobinet NumbeP

Znterfece Euoment Reured
SePveoel COLD DECK TENPERTURE RESET

Pegs 1391-A3-67





$oecto|Sl

$enmoe Numbepi TR-HD Potn Oesgnatloni SHE AHU IeTR-H Sen|or Type! &nalog OulautSaecificetion Reeeence! 15911Ora,ing Reference|

Po4nt Mood by EHC [Y/N] Y
Reeonobjlt

Nletng HONEYWELL. INC.

Recodl 2q7

Shop Deawtng Submttet Dota
Lockwood Geeene # 767
Eetenal #1 667
StaUll DEVIATE3 FID Cebtnet NumbeP

Znteefece Equipment Requre
Seevtcel HOT DECK TENPERTURE RESET

N6E,TB-77-C-7526
Page 941-A-68





Speciceton Reerence! 1511
Oewng Refereece! 7-6 E-36 ED-5 939-796|I-8XX 7=|q H.$, ]? M?-6,Con|ruon 8eeceon X/O S=hedule Pae kae Nubep

Reeoons|bly FUrn|hOl

ShOp Drew4ng Submftel Dee
LOckwood Greene #i 76
External I 667

ilitltill=llll=llllllllllltilli’lllilll=lllllllil.Iillllltllilll l

Senior Numbep DPSHI .Pot,| esignetten e! AHU ||DPSH-| Sensor TyDel Oioitel Input ReordlSpecifetton Red,PenCe!
Driving Reference!
Co.sruCt(en SDeicet1n X/O Schedule PaWs Lne NumberROZCCs IIO Schedu|e Loctorl 8-11

Resooneib1ty FuPnfek4ng HONEYELL INCtellngl HONEYELL INNP(R HONEYELL NC.

kock,ood GPee,e # 767
Externel il 667
8tetusl DEVIATES

Device Cherecteei]c|i
IntePfece Equ|ment Reuredi
SeP|e! SUPPLY AIR FAN DFF PR S

FXD Ceb,et Number;
FXO Term BoePd Pelrsi

Sensor Numberi OPSHeE Po4mt DegeeteR 2G1 AHU I|DPSH=2 Sensor Type Digital Zeut Recoedl 217Specf4cetfon RefePenCel 1911
Orew4ng Refers,col
Const Putt ton SOle4 f4cet ten
ROCC#I ZlO Schedule kocatorl
Point used by EMCI [Y/]

Reio14bf1ty PuPnlhngi HONEYELL INC’.
8Pectllll lPtngl HONEYEL XNC

ock,oo# Greene
[xtenel #1 667 FXD Cebtnet NumberStetusl DEVXATE$ FXO TePffi BoePd PIP8

Interface EquiPment ReQu red
SeFvel RTURN

NbE478-77-C-75b
Page 1391-A-69





Excepttonsl

Specificet(on ReePence!
Construction BPe|(etiefl /0 $hedu|e Page Line NumbeP 35-11ROZCC*s ZlO Schedule Looetori
Point used by ENC$ [Y/N]i

Re|pons)bi1tyi Furnlshngi HONEYNELL INC

Lockwood Greene #i 767
External #1 667

Oevtee Cheraeteristel

Inzte|lfngi HONEYNELL |NC,
Ntrtngl HON[YN[LL INC,

Record!

Exaeptlons!
$oeefela!

Speclels|

LOCkwood 6,Poee 76i
xterna| #1 66?

ntePface Equipment RequPed

Sesoe NumbePi ENTH Pot Des getton EGI HU ENTH Sensor Typel Oqtnl Output Recoedl E9
Spe f1et]on ReeeeeCel 15911Ore(ng Reforoeel
CostructfOn SPecfftcetton ZtO 8hedule Peqe Line Numbep NONEROCC*= /0 kedule Locetop NONE
Point uled by EHC [Y/N] y

Responst(|tty!

Znetelllng NONEYELL INCNtrinOI HONEYELL NC,

Znete)ltng HONEYWELL, |NC
Ntingl HONEYNELL

Interface Equipment Reluired
SePvieel LOI EFF PREwFZLT D2FF PR SN

DemIng RefePeel
ConlPueton 8PecffCetfo Z/O hedule Plea Lie NumbePROZCC*= /0 Schedule Locatop
Po4nt ueed by EC8 [Y/N] y





P(nt Deoignet4oni EG! NL! llYZ-I Sensor Tyrol DigitalSpe}f]clt(on Reeeencel 15911 RecoedlDeow(ng Referent9
Construct|on 8pet)(catfon ZlO |chedu|o Page Line Number 35-I!ROCCeo Z/O Schedule Locatoei 8oll

EIcept]0nll
SPeelalOl |nlta|l(Rg| HONEYNELLe

Shop Deewtng Subm(tal Oeta
Lockood Greene #! 767
External #1 667 FD Cab(nat NumberStatu=l DEViaTES

ntefece [qu|ent Reaued
Seevcel FREEZESTaT

Oeau(ng Refeeencel
Construct(on Sec(f(cat|on ZfO Schedule eoe Line NumbeeROXCC’o XtO Schedule LocetOP S-ItPoint uoed by EHC [y/NJi y

Reoonsbttity Fuenfohtng HONEYNELLExceptton=l
Specials!

Shop Deawtng 8ubmital Dete
Lockwood Geeene #i 767
External #1 667

Oevtce Character(st(COl
nteefece Equ(pment RequPed

Zneta11(ng HONEYELLe ZNCWle(ng HONEYELLe ZNC,

F;D Cebtnet Number
FZD ?orb Board

Seev(ce! RETURN AZR DEWPO]NT

8ecif4eetfon Referencel I59tt RecoPdl P2t7
ConltpcteR Setfcato Z/O Schedule Page Lne NumbeP NONEROCC*I 10 Schedule Loetori NON[Pent ed by ENCS [Y/N] y

Seecfatel

Shop Drautng Subm(tel Data
Lockwood Greene # 767
External #1 667

Devtce Cklrletepltli FZD Teem Booed
Iteeface EquiPment ReureSePvel ZONE H&X CO0ZNG DER*ND

/
Page 1391-A3071





Sensor Numberi MAX-HT
8pec 1eto Reeeencel
CO.stucto. eeeeton X/O Schedule Page k.e Nube NONE
Pot sea EC [Y/NIl Y

$lei111 Xnstat1ng HONEYELL XNC

Lock*rod Greee #1 767
ztePnal #1 667 FXD Cebet

Device ChmPeetorst cs
Sexy)eel ZONE MAX HEATXNG DEHAND

ensoP Nubeel PO / Potnt OesgetCeni gl HU llPOS Sensor Tve Ogtel Znut Recar E198

ConstruCtto Secfceton Z/O $hedule Pete Lne NumbeP NONE
Polnt uled by [HC

Resonsfbtltyl Furnshlng [HC8 CONTRACTORxcept 1ansi
SpeetelSl Znste]1.g (MC8 CONTRACTOR

Mtetngl EHC CONTRACTOR
Shop Oatng Ubttel

Lockwood Greene #i
Extepet #1 FXD Cebet Numbep

ZntePfece Equipment Requed

SlfllOP NubePi POe Potflt Oelgeton
Spe feetfo RefePe.Cel 5911
DPaf.9 RefePecel
ContPtlOn eelflcelen X/O 8ehedule Page Lne Numbep NON[ROZCCI X/O 8edule Loctor NONE
Pofnt used by EMCS (Y/] Y

SDectals
Furn4sh!ngi EHCS CONTRACTOR
nste111g! EHCS CONTRACTOR

4e|ng EHC$ CONTRACTOR

Lockwood greene #
Externe! #l
tetUSl FXD Cebtnet NumbeP

Devtce Ckeeecterlttel FXD Teem Baaed

SePvtcel. HN OUTSZOE AR DANPER CLOSED

Poor l$941-k-?E





Sensor Numbee POS 3 Path! Dasgatlen 2G| AHU tlPO$ 3 Sensoe Typol Digits1
Oeswng Re!seance!
Cone!suction 8Peei/4atlon Z/O |ehadule Pae Line Nuebee; NONEROZCC,e I/O Schedule Locetori NONE

Exceptions!

Lockwood Greene
Externet #8
$tetusl

Oavce.srectar|ti(C)s

Xnstelting [R$ CONTRACTOR
N|rtg ENC$ CONTRACTOR

FO Cab|net

;nPut

Raspon$btllty

Lockwood Oeeaee #
E=ternel #8
Statusi

Furn||hng ENOS CONTRACTOR
Instelllng EN$ CONTRACTOR

Wtr|g| EC$ CONTRACTOR

Cabinet Number;
Term Board

Xnterfece Equipment
Seevee! EXHAUST aR OANPER CLOSED

Sensor NumbePi POS 5 P91t Designs!toni
Specification ReVerencer 15911Deewing Refeeecel
Cone!suCtion 8Pect)etn Z/O 8hedule Pa=e Lne Numbee NONEROCCe= Z/O Schedule LOeetoej NONEPofnt used by EHC8 [Y/N] y

Except]o=l Reseesibilityi Fueishg EC8 CONtRaCTOR
S=eclels8 Insta !11ng EC8 CONTRACTOR

Lock,sod Greene l
Exteenet II
Statusl FXD CabaRet Numbe

Device Chericteriattca FZO Term Soad Pora
Znteeface Equimeet Requred
Sevel EXHAUST &XR ORPER OPEN

N?O??.Cu?56
Pegs l)gal-k3.73

Exceptional
$=eciale!

Xntee/ace qulpme.t RequeedSeevcg!. XN OUTSXDE AXR OANPER OPEN

SPecification Reeeencel 15911 Recoed RtOeautn9 Refeee.ce
Costeuctton 8eclfieetton X/O Schedule Pete Lne Numbee NONEROZCCe Z/O 8kedule Locetop NONEPoint used by [RC8 [Y/N] y





r

$on|e NumbeP PO$ 6
Spet]fieet4en Refeeencel 15911
DrawlnQ Role##noel
ConstruCtion 8Poctftceion 0 $hedule Po Line Numboe NONE
RO;CCs /0 Schedule Leo#toP! NONE
Point used by EMC8 [Y/N] Y

ResponstbllitY Fuentehnoi EMC8 CONTRACTOR
Intta111ng EMC$ CONTRACTOR

|PtnOI MC$ CONTRACTOR

Recoed

Lookood Gee#n# #1
Exeenel l
8tetus8

Oev|ce

;nePfe(C)e Equipment RoquiPed

Puenishnoi EMC$ CONTRACTOR
In|telling| EMCS CONTRACTOR

Ht|ngl EMCS CONTRACTOR

FID Ceb|net Numbepi
FID Tem 8oeed Pe1m

Seevqoel VARiaBLE 0.

Nb27-77-C*?SE6

Exception|!

Lock.oocl Geeene #8
External #1 FI C,bte Numbo

Zntofsoe Equipment RequPed
SePVOel SMOKE DAMPER. CLOSED

SensoP Number POe ? / Point Dqsgoeton EGI AHU IlPOS ? Soso Typel

OPaw ng RefePeflcel
Constructto SpoctfteettOn I/O Schedule Pt=e Le NumbeP NONE
ROCCs Z/O SChedule LoctoP NONE
Potnt used by [HC$ [Y/N] Y

RoBo.stbtltty Funtthng [MCS CONTRACTOR
Eeopttonsl nste111.01 [MC8 CONTRACTOR
5aoc]all Weteg [MC8 CONTRACTOR

ShOp Deatg 8Ubmtal Oete
Lockood gPeee #1
Exteell #i FZD Cabinet Numbor

Oovtce Chaeecteristtce

Seevcel VARIABLE OA DAMPER CLOSED

SeCeDe NumbepI POS 8 Point Degetton EGI AHU 11P05 8 Sensor TYpe Dgtl Iput ReeD#HI
Specfcatto. Refeeencel 15911
Oetng RefeeCel
Construction 8Peeticetton ZO Schedule Pooo Lne Numboe NONE
ROZCCe /0 SChedule Lock,eel NONE
Potnt uned by ENC8 [Y/NIl Y





4

SPeCie}e!

Oeewng Reeeece!

Pofn uee by EC$ [Y/N! y
Reepons4bl

Recoed!

Reopos4blty!

Lock,ood Geeene #i 767
Etepne 1 667
Sotu8! DEVIATES

Oev4ce Cheeeateeotice
Ztefaee Egulnent Requved

Fuen1|hlng HONEYHELL,
Znste||ingl HONEY[LL
Pg HONEYELL INC,

FZD Teen 80aed Pe4e8
8ear|col START RETURN AZR FAN

Specftcet(o Reeeencel 15911 218OPiw4ng Refeeeei
Co8teuCt4on Seeiflcat4on ZlO Schedule Pae ke Nubee S-IIROCC*B /0 Schedule Lo6top 8-11Po4nt uled by ENC [Y/N] y

ReePonslbllltYl

Shop Deewtng Subntta!
Lockwood GeneRa
Externe! #1 667
8tetusl DEVZATES

Oov|ce

Puen|eh4g HONEYWELL, INCX"stolfngi HONEYELL ZNC|e]ngl NONEYELL |N

FID Cabinet Nuebee

Znteefece Equfneet Reauleed
oevfeel COLD DECK TEHPERATURE

NbElTg=77.C=?526 .........
Page 139tJI.A3o75

[xcePttonlt
8ac|e|ll

LockwoocJ GPeent #i 767
Exteena ! 66?
SttusI DEYXATE8 FZD Cebte NUmbep

Devtce CheeeQterstCsi FZD Teen BOOed PaPI
ntee/ece EquiPment Requred
8ePVel START SUPPLY AIR FAN

8eSoe Nubop -2 ./ Pater DSgetton 2GI AHU 118N0 8eloe Typo Ootel Outaut Recopd 2E8
SaecfeetoR RefePecel 15911
Coetpucton 8ee4fceto. Z/O 8ahedule Page Lne Numbee 34eROZCC*8 Z/O Schedule OCatoPI 8ollPoin OeO by [C8 [Y/N] y





Specfacao Reference! 15911

Construct|on SPectfteet|on X/O Schedule Page Lane NUmber
ROCCs I/0 SChedule Loeetoe
Point used by EHCS [y/N] y

ResDOsb||ty! FPshnoi HONEYN(LL NCExceptions! nstsl||ng HONEYELL
SpectelSl |e]ngl HONEYELL |NC

Shod Dratng Submits1Dete
Lokood Greens #1Tb7
External 1 667 FZD Cobtot Numbee
StetusIDEIAT$ F]D Tern Bored

Device
InterfaCe EquaDmet Requred
SePvel HOT OECK TEHPERATURE

Sensor Numberi T- Point Oestgeet]on 2G1AHU 11T= Seesoe Typei Analog ]ROUt ReoPdi 22t2
Orswlng Referencel
COnstruction SPort’|eat|on ]/O 6ehedule Pegs Lne Numbeei
ROICCs Z/O Schedule Loeatr NONE
Poant used by EMC$ [Y/N] Y

RelpOnSabl(ty Furnishing HONEYHELL INC
SPe|l|ll N|P|ngl NONEYELLe

Shop Dea|g Subtel Dete
Locood GPeeRe #! 767

$tatusl DEIATE$ FID Tern Board Par8
Oevaee Cheeeete|stacs

Service! EAYING PREHEAT COL TEHP
F

Sen|or NuabeP T-4 Petit Os(gnoton EGt HU 11T- SeReoP Typel ARIloQ Incur Record! 223
Spe4faceto Refeeencel 15911
Draang Reference|.

Constructaon SPectfacat|on XIO 8hedule Page Lne Numbee 35;11
ROCCs I/0 SChedule LoctoP 8-11
Point used by EHC$ (Y/N]! Y

Exceptions!
$nactSlSl

Shep Orsw|ng Subm4tal Oote
Lockwood Greene #1 ?b7
External #l 66T
Statu|l OEVI*TE$

Devaeo Charscteetsttes
1hi.efface Equipment ReQue

lesta!11g HONEYELLe INC.

FID Cebieet Number;
FIO Term Board





ffcetfon Referencel 15911rewng ReferenCe|
Cgnetruct|on Seciicet|on |/0 Shedu|e Pege Lne Number 35-11ROCCee Z/O Schedule LocetepI 8q|1Pent ueed by EC$ [Y/N]! y

$ecle|ei netellinl HONEYWELL.
|r|ng HONEYELL

Drew]nO Sumltel Dete
Lockwood Greene #! 167
External 1 667

Device Cereeteretei

Iestell]ng HONEYELLe INCm

FID Term Board
nterfece Egutment RecluredServfce! COLD DECK TEMPERATURE RESET

Sensor Number TR-HD Petit Deetgnetlon GI AHU IITR-HD Sesoe Tyrol Aeloo OutputSpecifiCation Refeeencel 15911 RecoedlDrew( nO Reteeee
Co.structfon eefeton Z/O Schedule ege Lne NumberROCCs /0 Schedule ocetoelRo]nt uaed by C8 [Y/N] y

Resno.sbf ity Fuentshing HONEYWELL,

Shop Drawing Submttel Date
Lockwood Greene #1 7t7
Exteenll #1 bb7
StatUs! DEVIATES

Dry|co Chereeteriettee

N|rng! HONEYELL IN=

FID Cabinet Numbee
FID Term Bored PeIee

Interfece Equfpeent Recluired
Seer|eel HOT DECK TEHPERATURE RESET

Page 1391oA3.77

ExceptAon81
S(C)ecAalst

Lockwood Greene # 761
External el 667
Stetuel DEV]ATE$ FID Cebfnet Number

Oovtce Charaeteesttcl FID Term Bored PotPI
]nteefaco Equipment RoueodSeevfCel REURN ]R TEHPERAURE

/ Point Ool .......ensop NmbePI TR-CD geto ZGI AHU IITR-CD Sensor Tye ARaTOQ OutPutSecfcetfon Reoeencel 15911 RecoPdl 2218
CORIteUCt(O Sceeftcetton I/O 8ehedule PeQe Line Numbeei 35-1tROICCe= /0 Schedule Locatoe 8-11-. PoAnt Uoed by EMC8 [YN) Y





SyStem NumbeP AHU | System Type!

Specifireto. ReePe.eei tS9|!

Exceptional A8 A9 B2 85 C$ D| D2 D3
Speclelsl [3 [ B@ 6 X3 X4 Xb X$ U3 8! N@ XS X8 N]rtno N/&

Shop Drew]ng Submits1Deta
Lockwood Greene
(xtorne! #8 667

Sensor Numbert PSH, PD]nt Deeonet|oni 262 AHU |2DPSH-ISpec]f].at]on Reference8 15911

ROCCs /0 $chedu|e Locetor
Point used by NCS (Y/N] Y

ResPonab]ltY Furn]ahfno HONEYHELL ZNCExceptions!
nstell]noI HOEYELLeS:e]elet

Shop Drew]ng Subm]tol Oete
Lockwood GPeee #l 767
xternel #1 b6?
Setusl DEVIATES

Device Cherectee||t]li
Rterfece EqU|Pment Required

]r]nO! HONEYWELL, INC.

FID Cabinet Number
FZD Teem 8Bard Pere

$orv|cel SUPPLY AIR FAN DIFF PR SW
Sensor Numberl OPSH2 Peter Oeslgnetor, 2(;2 AHU t2DPSH-2 Sensor TVPel Dotal Zept Recoedl 117

Orawtng Refeeeel
Construction 8eeSftcuto Z/O Schedule Plo Line NumberROZCCs /0 8hedule Loratop
Peter used by EHCS [Y/N] Y

RolPonstbi1tYi Furnshtng HONEYELL INC
Sectales IstailSgt HONEYELe INCNtP]O HONEYELL INCo

Shop OPaw(.g Submits1 Oote
Lerkuood Geeee # 767

Device
Inter]roe Equipment Roqured
Sepvleel RETURN A;R FAN DFF PR SN

Pegs





Spec4ficat4on Reerencel 15911

ConstruCtion SDec|tcaton Z/O 8cheOule PageRO;CC’s Z/O Schedule Loltopi
used by EC$ [Y/N] y

[xceptoniI
nltelt4gl HONEYNELL,

|rlR HONEYWELLe

]eterfsce Equ41ment Reclurad
Seev]ce HED EFF FTER F]ILT DZFF PR

Sensor Number| ENTN Pott 0esgetton 2G AHU 12ENTH Senior Tyel Dtgtal Outut RecordSPecfetto Refeeencel 15911
Oeew4 ng Reeee.cel
ColtPucton SDee4letton ZO SChedule Pee Le Numbee ]5-12ROZCCel /0 SChedule LocatOel NONE
Pont uled by EHC [Y/N] y

E=eptlOnSl
RelPORlbll]tYl Fue.lhleg HONEYELLe ;NC’e

6eetelSl Zltll1ng HONEYELL NC.,
tetegl HONEYELLe INC,

E=teenel #1 667 FZD Cebet NumbeeStetu81 DEVIATES FZD flee Bo8

l,vCel ENABLE LOCAL ENTHALPY/ECON C0NT
Nb2?B-77-C-756
Page 1391-A3-79

Secla|II

Res=onstbilltyl

Shop Dratng 8ubm|tol Dete
Lockwood Greene # 767
External #1 b67
Statual DEV&TES

Oevtce Chaeecteri|tlcsi

]nItslllegt HONEYNELLe NCNPtflg HONEYELLe

FID Cablnet Nueber





$ealsl

Drawing ReePeMCe!CmmtetOn $=ectftcetion |/0 Schedule PaQe Line Numbee 35-|2
ROCCe| f0 $chedu)e LocetoPi 8-12Point used by EHC8 [Y/N]

Re|oonetb|||ty
In|telltng NONEYNELLtrtng NONEYNELL INC,

Zut Recepi

Zmtepfece Equ11men
Serviel RETURN AZR OEICPONT

Sensor Numbepi HAX-CL. Potnt DeltgnltOn
lttOn Referencel 15911

COnStructiOn 8O#etfteetton ZlO ScheduleROZCCI l/O Schedule Locttor NONE

Ntrtng HONEYNELL IN{.

FXD Tern Bored Petro

$oete|ll
Ree=onoitltty

Shoo Oeetng Submltel DetelLockood Greene ii 767Eteene! #!
8tetuil DEVZATE$

Oevice FZD Cabinet NumberiFZD Teem 6oeeo Petrintorfeo Equipment RoquteedSeer(co! ZONE MAX COOLZNG DEMAND

N670 726Poge 39/41.A3.8O

$ooCielal

Lockood Greene
Extero! #1 667
Stetul DEVIATESDevice herectertstteoi

Lockwood Greene #i ]767E=tornel #l 667
Stetuel DEVIATES FZD CobtotDevice Cheeetertette=i FZD Tern BooedZnterffce Equtnmont

Seevcel FREEZESTT.
Specificeto RoferenOel 15911DPa. ing Reforencel Recordl
ROZCCi /0 SChedule Locetop





$=ectela!

Saeclflcatlon Reeeencel 15911

ConstPuctton SPecification |10 Schedule Peae Line NubeP NONEROSCOe| Z/O Schedule Locatopi NONE
Point uled by ENC$ [Y/N] Y

Re|oonstbillty
Instlllngl HONEYNELLw INCWttngi NONEYWELLw INC.

Seectalsl

Lockwood Oreene #
ExtePnal 1
Stetull

nteefece Equipment Requteed

FZD Teem

Seevfcel RETURN AZR DAHPER CLO$1D

Oeawt nO RefeeenCel
CoIteuctlon lCttcetton [10 Schedule Page ne Numbee NONEROZCC*I /0 Schedule ocatoP NONE
Potnt uled by EHC8 [Y/N] y

LOckwood Greene t
Extepnel #l FZD Cebet Nubee

Devtce Cheeecteelttcl FXD TePm 8oePd
]nteefeCe Equipment RequPed
ePvcel NZN OUTSZDE AZR DAPER CLOSED

Nb278-77-Ce752b ....
Page 191-A3-81

FUenlahing EHCS CONTRACTOR
Installing| ENC$ CONTRACTOR

N|rtngl ENC8 CONTRACTOR

Speeiatll

Lockwood GPeene el 717
Ezteenml #l 667
8retail DEVZATE FZD TePm BOned PI4PIDevice

XhtePfece quIPmont RequPed
SePvfcel ZONE HAX HEATZNG

SpecifiCation Reeee.cel 15911
Oemwfng Refeee.e

OlCCem ItO Schedule.ogtor NON
olnt umed y EMCS [Y/N] Y





xceptSoRsl
SPoSeI8

SPeSfcatlon RefePeel 15911
OPag RefePecel
CosPuCton Peef(atien I/O Schedule PaGe Line Numbepi NONEROICC| I/0 Schedule Lecsori NONEPoint ule by EMC$ [Y/N] Y

kOCkmOOd ;Peens #I
Externll II
Stitull

DeYfe ChePectePlttcl
ntePfece Equipment Raqued

Funlehlng ENC8 CONTRACTOR
Inata11(ng EHC$ CONTRACTOR

|P|ngl EMC8 CONTRACTOR

Cab|net Nwmbep

RecoPdt 2E3

$aPvScel EXHAUST IR DHPER COSED

Conxtructon 8Pecf4cet4on_/O Schedule Pegs kne NumbeP NONE
PoSnt used by EHCS (Y/] y

hOp OPowtg Sub, tie1 Dote
Loood GPeeRe #i

Device ChePectlpltli
Z.tePfece EqulaBent RequPed
SePv(Cel EXHAUST AZR ONPER OPEN

Nb27-77-C-75b
Pegs 13901-A3-82

Sees(ales

Shop OPaw(g 8ubm(ta! Dotal
Lockood GeeeRe i
External #1
StstUSl

Fupn|Sh|.g EHC$ CONTRACTOR
;neta114O EHC$ CONTRACTOR

|P|gl EN$ CONTRACTOR

See(ce! HZN OUTSZOE |R DANPER OPEN

SPecfCltSon RefePenCel 15911
Deew.l ng Refeeeel
COflSteUCton SPeeffieton Z/O SChedule Page Lne Numbep NONEROCC*n X/O SChedule Locetor NONE





SPecification Reference! 15911 Record!OPatng Rferencel
COnStruction SPecification X/O Schedule Page Lne Number; NONEROCCWs 3/0 Schedule Locetopi NONEPetnt used by ENCS [Y/N] y

Relpone|bi|ttyl

rngl EMC$ CONTRACTOR

epttonel
Spectelel

Exceptions!
$eclalsl

Shop DPe.fng Sub, Ire1 Datei
Lockood Greene #I

StetuSl
Device Chereeleriaeei
nterfece Euent Reure;

"Xnetalltngi EHC8 CONTRACTOR
N|r|ngl EHCS CONTRACTOR

FZD Cebtnet NumbeP
FID Term Board PeIPl

Sepvtcel VARXABLE O DAHPER CLOSED
Sensor Number; POe 8 Potnt Designatonl 2(;2 ANU 12P05 8 Senior Typel Dgtll Xaut ReoPdl$Pecfcetfon ReePencel 15911 EbDPa(ng Re/ePeneel

Construction SPecification ;t0 Schedule Paqe Lne Numbep NONEROCCs tO Schedule Locetor NONEPotnt used by EHC [Y/N] y
Relonslb tY

Shelo OPe*tng Submttel Oate
Lock,ODd Greene #
Eternel
Stetull FXD Cabihet NubeP

Device ChePecterJsttcsi FID Term Board PetPs
ZntePface EqutBent ReuPed
8ePvfcel VARXABLE OA DAMPER OPEN

Nb27-77-C-752b
Page 1911-A-83

Furnehing HCS CONTRACTOR
Znete11|g EHC$ CONTRACTOR

Nrfngl ECS CONTRACTOR

Shop OPewtng Submltel .Oete
" Lockwood (;reene #1

Externe! #1
StItuII FXD Cebfnet NumbeP

.; Oev(ce Chericteristtcs FD Ter Board
Xntepfece Equipment RequPed
3ePvtcel SMOKE OANpER CLOSED:

Senior Numbeei PO8 ? / Potnt Oelgnitton 2G2 AHU 12P08 ? Senior TYpe gtal ZnputPe(ffcetlon Reeeencel RecPdlDPatng RefePencel
ConltPuctlon SPecification I/0 SChedule Pae Lne Number; NONEROCCI XtO Schedule LocetoI NONEPtnt uled by EHC8 [Y/N] y

RePonmb11tV Fuenfmhng EMC8 CONTRACTOR





Potnt Designation! 2G2 AHU 1$-| Semsop Typei Di=itel Outaut$ecifiCatton Reference! |59|1

o.ttructton $oec|f|eet|on I/O Schedule Pose Line Number 35-t2ROICCes X/O Schedule LoctoPt 8-12
Point used by ECS [YtN]! y

Responsibility!

Shop Drew|rig Submttol
Lock.ood greene
External #1 667
StatueS DEVIATES

Install1.0| HONEYELL INC
|P|gl HONEYELL |NC,

Except|ansi

$oecialel

Soeclelsl

Shop Dretng Submttel Oetei
tockood Greee #i 767
External #1 667
StetU|l DEVIATES

Devtee Cheracteristtc|

Furnshtng HONEYELL INC,
Inetelltg HONEYNELL ZNC

FID Cebtnet Number
FID Tern Board Petrs

Interface Equipment Requi
Servcel START RETURN AIR FAN

Sensor Number T-! Potnt Oo|tgnetton 2G2 AHU IT-I Soaor Tyrol Aelog ;.Out Record$ecifcatio. RefePencel 1591
OPotnO RofePeCel

ROCCI I/0 Schedule Locetol 8-t2
Peter ue by EHC [Y/N] y

Lockwood Greene # 767
External #1 667 FI Cabinet Number5tatUll DEVIATES FID Term Board Pot PIOevte ChlPacteriet {i

ntorflce EqUipment RequPed
ServtCel COLD DECK TENPERATURE

Nb2Tg77-C-752b

Inetallfng| HONEYgELLe XNC
Nringl HONEELL

Services START SUPPLY AIR FAN

Seneor Nuberl SN-? Point Oeelgnet|onl EG2 AHU |sSN= SoneoP TYIIII DJgtel Outeut Roeordl PEtSeclficitton Referencel 15911DPe,ng Referencel
CenltPuctton 8Pecttcaton /0 Schedule Page Lne NumbeP ;ROICC*I ItO Schedule ioctori 8-1E
Poent umed by EHC$ [Y/Nil Y





Sensoe Numberi T=E

Sneialsl

SPeCification Reference! 15911
Oraw|ng Reference!

ROICC’s I/O Schedule Lo(C)etoe 8-12
Po|nt ueeO by EMC8 [Y/M]i Y

Insta!11ng| HONEYELLe |Nee
M|e|g! HONEYHELLe

ReCOrd!

Respon|tbtlltyl

Lockwood Greene #1 ?bT
External #I 667
Stetust DEVIATES

Day|ca haeecterlsttcet

SeetCel LEAVXG PREHEAT COI TEMP

Furnt|htngi NON[YELLe INC
Installing HONEY*ELL, INC,

|e|ngl HONEYELLe INC,

Exceptten|l

Snectelsl

SpecificatiOn Re’creedal 159ti

Constrcton Space,tertian Z/O Shedule Pae Lne Nuber 5e12ROICCs /0 Schedule Locotoei 8et
Potn ued by EHC [Y/N] Y

Lockwood Greene #1 767
External #! 667 FID Cb(et Number
Statuml DEVIATES FIO Teem BoardOevtce Chseecterettcsi

Servtcel. ZXEO AIR TEHPERTURE............. ....... ............. ,
N67-77-C-7526

Insta111eO; HONEYNELL |NCp
NP]ng HONEYNELL INC

E.mpt|ons$

Shop Oeetng Submi|el Oata
Lockwood Greene #1 767
External l 667 FID Cbflet NumberSteeuIIDEVIATES FID Term BoardOevtce Cherctertst tcs

Interface EquiPment Roqrod
SePvcel HOT OECK TEMPERATURE

eflsOe Numbee T-3 Potnt Desgnetton 2G2 AHU 12T-3 Sensor Tyae k1o Iout RecordlSPe fCatOR RefeeenCel
Dpeweg RefePeei

ROICCee I/O Seheeule LOtol NON
POint ueed by [He5 [Y/N] Y





$eftcatton Reerence! 15911

CostPuctton Spec|f|catlon |/0 Sehedu|e Peas Line Number 35e12ROICCes I/O Schedule Locotor! 8-12
Po|nt used by EHCS [Y/NIl

Install|rig NONEYELL INC

Recnr!

Except|onsl

SectalSl

Lockood Gpeene #! 70?
E=tePnal #1 67 F|O Cabalist qumbeP
Stetull DEVZATES F;O Teem Baled PatPIDevtce ChaPactePtsttcsl

SePvcel COLO DECK TENPERATURE RESET

elOP Numbeei TR-HO PoRt Oemgaton 2G2 AMU ITR-H Sensor TyDel Anelo0 OtPut Recoedl 22Spec]/fcetfon ReoPonCel 1911
DPa, n RefePencel

ROIGCs Z/O hedule Loc.torl 8-I

Responsfb|11t1

Lockwood Gpeene #! 77
External 1 667
Ststusl DEVIkTES

Oevlee Charaeteet#ttesi
Interface Egutcment RequPed
SePcel HOT DECK TEHPERTURE RESET

Furnshlgi NONEYgELLe ]NC
Installtng HONEVNELLe INC

g|P]ngl HONEYELLe ]NC,

FIO CabfRet Numbee
FIO Term Baaed Pa|r#i

N62713,,77-C-756
Page

Insts]lg HONEYELLe INC
N|P|ngl HONEYNELLe INC

Shop Deawng Subm]tst Date
Lockwood Greene #1 767
Eteenal I1 67 FID Cabtnet Numbeei

Oevqce ChIPacePSciI

Seevlcel RETURN AIR TEHPERATURE
SeRSOP NumbePi TR-CD Po1t Oesgnattonl 2GE AHU 12TRwCD 8esoe TvpII Aaloa Output RecoPdl 2241SeCqffcetto Refeeencel 15911

Orewtng RefePencel
CoRmtPuctto SPecification ItO 8hedute Pme Le NumbePi 5e12ROICCI t0 8hedule Locctoe 12

ReepomtbtltY Fgrn(shtRg HONEYNELL INC’.





Secf4ceto ReePecel
Co-stPuctton SPe|f|cetton Z/O $hedu|e Page k4ne Number

[Ncepttonsl A8 A9 82 B5 C3 D! DE 03 D D5 D6 D? F! F2 F F? G! G6 7 H6

Shop D,awtng Submttal
Lockoo Geeee i
External #1 667
$aUil DEViATeS

Sensor Numbep DPH- ,. Pon Deigit|o H! AHU 13DPSH-I Sensor TveSpeif|atOn ReePencel
Datng Refereel
Construction $.ec|ftcatton ]/0 $hedule Pae Line NumbeP
Point used by EC$ [/N] y

RelonstO(lity Furn|shng; HONEYWELL,

ExceptiOnal
Sectals|

OPa-ing Submits1
Lockwood Greene #1 767
Extorna| #1 be7 FZD Cabtnet Nuber

Oevtce ChPctePisttCl
ntePfece Eutment ReQured
$ePvcel RETURN AIR FkN DFF PR W

Page 1391eA3-87

Installing| HONEYWELL, INC,
W|elng! HONEELL INC,

LOckwood Greece #1
rteemal #1 667 FZD Cab|met Number

Devtce Cheeecteetlttcsi
ntefee EquAet Reured
SePvlcel SUPPLY AZR FA

Specfceto Reeeeeel 1911
OPawtn Reeeeeel

ROCC*s Z/O Schedute Locatop 8-59

ReiDonlblty FuPnAlh1.g HONEYELL! XNC





ROCC*I 10 Schedule Locateel 8-59Po4nt used by ECS [y/NIl y
Exceptfonsl RasDonsibfltyl Fuenfshfng NONEyNELL INCF $eetslsl |nlteJlfngi NONEYELLe INCoN|Pmgl HONEELLShOO Dealing Submitel OataLock,sod Geeene # 767Extersl 1 667

Statue! DETES FZD CabtnetOevce ChaPaCteests FD Teem
tepface Equ|amet ReuPedSePvcel LON EFF PRE-FILT DIFFPR 8

Sen|Be NubeP DPSH- Po|nt Oes4gst4o! 2H! AHU IDPSH. SeRsop TYDelSgsC|ficalOR Reeeence| 15911DPewng Refeeence..C,steuct|on 8Peeffcaton X/O Schedule Pegs Le NumbeP!ROZCCs X/O Sekedule LoceteePo|nt Used by EC$ [Y/N]! y

Lock*sod Geeeee #i 767
Eateenll 1 667
StstUSl DEVIATES

Oev4ce Chaea(C)teetstcs!

Zelta114e HONEYWELLe ZNCW|Pfgl HONEYWELL INCa

FZO Cebtnet Numbee
IntePfece Equ|ment ReueedSePvfce! NED EFF AFTER FZLT DZFF PR SH

Sensoe NubeP! ENTH Po4nt Deetgnet4oni 2H1 HU ]]/NTH Sonsop Tyel DgJtel Out0ut RecoPy:
COnstPucton SPe]ftcetoR Z/O Schedule Page Lne Number NONEROCCes X/O SChedule LocatoP NONEPofnt used by EHCS [Y/N] y

cet focal Resaonsfb4 If tYl Fue4shg HONEYELL
Pfng HONEYELL

Shoo Deo=4g Submttel DetoLockwoo GreeRe #i 767E=teral #1 667
Stetu=l DEVXTE8 FZD CIbnet NumbeeDovtce ChoPacterltfell FD Teem BoDed

ZRtePfece Equipment RequPedi
8eevtcel ENABLE LOCkL ENTHALPY/ECON CONT

N6270-77-C.7526





E=epttone!

Exceptions!
SoeCels!

Pont Oeligetton 2Nt AHU 13FZ-| Semsor Type| Oigltal |mDut

SpeOi/iCato Reference! |9|1

used Y ES [1N]
RepoRe|b1(|yl FuPflsh|.g NONEYELL

Ineta|l(ng| HONEYELL INCp
IPigl HONEYNELL INC,

Record! 72S6

See(alSl

Shop 0re4ng Subm4tel Oete
LoCkood Greene #1 767
External #! 667 FO Cebet Number
Stetus! DEV;ATES FD Term Board

Oevce ChaPectePitCll
Interface Eutent ReouPedl
Sevtce= RETURN AtR DEWPONT

Sensor NumbePI HAX=CL Pott Oesgnaton 2HI AHU t3HAXeCL Sesor Typel Aatog nput Recordl

Secf]et]on RefePencel tSgtt
Drawing RefIPIRCel
ConltPuet(o 8o;tftcet4on I0 8hodute Page ne Nube NONE
RO;CCI /0 Schedule LoctePI NONE

RelpOltbtlty Funskig HONEYELL INC’.
nmtat14 HONEYELL NCp

t1gl HONEYELL

Lockuood Grele #l Tb7
External l 667 FID Cebtnet Number
Statues DEViaTES FZD Term Board Patrs

Dev4ce CharecteetttCsl
ZtePfaee Equipment ReQu(red
Sevieel FREEZESIAT

8onlor Numbepl HUM-! Po|nt Oelgnet|onl 2H1AHU t3HUH-| SoRIoP TyDel
$pecificet4on Reorecel
OPew|ng Refereel
Co$tPUct|o Scec||cot|o /0 Schedule Page kne NumboP
ROZCCeS ltO $hodule kocptOel
Pon used by ENCS [Y/NIl Y

Roepo.s|btliY! Fuentehtmg HONEYELLe INC
Z|talllng HONEYLL NC

iPtng HONEYELL NC.





tonstruct4on $ec|ce|on X0 heule Pae Line Number NONE
ROICC’| I/O $chadu|e keeterl NONE
Pon used by [HCS [Y/]|

ExtreMe! I bb7
StatuslDEV|ATE$

Oeiea Charectar4st4ce
ZntePface Equipment ReqPed

Ieta11ng NONEYNELL INC,
N|r|gl HONEYNELL INC,

Record! Z88

Exceptional

Po|nt used by EMC [Y/N] Y

Shop
Lockood GPeee #1
External
Ststusl

Oevtce Chsracteristts
Interface Equipment ReouPed

Installtng EMC$ CONTRACTOR
trtnOI EMC$ CONTRACTOR

FZD Term Board POtPs

Sepvtce! RETURN AIR DANPER CLOSED.....................................
peciftcetton Refeeencel 15911
DPetng RefeeenCel
Construction 5=oetfteotton %0 ehedule Peqo Lne Numboe NONE
0ICC= t0 Schedule LocptoPI NONE
Potnt used by EHCS [Y/N].I Y

Lockwood Greene #1
External el

Oev4e Chareetarilt|li
nterface Eau=ment

Fuenlehlnoi EHCS CONTRACTOR

Wirlmgi EMC$ CONTRACTOR

FZO Cebet Numbee

Servlcel ZONE MAXIMUM HEATI.NG DFMANO ; ; ; ; ; ; , ; "- "- ; ; ;

Sectfcat1On Referecel 15911

CostPuctto Sectftcetton ZO Schedule Peqe Ltne Numbee NONE
ROCC*I rio Schedule LotoPI NONE





eclels!

$ecitcetlon Reference! 15911
OPewlng Reference!
Co.srucle. SecIIcoIon ZO Schedule Pege L.e Nber NONE
ROXCCe X/O 8hedule Locgtor! NONE
Point uleO by EMCS [YIN] Y

Reeonsti|itvl FrnIahtgi /HC8 CONTRACTOR
]nete11!ng C$ CONTRACTOR

NtPtg! EC$ CONTRACTOR

Record!

Shop Drawing Submitol Oete
L.ockwood Greene #1
[xtornel #1 F|O Cobtnet Nusber
8tetusl FXD Teem Booed PoIP

Device Choeoceesttco
Xteefece Equipment ReaPed
SePvcel XHAUST AXR DAHPR CLOSED

SenSoe Numbeet POS 5 POint OSgetto 2H1 AHU tSPOS S SensoP Tyrol Datal

DPa.g RefePe.cel
Construction Svetftceton XO Schedule Page kne Numbee NONE
RO;Ce ZlO hodule koctorl NONE
Point used by EMCS [Yt]I Y

Resvonefbtlty Fuenshg (CS CONTRACTOR
ExceptiOnal ]nstsll]ng ECS CONTRACTOR

Lockwood Greene #8
Externel #1 FXD Cebinet Numberi
Stotusl FXD Term 5oord Petre

DevtIe Chirectertotlcsi
Zntep1ece Equipment Reured
Servtcel ZN OUTSIDE AZR DAPER OpEN

Sensor Number! PO$ 4 / Point Oeolgnetton! H! AHU |POS Sensor TrEe!
Spotcotton Roerencel
OrowIng RefoPence|

Con#true,Ion eclfIollon X/O Schedule Peae Line Number NONE
ROICCes ZlO Schedule Locstoe NONE
Ptet used b ECS [Y/N]i Y

Reoponetbilty Furnishing EC8 CONTRACTOR
Eopttonsl In|toll|no| EC$ CONTRACTOR
Saeclels! trIngl EHCS CONTRACTOR





lceptons!

Soecflcetton Refeeence! 1591
Oen gefeeeCe!

ConltruCton Soecceen X/O Se.edu|e Pege Line Number NONE

OIC’e X/O Sc.edle Loco NON
PoJ used by EHCS [Y/NIl

Re|Donstbtlttyl Fuensh|ng CS CONTRACTOR
Intte11|ng EHC$ CONTRACTOR

H|rtngl EC$ CONTRACTOR

Receed 5

$eclsII!

EcepttonI!
oecle|Sl

ockwood eeene #1
External #1 FXO Cab|net Mbe

Devtce ChePecemttel
Zntefece /qutpeent RequtPed

OPewtnO RefePeeel

RO]CCes ]/0 Shedule Locetoel NONE
Po4nt used by EMS [Y/N] V

Reione46411tYt Wuntuh4ng CS CONTRACTOR

Wtetngl MC8 CONTRACTOR

Lockwood Geeene #1,, Euternel #1 FXD Cabinet

Stetll FXD Teem Beard

Oevqce Characteristics!
nterfaee Equipment

Servicel VAR|ABLE OA DAPER. OPEN ..............
Pege 13ql-A3oq

Lockwood Geeene #i
-, Exeenel #! FXD Cabinet ubep

Setusl FZO Teem Boeed

Oevlee Cheaceesttcsi, Interface Equ4ent Reuieed
SePvlcel SMOKE DPER CLOSEO .....................

5ensoe Nuberi POS? ’ Potnt Deignettoni H1 AHU lSPO8 7 Senses Tve8 Ogtal Xnput Recoed8

et ftcetten RefePencel
Ora.t n RefePencel
ConstPUCtten 3ectftcaten XO Schedule Page Lne NubeP NONE
ROCCs ZO Sehedute otePI NONE

ReponotbtlttYl Fuenlshtng FC8 CONTRATUR
Znstelltng EHCS CONTRACTOR





[Icet4ons!
$ec4als!

Seelflcatlom Referemce! 15911
Drsw4ng Referemce;
CommtPuctlon S(C)ecl/tcet|on |/O Schedule Page Ll.e NumbeP 312
ROICCs X/0 Schedule Locatorl 8-$9

ResPonsibility; FuPmishmg HONEYWELL, XNC
Wlrlmgl HONEYWELL, INC,

Recordl ?ES9

$eclelel

used by ECS [Y/N]! Y
Re|ommibilitYl

Shop Drew|nO Submitel Oee
Lockwood Greene #1 767
Extepmel 1 667
tatuml DEVIATES

Dev4ce Cheracte4stcs
.terfece Equlement Regued

FuPn(mhtmg; HONEYWELL XNC
Immtmllmg HONEYWELL INC,

W|r|ngl HONEYWELL,

FID Ceblmet NumbeP
FID Term Boad Pa4rm

SePvlcel COLD DECK TEMPERATURE

NbZ7-77-Ce752b
Page t94t=AS93

She Drewtmg Submttel Deta
Lockwood Greene #8 76?
Extermal #l 667 FXD Cabtnet NumbeP
StstUSl DEVIATES FXO Term Board

Device
XtoPfece qutomet Requred

Servtcel START REURN AtR FAN

SenIor NumbePI T-I Potnt Oetgmettonl Ht AHU T- 8emloP Tvpo8 Ameloa nDut RecoPdl ?6
Spet etton RefePenCel
OPewtng RefePemcel
ComtPuctton pectftcetlon /0 Schedule Pee Line NumbeP
RO;C’e I/O Schedule LocgtoP 0-59

Shop Drawmg Submltml Oeta
Lock.oDd Greene i ?b?
Eztepmml #8 b67 FXO Cebtmet Number
Status8 DEV&TES FXO Tem BOard Pm|rS

Oev4ce CherectePst|cs!
IntOPfOCe EqU|memt ReguPed

Servtce8 START SUPPLY AIR FAN

Orswlng Refers.eel
Construct|on $ectficet|o |/0 Schedule Page Lime NumbeP 34
RO|C’s X/O Schedule LoctoPI e-59
Point used by ENCS [Y/NIl Y

Reapohs]btl]tyl Furnlsh].g HONEYWELL, INC
gxceptoRs! nstalltmg HONEYWELL, INC
Soectelsl 4P|mgl HONEYWELL ZNCo



J



Coneeuctl $ec(ceton I0 Schedule Pear LSne Nuber -E
ROICC*s X/D Schedule Locetorl 8,e

Point used by EHC$ [Y/N] Y
Reloon|tb|ltt1 FUrtIh HONEYWELL, XNC

nstelllng! HONEYELL NCp
W(rng HONEYELLe XNC,

Record! 2b

Exceptions|

5neclelSl

Shop Drewmg Subm|tel Dete!
Lockwood Greene #I

Externel #1 b67 FX Cebmet Number
Stetusl DEVIATES FID Teem oePd PeIPI

5ePvtcel LEVXNG PREHEAT COXL TEMPERATURE................
SpecifiCation RefePe,el
OrlwMg RefereCtl
ConstrUction 8oSfScetSo I/O Schedule Pegs Lie Numbor
R0CCel I/O Schedule Loctorl 8-59

Point used by EMCS [Y/N]I Y
ReOnblttY FuP,lh.g HONEY*ELL. INC

We.QI HONEYWELL

Shop Drawing Sub@Its1 Dete
LOCkwOod Greene #8 767
Eterns| #l 66? FXD Csbtnet Number!
StetUll DEVIATES FID Teem Booed Pe]es

Device ChaeaeterSstcsl
Interface Equimment Requ(Ped

Pa=e 1391-A3-9

Shop DreW|nO Subm|tel

Lockwood Serene #1 767
Exteenel | bk? FID Cab|ne NUmbeP
StatusIOEVIATEB FXD Teem Bored

Device CheeectermtScs
Interface EqupmeRt Reueed!

ServiCe! HOT DECK TEHPERATURE..

Sensor Numberl T- Po|nt Oesg,sto! 2H1AHU |3T-3 Sensor Typel Amelog

Spec|fcstton RlferenCel 15911
Drawing Reference;
Co,structton Spocf(eetton IO Schedule Peqe Lne Numbee 35-12
ROCCs I/O Schedule Lotorl NONE
POint used by EHCS [/|!

Reepo,sblttY Furnlshlng HONEYWELL, INC
W]e|ngl HONEYWELLe INC,





Snoots|s;

Pots! Destgnstlon EHt AHU 3T- Sen|o Tvpo! Aoloa
Spe]icslo RetePece!
DPs, tng RefePeel
Co.stuctlon Spectf|cstton I/O Schedule PaQe kie NubeP
RGZCC’S Z/O Sqkadule otoP! 8-$9

Point used by EMCS [Y/N] Y

Insts]lJg HONEELL
PRgl NONEYELL INCo

Exceptions!

Sectels!

Sectels!

Lockood GPeee #1Tb7
ExtePal #! 667 FID Cehtet NubeP
Statusl DEVIATES FID TePm BoePd PePs

Oevtce ChePateptstCst
In!sPrees Equ|eent ReuPod
SePv]cel COLD DECK TEHPERATURE RESET

SensoP NubePI TR-HD Pot Oeatgetton| 2H! AHU !TR-HO
Sa(C)|ftcetion RlfePemce tsgt!
Opetng RefePeel
Construction $ectftceton |/0 Schedule Pee Ltne NumbeP| 5-12
ROCCs /0 Schedule LocptoPI 8e59
Potnt used by EHCS [Y/N]!

ResponSb||tYl Furnishing HONEYELLe NC
Insta111g HONEFLL

|Pflgl HONEYNELL, INC.

ShOp De.4g $ubmttal
Lockood GPeee #1 767
External #1 667 FIO Cebtet NumbeP
StetUSl DEVZATES FZO TePm BoaPd PIIPI

Devtee ChsPscteP St csl
RtePfece Equteent Reauped
8ePvtcel HOT OCK TEHPRATURE RESET

NbE78-77-C-TSb
Pee

Lock*sod GPeene # 767

Device
ItePfece Eaut:met RequPodi

SePv]cel REURN IR TEHPERTURE .................
Sensoe NbePI TReCO Pots! Designs!toni 2HI AHU ITRO oRmOP TVpII Aalog OutpUt RecoPdi

Spe fcston Refereel
Oro(g ReePeee;
COnSteUCtton Sec4teofon IlO 8ehedule Page Lne NumbeP 35-12
ROCC*s /0 Schedule LocptoPI 8=59
Potnt useO by EHC8 [VIN}I Y

Relponlb ltyl FuPntlhng HONEYELL
Inltallfng HONEYdELL NCp

Ptngl HONEYELL





spetfceto. Re,ere.c.!

Re|ponsbiltyl Furn|sh|ng!

Sho OratnO Subm|tll Oa&a
Lockood Gree.e

:::::::::::::::::::::::::::::::::::::::::::::::::::::::::::::::::
Sensor Number! DPSH-I

Spec(f|cato Reerencel ISetl
Dra.ng Refer.Reel
Construct|on Spee4f4cat4on I/0 Schedute Page Line Number; 35"13

ROICCes Z/0 Schedule Loctorl 8-68

Snec|alSl

Shop Drawteg Sube]tel De|at

Lockwood Greece
Eatersl #1 667
Status! OEVTES

Device Caractersttcsl

Furn||h|g NONEYHELL INC
Znat811|g NONEYELL N

FZO CebSet NumDer
F%D Term Board Palra

mterfece EClutlment Reaured
Seevlcel SUPPLY AIR FN, DZFF PR,$N

Senior Number OPSH-2 PoSit DIISGROESOR H HU tSDPSH2 Sensor Tvel Dgtel ut RecoPdl

SefcetOn Refeeencel 15911
0Paw1 O RefePecel
Cons| Putt on $e fcaton
ROICCel I/0 Schedule LocptoP 8=6g

PO(nt Bed by EHCS [Y/NIl Y
ResDonstb414tY Fuen shtng HONEYELL

[=ept4onsl
Inetetltngl HONEYELL

SectmtSl
etng HONEYELL INC.

hop Deewtng 8ubB(tOt Oote
Lockwood Greene #1

Exteeflel #l 667 FID Cabtnet Numbee

Devtee Chapel|ernst cs
nteefsce EquSment ReQuredi
SlPv(ll RETURN,

N62qTB-77.C.7526
Pege 1391ek396





Sensor Nuberl

8aeclels!

$acltcstton ReferenCel 15911

ROXCCes X/O Schedule Locater! 8-68

ResPOnstbllttyl Fuent|ktng NONEYNELL# INCe
lnste114ng HONEYWELL, INC,

4r40! HONEYWELL, IN

Recordl 231

$oectSlll

Shop Drswtng $ubmItel Oatai
Lockwood Greene #1 767
Extersl 1 667 FZD Cebet NumbeP
Ststus! DEViaTES FZr Term Board

Devtce CeracteristtCll
Znterface Equipment Reured
Servlcel H(D (F &FTR FLT OFF PR $

DPetng RefePenCel
Construction 8eIficetton Z/O Schedule PaQe Lne NumbeP NONE
ROCCel Z/O Schedule Locateel 8-6B
Pofn used by ENC8 [Y/N] Y

Installing NONEYELLe INCp

FushIng NONEYNELLe ZNC;
Instilling HONEYgELLe

gP]ngl NONEYELLe$Oe4elsl

Shop Dratng SubBttel Dotal
Lockwood Greene #t 767
External l 667 FD Cebtnet yumber
StatuslOEVATE$ FZO Term Booed

Devtce
ZntePface Equipment Reured
eevIcel LO EFF PRE-FXLT DFF PR SN................................ =============================ORIOP Numep DPSHe : Po1t Olgnatto 2H AHU lgDPH $IRIOP TyrOl

Drewtng RefePeel
Construction 8ectftclto Z/O ehedule Page Lne Numbee
RO]CCI ]/0 Schedule LocltOel
olnt used by EHCS [Y/N] Y





Sensor Number! OPSHo6 Potmt Desgnat|on 2H2 AHU |4DPSH-6 Sensor TvDel Ogtel ZDut

Construction SDecftcat(on I/0 Schedule Pqe Lne NumbeP
ROtC*$ /0 $kedule Locater!

ExceptOnSl

n|te11]ng HONEYELL INC
i4r|ngl HONEYNELL, INC,

ShOp Drawing Subm]t=t Oete
LOCkwood Greene

StetuBI DEVIATES
Oev4ce Charactee48t 48l
nteface EQUipment ReQuPedl
SePvcel ENABLE LOCAL ENTHALPY/ECON CON

Secf4cet4o ReeeeCel 15911
DPOwng efeeeecel
Construction Sec4elcmton Z/O Sehedute =e Le Numbee 35;13

Respol]b tyt
Instllltgl HONEYELL INC

WP4g HONEYELLe INC.

Lockwood Greene #1 767
External #1 667 FZD Cab|net NumbeP
Statull DEVtkTES FO Term Board PaPl

Oev4ce Cheeacter48t1
RtePface Eumet ReuPedl
SePVCel FREEZESTAT

Nb27g-77-C-752b
Pee t39t-A3-B

$oacslst

Lockwood Greene #1 767
Exterat #1 667 FTD Cabinet Number
StItuIIDEVATES FZD Term Board

Oev(ce ChaPlcteP4ltll
XntePfece Eu1met Reueed
SePvtcel EXH FAN D;FF PRESS SN (EF-ttB)

Senior Numbepi ENTH / Pot.Oeggat4onJ ZNZ AHU t4ENTH Seso Tvel Ogtt Outut RecoPdl

Specif4cat4o Refeeencel tSett
Drawing RefePeRCel
Construction $ec4f4cet4on O Schedule Peer Lne Number 35;13
ROCCI /O SCkedule Locptol
Po4nt uled by EHCS [Y/N] y

nlte)l 4nO HONEYELL
HPgl HONEYELL





Sensor Nuber
Spectfcetton Reference| 15911

Constructto Spe(C)tftcetton I/O 8ehedule PeOe Lime
ROICC’s I/O Schedule Locater!

Instelltng NONEYEL, |NC,

egl HONEELL INC.

Reorl

Shop Ora*ng Submttal ,Dste
LOokood Greene #1 767
External #1 6k7 FD Cabtet Number
StetuII DEVATE FZD Term Board PePe

Xnterfece Equipment Reured
eevcel ZONE MXHUH HEATING DEHNO

N62T-TT-C-TY6

Shop Dreteg Submits1
LOCkwood Greee #1 767
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SDec!f4cst4on RaePence| 15911
Drawfng Reorence!

Point ueed Ov EC$ [Y/]i Y
Re|pon|tbtlttYl Furntlhtng HONEYELL INC;

|nItalltng| HONEYNELL NC
NPnOI HONEYNELL |NC,

Record!

Servtce! ENIBLE LOCAL ENTHALPY/ECON CONT., ........... ...oo.. ....... ; :::::::::::::::::::::Sensor Number FZ=I Peter Deltgnet|onl RG AHU SFZ-! Senior Toel D|Qta! Znout RecoPHi
Deewlng RefePencel
ConlteUCttOn SPee4ftcot4on t0 SChedule PIQe ne NumboP
ROCC IlO Schedule Locator 8-68
Potnt ue b EHCS [V/N] y

RelOOnlbJlty Fuentshtng HONEYNELL INCEcept 1onll lnltllng HONEYELL8peClelSl w+e]nel HONEYNELL NC,

ShO9 DPeung SubItil
Lockwood Greene #1 767
External #1 667 FID Cabtnet

Devtee
ntePfee Equipment Requped
ePv4el FREEZESTAT

Nb2TB77-CeTb
Peoe

Shoo Dre]ng Submttsl Oi|a

Leekuood Greene #
Externa| #l 667
Stetull DEV|ATES

Device Characterlt|sl
nterfece EQU(BIRt Required

Furnishing MONEYWELL, INC
InetelImgl MONEyWELL

wfr|ngl HONEYWELL INC,

FID Cabtnet Numbee
FXD Term Board

[xceotfonsl
Seclelel

Shop Drewtng Subm|tal Data
Lockwood Greene #l 767
ternst #1 667 FD CIb1ot Numbep
8tetusl DEVIATES FID Term Board PItPIDevice Charecteritlcl

Intorfmce Equ4pmet Requred
SePvJCel LON EFF PRE-FLT.0FF PR S

Sensor Nmbel ENTH Point Desgnetenl BG MU 2SENTH Sensor Tvpel DotoI Output Records P37Specfgetton Reeeengel 1591
Drawing Refeeencel
Conlteuct]n Detceton ;/0 8ehe@ule Page ne Nu.ber ]5-

Potnt Ued by [C8 [Y/] V





Salele!

Drew4ng Reference|
Construction SPeeleat|en X/O Scheu|e Pe Line NuberROXCCs /0 Schedule kecatorlPont used by EC

External #1 667
8tetull DEV4T[$

Zneeece Egu(C)mont Reaueed

Instal14ngl NONEVELL INCWtrtngl NONEYELL INC,

Except|anal

SDacalal

$eceln!

Relon|b|ity

She= Orevtng Submtel 0ete
Lockood Greene #! 767
External #1 667
StatUl DEVIATES

Device Ch.recterlstcai
Xnterfaee Eqpmenl Reure

Xnlta]lng HONEYNELL INC,
|P]gl HONEYELL

FX Cabtnet Numberi
FXO Term Beard Pe(P|

SePvlcel ZONE NXNHI COOLXNG OEMANi
SenloP NumbePi HAX-HT Polnt OeSgnetlon 8G AHU 2SMAXeHT Sensor TYpII Analog nutSPecification Reerencel 1911 Recoedl 34DPaw4ng RefePenCel

COmtPuCtOn 8Peccetfo %/0 Schedule Page Lfne NumbeP NONERO%CC*1%/0 8heule LocmtoPi NONEPo(nt used by [HC8 [Y/N] V

oekwood Geeene i 767
Extepnel #1 667
8tetusl DEVXATE$

Dev4ce CharacterJlttcl

Vurnt’h|ng HONEYNELL, INC;
In|talltng| NONEYEkLe NCNtr|ngl NONEYNELL |NC,

FXD Cabinet NubeeFXD TePm Boaed Pe4rs

Service! RETURN AIR DEiPONT
Sensor Numberi HAM.C{, " Po|nt Oesignet4en BG AHU 2SMAXeGL eneee Tyel Anelo Inut RecordlDeelng RefePencel

ConltPtn eeffetten Z/O aehedule Page Line Nubep NONEROCC Z/O 8hedule kItop NONE





[xCettonII

Spec(ftCatlon Referencel 15911
Orawln ReferenCe|

ROICC’s I/O Schedu|e LotOri NON[

Responalbtlity|

Shop Orawtng Submttel Dete
Lockwood Greene #
External #I

Devtce Characteriet4cei
Interface Equipment Reautred

Installing ENC8 CONTRACTOR
N|tngl ENC$ CONTRACTOR

FIO Cab|net Numbe
FIO Term oerd Palr$

Record!

SaIOP Number POS ] Point Oeagnltto B; ANU EPOI Senior Tyr)el Ogitel ;nput Recordl 28peftCatto ReePecel 15911
DPatn RefePecel
ColtCtten etfleaton /0 Schedule Page Lne NumbeP NONE

Exceptional

Sho Dretng Submttal Oate
Loood Greene II
External II
StatuSl

Dev|ee Ckereoterstil
Interface Equ|pment Reured
Sorv|el OUTSIOE AIR DAHPER CLOSED

Funtahqng ENC$ CONTRACTOR
nte|1|ng ENCS CONTRACTOR

|rngl FMC$ CONTRACTOR

FID Cabinet Number

SpecelSl

Potnt ulea by EHC$ (Y/N)
Reaaona|btlttYl

Shoe Dralng 8ubmltel Datei
LoOk.Bad Greene #!

tetu.I
Dev4e Characterst1li
Interface Equipment Reaured

Furnlshfng ENCS CONTRACTOR
Inata11|ng EHCS CONTRACTOR

W|r|ngl EHC CONTRACTOR

FID Cebtnet Number

Sevtcel OUTSO( AZR OANpER OPEN

N627-T7=C-752b
Page

Servlcel RETURN AiR D.AMPER CLOSED

81nlOr Numbep| PO 2 Point Deslgnatteni BG AHU ESPOS 2 Sensor TyDel Digital Znput RecePd P337Specification ReePeneel ISgII
DPa(ng RefePencel
Constrton eetation I/O 8eheOule Page Line Number NONE
ROICC*I /0 Schedule LoSte NONE
Potnt ued by EHCS [V/]! y





So,soP Nueberl PO$

Exceptions|

$ec4sls!

OPs.tng RefePeel
ColtPucttcn Spetf|Ceton |/0 8hedu|e Pegs Line NumbeP; NONE
ROICCes ZIO Schedule Locetop NON[
Point used by EHCS [Y/NIl Y

Fuenimhi EMC$ CDNTRAGTOR
Instilling# EMCS CONTRACTOR

RecoPd!

Xnterfece Equipment Requed
Seevice| EXHAUST AXR OMPER.OPEN

retflg RefePeel

ExcepttanSl Znsta111g [CS CONTRICTOR

Shop DPewtng 8ubttml Dete
Lockood GPeene #1
ExtePnel #1 FO Cebtnet NumbeP

Oevtce hePectePi st tl
ntePfece Equipment RequPed
Sevlcel HOT DECK SOE OAHER CEOSED.......................................

NbE47-77-C-752b
Pmoe

Shop Oemwtg 8ubIt*l
Lockwood GPeene
ExtePnel tl
Stetull

Oevtce

CONTRACTOR
CONTRACTOR

FZO Canet Number

8neetm181

Lockwood Gpeene #l
Extepna| #1 FZD Cabinet Ngmbep

Devtee ChmPectePlt (m

SePvtcel EXHAUST AR APER CLOED....... ...., ...
Spectficetton Reeel 1591
DPatng RefePeRcel.
ConltPucton Pl{tftclttOn Z/O Schedule Pigs Line NumbeP NONE
ROICCI /0 Shedule LotoP NONE
Point used by [HC$ [Y/NI Y

Relpont bl tyl





SesoP N,imber! ?O$ 8

Secelss

Construct|on Spec4f4cet4on |/0 Schedule Page Line Numberi NONE
ROCCeS /0 Schedule LocatOrl NON[

used by EC8 [Y/N|t Y
Reeaone46111tv! CONTRACTOR

CONTRACTOR
CONTRACTOR

Speeifiet4o Refeeeneel ltl

ROCCe /0 8keule Locatoel

Rel=olbttttyl Fuen4lh4g HONEYNELL
Eleettoll Inst*lltgl HONEYELL INC
Seletst trtgl MONEYELL INC.

Lo;kwood Greene #I 767
EztePn=t 1 667 FXD Cebet NumbeP

Oev4ee
Xtefece /qut pment
CerviCal ST*RT RETURN JR FAN

Nb2Te=77-C-?SZb
Page 13941-A3-16

Shod Dee,trig Submltl Oete
Lockood Gpeee #t 767
External #1 667
Stetusl DEVXATE$

Znterlce Equipment Requtred
Serv1el START UPPLY.&R FAN

Furnsh4o HONEYWELL, XNC
Zatail!ngy HONEYNELL

(r|ngl MONEYHELL

Term Board Petre

Except4onsl
$ectelel

ShOD OPewtg Subm|te| Oatei
Lockwood Greene #1
Externlt #1 FIZD Ceb(ot Numbep
tltull DEVIATES FI Teem Board

XntePfece Equ4pmet ReouIPed
Servtcel COLD DECK CHOKE DAMPER CLOSED

SPecftcotto RoSeencei tSgtt
DrswtO Refereeel
Costructto Spec4ftcotton Z#O Schedule ot Lne Numbee
Potnt uleO by [MCS [YI] Y





SpectalSl

Speciicetto Reference! Isqti.
OeawIRg RefeeenCel
CoatPuc|on Sec|ftcetien ZlO Schedule Pege Lne Numbe
RDCCI I/O Schedule LoctoPI 8-68
Point used by ENCS [Y/|t Y

Lockwood Greene

Oevlce CheacteIsttCa!
ntofece

nlta11ng HONEYNELL ZNC
IP|Rgl HONEYELL NC,

RecoPdl

Exceptions!

Lockwood Geeee #1 167
Eider.el #1 667
tatUUl DEVIATES

Device Cheeaeterttte
Interface Eu1me.t Reeued

P|O Tem Beed

Sef’vtcel HOT DECK TEHPERATURE....................................
NUmbepi Pon Detgettoni BG AHU EST3 SeceDe Typel An1og

De*t ng RefeenCel
ConstruCtion Speeqfteeto /0 Schedule Pete Le
ROZCCs T/O Schedule Loctoi ONE
Point uue y ECS [Y/]

Shop Oawtng Submtel Oete
Lockwood Greene #1 767
External 1 667
Statusl DEVTATES

Dev|ce Cherectertuttca
Interface Equtament ReauPed

W|rtngl HONEYHELL XN,

FID Teem Board

Servlce! LEAVING PREHEAT COIL TEMP

Page





Sensor NubePi T

Oeew4g RefePoei
Costeuetion 5pecicetle t0 Schedule Page Line NubeeROCCee ]/0 Schedule Locotoe NONE

=ce4OSl n011O HONEYWELL,

Lockood Geeee

Sevtcel HXED kZR TEHPERATURE

SDeCtf(cet(O RefeeeRCel 15911

CoBteuctlon 8ee4)icetten ZO SChedule Pee Line Nubee
Path! used by EHC (Y/N] Y

Lockwood Greene #! ?67
E=ternel #l 667
StetUSl DEVIkTEI

Devi(C)e Chsrectertst4coi
nterfece Eutpeent Reqwired

rurniehng HONEYNELL INC;
Znltelllng HONEYNELL INC

Ntr|ngl HONEYNELL# ZNC.

F|D Cab|net Numberi
FZD Term Booed P=Irm

Seer|ca! RETURN AtR TENPE.RATURE
Sensor Nubee TR=CO Point

Spefcet]o. Reeeenoel tgtt

Exceptions!
Sectsls!

Conetrctton Sectteetlen |t0 Schedule Page Line Number
Reoccur t/O Schedule Locetoe 8-68
Point u|ed by EHCS [Y/N]i Y

Inttsll|nO| HONEYELL
NtP|ngl HONEYNELL ZNC,

Shop OPe|ng SUbs|ill

LOekood Greene # 767
External l 667
Stetgsl DEVZAT[$

Dev4ce Chsrsetertst4cs
nterfce Equlpeent Reu|re

Cabinet Nuebei

Seevtce! COL0 DECK ?ENPERATURE RESET

NbEqTO-TToC-TSb
Page 139l-k]-le





Spec/4cet4o Reerecel
OPewn RefePencel

ROC’s /O $heu|e Lotor!
Re|o.|4b4|ty! FuP. 4sh|.g; HONEYELL INC

Se4iI$I
Instel14g HONEYNELLt |NC

ReoPdl 37

Shep OPang Subm|te| rete
Lock,oDd Greene # 7?

Oevt e CkePeeter4etSl

Page 119#1=A3-19





Co.structton Specification Z/O SChedule Page Ltne NumbeP
Relpolbl|t! Fuenlehlngl

Scecalsl S7 Vb V7 t 6 X] BE B| B5 ;7 E? E8 V3 Va H2 5 N9 X2 X X5 Xbtetno NIA

Shop Deewtng Submttel Detei
Lockwood Greee #1 767
Exteenal #1 667

SPeifetto Reeeeel 159|1
Oeaw|n ReeenCel 919-796||-25X E-15, X1-, ED=5, HT-bqe HT-Ib
CO|tPUCtt. SPecification Z/O $chedu|e Pete Ltne Nu.bep 35-2

[xceptloel
Specelel

ruenlhn HONEYWELL, ZNC
P|gl HONEYHELL NC.

Shop

Lockwood Greene #1 767
Eternel

Znteefice EquI(C)ent Requteed
Seevtce! SUPPLY

FZD Cebet Numbeei

Sensoe Numbeel DPSH-E Point Oemigotion |DI HU 280PSH-E SensoP Typei D.gtel Input Recordi 187

Consteuctton eocifteeton ;/0 8chedu]l P, Line Nboel $-
ROZCCI I/O Schedule Loom!gel 8mSi
Polnt uled by EHC$ [y/N] y

Except|OnSl
FuPnehig HONEYELL,
In|tet|ng HONEYNELLe INC

Nfetgl HONEYHELL,

Shop
Lockwood GPeee #1 767
Exteenel #l b67 FID Cabinet Nuber

ServqCel RETURN AR FN DFF PRESS............................
Page 139=1-A3-158





xceD|ons|

Secificetton Reerencel 15911

Costru(C)tton $ectftcette I/0 8cheoule Peg, ktne Number!
ROICC’s Z/O Schedule Locmtor
Potnt useo by EC$ [YtN] Y

RelDonsbtlltYl Frn4eh|ng HONEYWELL,
lneta|llng HONEYWELL, INCa

W|r(ngl HONEYWELL, INC,

Recorez

Excepttonsl

Potnt umed by EMC$ [YIN] V
Reson$ibJlitYl

Shop Drew|rig Submital OCtal
Lock,god Greene 1 767
External #1 667
StItUSl DEVIATES

Oevtce Charectertettell
Zterfece Equ(ment RequiPed

Insta111ng HONEY*ELL INC
Ntr|ngl HONEVELL, INC,

Cebtnet Number
Term Board Petr|

Servlcel EXN FAN OXFF.PRESS
..=.......= :::::::::::::::::::::::::::Sensor Number! ENTH Po|nt Oe.ltgneton t01 HU ESENTH Senior Typel Olqltal Output Recordl 1819Spe ftcetlon Refer,noel

Ore,tng RefePenel 939TQ611eXZ
Construction 8e4fteton X/O Schedule Pete Lne NumbeP NONE
ROCCI /0 Schedule
Point used by ENC$ [Y/NIl Y

Shod Dreutng 8ubm|tel Oete
Lockwood Greene #1 767
Eternel #1 667
Ireful1 DEVIATES

Device Chirectertltcl|
Interlace EqutDment Re=u]red

Furn(sh|noi HONEYWELL. INC
Instal|tng HONEYWELL. INC,

Wlr|ngl HONeyWELL. IN{.

Cab|Bet Number
Term Board Petr8

Servtcel ENABLE LOCkL ENTHLPYtECON CONT,

Nb247e-77.C-?SEb
Page 139tll-A- 151

Excegt4on|l

8oetalsl

Shod Drewtng Submttel Date
LoCkWOOd Greene #t 767
External #l 66? FIO Ceb4net Number

Oevtee ChaPecteetstCl
Interface Equipment RequJred
SePvel LO EFF PRE-FZLT O;FF PRESS S

Saefcetton Refer,heel 591

ConlteuCtton 8ee4ftetten ItO 8hodule Pee Line Numee 3-18
ROZCCel I/O Schedule Locatop 6-$2





Se$oP Number!

Soectals!

Po4nt Oeeignat4oni ID! &HU 28FZe! Sensor Tyoel Dotsl InputSoe4f|oeto Refeecel

COnstruCt|on Sere|licit|on ]I0 Schedule Page kne NumbepROTCCes ItO Schedule Lace!or! 8058
Pont used by EHC$ [Yt]i Y

ResoonetUflitYl

Shop OPewtg SUbm|te| Dete
Lockwood Greene It ?67
External | 657

Fuen|lh|ng HONEYNLL,
nstll|ng HONEELL ZNC

wIe|ngl HONEYNELLe INCa

FID Cib]net NUmbep

Recoedl 1815

Excepttone!
Soeclals|

Shop Drewtng Submttal Oetei
Lockwood Greene 1 767
External #! 667
StetUel DEVIATES

Device Cheeecter(etcn
nteefece Equ|ment ReuIPed

Furnishng HONEYELL
Inte111ng HONEYkELL

HtPIngl HONEYHELL

#I Cabinet Number
FIO Teen Baled Patrl

Ezcet|onel

ec]llsl

Sef’v]eel RETURN AIR D,tPOINT

Sensor Nuberi AX-CL Point Oesionatten |D1 AHU 28HAXCL Sensor Tvlel Anelo Inlut Recoedl 1827Spec4fICat(on RefePencel ISII
Orawfno Refeeencel 99-79611-ESXle EW-ISe II’e ED=Se H7-64 H7-16 7-2EConstPucto SPecfCito /0 Schedule Page Line Nubee NONEROCC*s /0 SChedule kocetoPi NONE
Pot uled by EHC8 [Y/N] V

Shop Ore*ng Submtel Oeta
Lockwood Greene ! 767
External #! b67 FID Cabinet NubeP

ntePfece Eutent Reu(Ped
ePvtCel ZONE HAXZHUH

N62To77-Ce75E6

FuPnteh4no HONEYELL INC
Inltalltng HONEYNELL INC

Ntpngl HONEYFLL INC

8tetusIDEVIATE$ FID Teen Beard Pe|reDevice CheeeetePsttce! ELE.,ANN, X-HIT; O/P 4-2eHAInterface EqUipment Requredl
8ePvtcel VREEZET*T

Spec4f4catton Reerencel 15911

Construct(on Speclftcet4on IO Schedule Page Line Numbep ]e





Semsoe Numbeei HAWmHT

E=ce=t|oM$1

Speciicatlo RefePenCel |5|t

ConstanCe(on SPe|f|caten Z/0 Schedule Page Line NumbePi NONE
R0CS 1/0 $kedle LoCatO NONE
Pott use= by [NCS [Y/N]i Y

Reeonalbt|ttvl Puentlhto HONEELL XNC,

Shop Dee,Rg SUb4tal Oatei
Lockuood Geeee t ?b?
ExterRal tl 667
Status! DEVIATES

Device Charecteeiettesi

Inetellg HONEYHELL INC
WteRgl NONEYHELL INC,

Cabtet Numbee
Teem Booed Pets

Recoedl 182b

ROICCel /0 8hedgte Lotorl NONE
Point uled by EHCS (Y/] Y

Rel=onltbtltYl Fuentshtg) EHC6 CNTRACTOR
[=epttonsl .ltelltng EHCS CONTRACTOR
8DeclalSl trngl EMCS CONTRACTOR

EtePel I FZD Ceblnet Numbee

nteefece Eutet Requeed
SePvael OUTS;DE AIR DAHPER CLOSED.................................. ::::::::::::::::::::::::::::

NbE7=TT-C=TSE6
Page 13gl-kS-153

FID Cobtet Number
FID Teem Booed Pa|es

Potnt useO by fHCS [YtN]i T
Responstbtlltyl Fuenishtng FHC$ CONTRACTOR

nstalltg| EHC$ CpNTRACTOR
|etngl EHCS CONTRACTOR

Shop Deew|eg Submltal ate
Look=oDd GeeeRe #1
Etepnal #1
Statull

Device Cheeac|eei|t|cli
nteeface Equ|pment

SePvel RETURN A;R DHPER CLOSED

Seevel ZONE HAXMUH HEATING DEHANO;.. ............... ..........
Specficato Refeeencel 15911

COnateuotton 3eeelflcmtloe ZlO Schedule Page Ine NumbePI NONE
ROXCC*s /0 Schedule Leoetor NONE





$ecffi(C)aon Reerencel
COnStruction $ec|tcsto Z/O Schedule Page Line Number NONEROICCI Z/O Scheeule Loatopi NONEPo(Bt Used by EMC$ (y/N]i y

Eept|o|l Responiblty FuPnfshtng EHCS CONTRACTOR

trtng EC$ CONTRACTOR

Lock,odd Greene Sl

8tetuml
Devtca Chertcterst|l FZO Ter Board psrs
Zntsrface Equipment ReauiPed
espy|eel OUTS;dE AR ANPER OPEN

Number| POS / Po|nt Desgnat|on |O| AHU 28P0S Sensor Tyrol Dtal Znput Record 8
Speifcatto ReePenCel |gt|

Construction SPe(C)Ifat|on X/O $cheOule Page Line Number NONEROCC*B /0 8heu|e LoCstorl NONEPon use by ENC8 [y/N|i y

ResosfblitYi Furnish|g) EHC$ CONTRACTOR
$ectalel

Shop Oratng Submftel Detai
ockood Greene #1
E=ternal #1
Statusl

Instel1Rgl EHC$ CONTRACTOR
|rngi ENOS CONTRACTOR

FZO Term Board Pstre
ZntePface Equtlment Requlped
Servel EXHAI/ST A|R OAHPER CLOSED

Oii .....Sensor Numberi POS 5 POint Del]gnat(Onl tot HU 28POS 5 Sensor Typel g tel haUt Recordl8:etftcsto Refereel 1591 1812

RUCCs Z/O Schedule kocator NONEPO(t used by EHC$ [Y/N y

Exceatlonsl Reepo.etb(tityl FuP]ekng EHCS CONTRACTOR
Saectels tnet111O EROS CON?RACTOR

tPt91 EHCS CONTRACTOR
3he Oeevtg 8ubftsl Oete

Lock*oo Greene #1
Extep=l 1
8tatuSl FZO Cebtet Numbep

Oev4ce ChaPecterJtfCS FD TOPs 6oaPd Petr8
Interface /qu4pmont RequIPodl
SePvCel EXHAUST ZR BAHPER OPEN

N6E7-77-C-TSE6
PeOe





8oclf|ato Roeracel
CostPuct|o $ooctftcatto ]/O Schedule PeQe tne Nubee NONEROCCeI X/O Schedule Locetoe NONEPoint used by EHC [Y/N] y

EeptIoe!
Soec|alSl

ReeoRatbl|tyl

Shop Oralng Submltel Dote
LoCkood Greee #
Eteral 1
tetUel

Devfce Characteriettli
nterfe(C)e Equ]peRt ReQuPedi

Fueef|hlg EHC$ CONTRACTOR
]nete!149 EHCS CONTRACTOR

Wtrtn9 EMCS CONTRACTOR

FID Cabinet uber

8Pectelel

Shop Oratng Submttel Date!
LookwOod Greene
External #1 667 F|D Cebfet Numbee

Device Chaeeeteeet]Csi FZD Term Breed Petes
Xnteefece Equipment Reueed
Seer]COl 8TART SUPPLY AIR FAN

Furni|htg HONEY[LLe
nete111gi HONEELLe |NC

WtP|Rgl NONEELLe

Service! HOT DECK SMOKE DAMPER CLOED
ensoe NueDerl POS 7 Po|Rt Des(geetIonl |0! AHU SPOS 7 Senior Typel Dgtol ZePut Recordl

Dre*inO RefePencel 9gw796e2Sxz ElSe Zl-e 05 HTwb4e HTw16 M7-22
ROZCC*S X/O Schedute kecetoel NONE

Reoeoeiblity FUe.hO EHCS CONTRACTOR
5eectalol Znstolltngl EHC$ CONTRACTOR

(rteg ECS CONTRC?O
Shop Oeewtng SubtOtal Oate

LOCkwOod Geeoe #
External #1 FZD Cebtet NumbeeStetuSl FD Teem Board PatrlDevice

Znteefece Equipment Requred
$ervel COLD DECK SHOKE DAMPER CLOSED

5eeor Nuberl S-1 Potnt Dee gatto 1D1 AHU 285N;1 Seneor Tyrol Dgtel Output Record 18173Pectfteetto RefeeeRcel 15911

Cetructlon SPee{feoton ZlO Schedule Page Ltne Number;ROCCs Z/O SChedule Locetor





$etslsl

Specification Relies.eel |5911

Shop Dee.tg Subnttel Oetel
Leekeod Geeene #! ?67

StetuslDEVAT[$
Oev|e Cheaceeisttcli

Inetelllng HONEYELLe |NC,
*lelng! HONEY*ELL, INC,

Recoedl

$ec|als!

(xcepttenel
Selsls|

Shoo Oret.g Submttel Oete
Lockwood ;eee.e #1 76?
Cxtee.el #I 667

Devtca Cheeeeteestles
Inteefeee [utnent Reueed

nts11ng! HONEY*ELL XNC
MJe|ngl HONEY*ELL

FXD Cebt.et Nueber
F;D Tern Booed Petee

Seevteel START EXHAUST FAN (EF=Iq]

Co.IteUctlo. Specification XlO hele Pegs Line Numboe 35-2

Po4nt used by EHC$ [Y/N]; Y
Res(C)onelb111tyi

Shep Oeewl Subn|tel ete
LOckwood Geoene II 767
[xeeeel 1

Oevtce Cheeecteetsttcs
nteefece Eutnent Reouirei
Seevtce! COLD DECK T(HPERATURE

Fuentehtng HONEY*ELLe
Xneta111.g| HONEYNELLe

tetngl HONEYELL

FIO Cebtnet Nunbeei
FID Teem Beard Pstee

Pege i$gal.*k$o156

]nteefece Equtnon RequlPecli
Seevce! START RETURN AIR FAN

peclf1Rtlo Refeeecel IS911

ConstrCtton $ecttcetton ]!0 heOule Page tne Numboe 3-1e
ROZCCs ]10 Schedule LocgtoI
Potnt used by EHCS [Y/] V





Excepttonsl
Sectell!

Polm Oesgstlon DI AHU 28T-2 So.sot Typel AnelOg

RUICC*s ;/0 Schedule LocetOrl
used by (NC$ [Y/N]i y

Resaoneb 14tyl Furnishing HONEYWELL,

Leek,ODd Greene 1 7b7
Externet ! 667

Device Cheracteristiesi
Xnterfee Equtpaent Required

In=ts|lng! HONEVELLe INCNtr|ngi HONEELL INC,

FID Cabinet Number
FID Tepm Beepd Paps

Record!

Service! HOT DECK TEMPERATURE
Senior Number! T- Point Oesfgeet|on |D| AHU 28T- Senior Tyel Aneloo InPut Reordl 182ESpec fEes|ton Reeecel 159t1

Oaufng RefePeeel 939"79611e2SX EN-15 1" ED-5, 7-64 H7-16, 7-2ConstrUction 5aeetcete I/O hedule Page Le NumbeP 35-ROCCs Z/O Schedule Lopetor NONE
Pots| used by ENC8 (Y/] y

Reoosbtltty; Furekflg HONEY*EL INC
Instelltng HONEYELL INC

W|rtngl HONEVELL INC,

Lock,oDd Greene # 767
External l 66T
Status| DEVIATES

Oevtce Cheecterist|es!
Interface Equ=ment Reau]red
Servtcel LEAVING PREHEAT COIL TEHP

FXD Cabinet NumbeP
FID Term Board Pe|Ps

ExceottOnSl
Spec4eis!

(-
So,sir Number! T-4 Potnt Des|getton 101 AHU 28T1 Senior Typel Anllo9 nut Record| 183Spe liCe|fin eere.eel. 15911

C, Oretn9 RefePencel 939-7611ESXI EV-tY. Z1 EO-S, 7-6a 7=t6 7-ZZCoetruton Sme4fcetfoR I/O 8ehedu)e Pege te NumberROZCCI Z/O Sphedute LoctoPI, Potnt Used by EMC3 [Y/] y
Reseomlb4 tv

Xnstslltg| HONEYELL INCe
Ir|gl HONEYELL XNCe

I..ogkwood Greene #1 767
Exteret It 667 FXD Cebtnet NumbePtetull DEV]kS FXO Term Board PIPIDevice

X.teefce Eutaet’ Reueed
Seevicel NIE AIR TEMPERATURE

N6278-77-C-7526
Pmoe 1391-A3-157

C

C"





Sensor Nuebee| T-5 Pot
Setflcato ReeranCel 15911
Drawing Referecel 939-711-25XCo,structfon Specification |/0 Schedule Peqe Lne Numberi 35-2ROXCCe$ /0 $kedu|e Locetorl
Poin! uaeo by EHCS [Y/N]i y

Reaol|blity!

Exce:ttos|
$ectals|

Fuen4ahtng NONEYELL IN
WtrtRg HONEVWELL INC,

Recerl 18P

Interface Equ|fmet Reauire|
SePvfcel COLD OECK TEMPERATURE RESET

SeloP Numbep TR-HO Po(t Oeelgnatto 1D1 HU 28TRHD Sensor TyDel AIIOO OUtput RecoPdSpecfcatfo RelPecel 15911 1829

ROICCs I0 Schedule LoCatoP 8-5
refit use by [HC5 [Y/N] y

|Pingl HONEYNELL INC,

FID Cebl,et Number;
FIO Term Board Petrsi

Specialsl

Resoonatbtl|tyl

Shoe OeoIng Submttal Cetoi
Lockeod Greene #l 767
External #8 667
Status! DEVIATES

Oev|ee CharectePi|tt|

Fuentah|Rgi HONEYWELL, INC
Installing| HONEVELL INC=

trtgl HONEYNELL# INC,

Cabinet Numberi
nteefece Equt=ment Required
Servfcel HOT OECK TEHPERATURE RESET

Page SqIIA30158

ShOD Drawing ubmttel Oata
Lock,oDd Gree,e #l 767
External #1 667
Statusl DEVIAT[S

Devtee Ckaeaeterstes

Shed Deeing Submital Oatal
Lgckood Greene #i 707
External #l 667
Statuel DEVTATES FIO Cabinet Number

Devtce Chereetertstiel FIO Teem BOOed Pefe|

IntePflce Equ4met Reoured5ePvcel REURN AR TEHPERAURE ..........................Sensor Number TRoCD Potnt Dee gnatfofl IDI AHU 28TR-C Senuop Type Aeeloo Output RecordSpe cetlon Reerecel 1591l 8 8Oeawt.q Refeeeeei 939-7611o5X EWoS5 It-4e EO-5 M7.64 e N?=16ConstrUction SPectf(cetoh Z/O Shedule Peae Lfne NumbeeROCC’s ItO Seheute Loetep





Speclftctton RefeeenCel 9|!

Cobs|Putt|on SPe|ftcetlen ;/0 Sehed|e Pegs Line Number;
Re|onl|b||tyl Fuen|$h|flgl

B7 Be C2 F F41ste111gl
$oecalSl E7 E8 S5 V9 ! X! DO R| O 84 G G G H V7 N2 X 7teigi N/

Sho Oeew(O Subttal Data!
Lockwood
Etepnal #1 667
Statusl DEVIATES

Se,eoP NUmbee DPSH-I - Potnt De|Igmotten

OPew4n RefePecel
COnlteuCt4on S(C)eCfcatlo |/0 Schedule Peqe Lne NumbeP NONEROICCs I/0 Schedule
Potnt uled by NCS [Y/N] y

Reeooetbtlftvl Funsktmg HONEYWELL |NC
lnstelltng HONEYHELL INC.

H|e|ngl NONEYNELL INC

EeDt|one

Soectelll

Lockood Geeene #1
Exteeel e 67 FD Cebet

XtePface Equ]meRt ReutPed
Servcel EXHAUST FAN DFF PR

Nb2?g-77-C-752b

ruCntshtng HONEYELL INC
Ineteltto| HONEYWELL,

]e|nOl NONEYELLe

Shop DPI*|Rg Submits1 Oate
Lockwood Geeene #1
Etepal /I 667 FID Cables| Numbee

SePv]el SUPPLY R FN OFF PR

SeceDe Nu,berl DPSH- Pete| Oelgeatlon
SDecfcet]o Reeeecel 15911Deowtng RefePencel
Colteuctte ocfteetto Z/O Schedule PeeROCCm X/O Schedule LocetOr8
Po4nt useO by ENC8 [Y/NJ y

ReeoRsbl tY8





SPec4fIceton Reference|

Construction $e4f4cet4en Z/O Schedu|e Peqe L4ne Number NONEROZCCWs /O Schedule Locetop
Po4nt used by EC$ [Y/N|

Leckood Geene #l ?bT
Etene! #! 667
5tetuslDEYkTE$

Device Chectee|t]cel

FUPn]uhfng HONEVELL INC
I"stellng NONEYNELL, INC

|Pngl HONEYWELL# XNC,

FXD Cabinet Nuber
FID Tem Board

RecoPl 239

Exceptions|

Soeclalsl

Ecet]onsl
Sectelsl

Responblttvl

Shop Dee, tng SubItal ete
Lockood Greene #1 767
External #1 667

Oevtce Chaeacteeutes!
Znterfece Equ|meRt RequiPed

FurniShing HONEYWELL, INC
Installtng HONEYWELL XNC,

|P|ngl HONEYELL INCe

FID Cebtnet NubeP
FID Teen Board PatPe;

Shed Oeetng Subm|tel Detel
Lgck,ood Greene # 767
ExtePnat 1
$tltUll DEVIATES

Oevlce CheeectePtetlci

Fun||hlng; HONEYWELL, INCInste114ng; HONEYHELL INC)Wtng HONEYWELL ZNCo

FIO Cebtnet Number
FID Tem Boed PetPI

IntePfee Equfpment Reaufeed
Seevel EXH FAN DIFF PRESS Sk (EF-99

N6271-77-C-7526

Interface Equipment Reured
Servfcel LOW EFF PRE-FILf DIFF PR SW

SUec cetfon Refeeencei 15911
OPewn RefePencel MT’36e q39-79611.6ex N/-5S

ROCCel /0 Schedule Locatorl
Point use by EHC [Y/N] Y





Number!

$oecle|Sl

ConstruCtion SPec|ftcetton /0 Schedule Pee Lin Numberi NONROICCes |/0 Schedule Locetori
Point usea by EMCS [Y/N]|

Shop Drewtng Submttel DetO
Lockwood
External #! 667
Statusl DEVIATES

Bey|ca Chara(C)teetatt=i
nterface Equipment RequiPedi
Seevtcel FREEZESTAT

Furnmh|gi HONEYNELL, XN
InStalling| HONEYNELL INC

|rigl HONEYEkL ZNC,

FID Cabinet Numberi

Reordl

Sectalsl

Shop Drawing Sub, ire1
Lockwood Greene
Ewteeel #I 667 Fit) Cab|net Number

Devtce
XntePfeCe Equipment ReauPed
Servcel ZONE HAXHUH CnOLNG DEMAND

SpecificatiOn Refeeecel 15911
OPeng RefePencel
Construction eetfteat(en Z/O Schedule PeQe Lne NumbeP NONEROICC*= /0 Sckedute Lo?toPi NONE
Point UleO by EMC8 [Y/N] y

ReooRsib411tyi FuPntINiRO HONEYELLe zqc,

Shop Drawing Submttel DOtal
Lockwood Greene
E=ternal #1 66? FIB Cebtnet NumberStatus! DEVIATES FID Term Board PatrsOevlee ChmetePst 4cS

tef!e EuDment Requpe
ePvel ZONE HAXHUH HEATING DEHAND

nstalltng NONEYELL INCp
irtgl HONEVWELL INC,

Inatelllngl NONEYELL
*4rigl HONEYELLe

Sensor Number: HAX-CL Point Oem(gnettol let AHU 33AX-CL Sesor Tv=el Anetoo nut Record! 14bRSPefceto Referencel 1511
Drewtmg RefeeeCel
ConstPuctlon Speclftcetton Z/O Schedule Pae Lne Number NONEROICC* /0 Schedute Logtop NONE
Point ued bv EHC [Y/N] y

Resomtb(tftyi FuPtskIg HONEYELLe INC





Sector Numbarl POS PO4nt Oesiget(O! IClSaeciicstto ReferenCe! 15911

ROCCs /0 Schedule LocetoP NONEPO(nt used by EHC$ [Y/N]i
gxceDt(onsl Resons(b|lity! Furfl(shtng EHCS CNTRACTOR
$oec(elsl nstell(ng ECS CONTRACTOR

(r|ngl NCS CONTRACTOR
Shod Dretng Submttel Dete

Lockwood Peene #i
External 1
Stetusl FXO Cab(net Nubee

Oevtce Cherecterfst(es! FXD Term 8osrd Pe(Ps
Znterfece Equipment ReuiPed
Seer(eel OUT$XDE AXR OAHPER CLOSED

Sensor Numbeel PO$ 2 / Po(nt Designetfon! 1C| AHU 33P05 2 $Onsee TYpel D|g]tet Znput RecorlSDecf(cetton Reference! 15911Deefng RefereRcel
Construct|on $eeffcat(en X/O Schedule Pete L(ne Number! NONEROXCC*I X/O Schedule Locgtoe NONE

ecslsl

Draw(nO Subeftal Dete
Lockwood Greene #1
Extera| #|

Dev(ce Cherectep(a|CSl
Xnterfece Equipment RequSPed!

Inatellin EMC8 CONTRACTOR
W(r|ngl FMCS CONTRACTOR

CehSnet Number!
Teem Board re(eli

Servtcel OUTSIDE AIR OAPER OPEN
esop Number POS Pott Designer(on! tO! AHU 3P05 ] Sensor TVDelSecftcet(on Reference 15911Drewln Re@eeemcel

ConltPUcttoB Specfcatom I/O hedule Pee Lne Number NONEOICC*s I/O heule LocltoP NONEPoint used by MCS [Y/] y

ExceptiOnal RlleOnllbtlltYi Fuenllktng EMCS CONTRACTOR
5peclOlsl lnste}11ng FHCS CONTRACTOR

tPngl [HC CONTRACTOR

LOCkwood Greee #
External el
tetusl FD CebtRet NumbeP

Devtce Cheeactepst1s FID Teem Board
Z.teefece Equipment Reeueedi
Seevlel HOT DECK SHOKE DHPER CLOSED

Nb27-77-C-75Zb
Page 1191-A3-16





SPeclliat(on Re@sconce! 15911
Con|teuctlon Seectftcstton 1t0 Schedule Pegs Lne Numbee NONE
POIt useO by [HC$ [YIN] y

Lockwood Geeene #i

Fuentsh|ng ENOS CONTRACTOR

teng EHCS CONTRACTOR

FZD Cebnet NuBbeP

Reoedl ]R5

Device Cheeactee]lttcel
]ntePfsCe Equlment RequiPedi
Seer]eel COLO OEC aHOK OAHPER CLOSE

Seficaton Reeeencel 15911Draying RefePencel
Consteucton Peetfcetfon Z/O Schedule Page Lne Number NONERO;CCes Z/O Schedule Locetop
Potnt used by EHC5 [Y/] y

Exceptfonli
Relponibltty Fuenlhng HONEYELLe INC

Sectalsl Znetellfng HONEYELLe
NP]gl HONEYELL

Lockwood Geene #1 767
External #l 667 O Cmhnet NumberStatusl OEVXATES F%D Teem Boned

nteefeCe Equipment Requeed
$eevfcel START SUPPLY A;R FAN

Sensor Numbeel S= Potnt Oelignatton IC1 kHU ]3= Sensor Tyel gtel Outut RecoedlSeeiftcatton Reeeencel 15911
DPatng RefeeenCel
Cone!ruction =etfleetton /0 SChedule Pae Lne Numbep NONEROICC= /0 Schedule Locatoe
Potnt Ule by EMC (Y/N] y

Installing HONEYELL 1NO*etngl HONEYELL INC

F|D Cebtnet Numbeel
FO Teem BoaeU eetesi

Exoepttonsl

Shop Oeewlng Submttel Date
LOCkwood Greene # 767
Eteene! #1 bE7

ev|ce ChaeacteetStt(C)e
nteeface EQuapment Reauired
Seevfcel START EXHAUST &ZR FAN

Nb2Tg-TT-C-T26 .....
Page





Specflcato Refeeece!

ROICCes I/O $cheUte LOCetOel 8o43
Point used Oy ENC$ [Y/N]i y

Reloonsbtlty Fuen|h|gi HONEYNELL,
Ietell|Rg| HONEYELL

|P|Rg| HONEYNELL

RecoPl

EeptOnSl
$ele|Sl

$eclslSl

Lockwood GPeee #1 767
Exteell tl 667
StetUSl DEVIATES

Device CheeecteeistCSl

FuPntshtg HONEYELL INC
Inlte|11ngi HONEYELL INC,

t|ng HONEYELL INC

FIO Cabet Numbee
FIO Teem BoiPd Pees

ZntePface Equ|=meet Requeed
Seevlce! START EXHAUST FAN

Ore.ln RefePencel

Pot nt UIIO by [MC8 [Y/N] Y

Lockwood GPeeee #i
Exteenlt tl 667 FIO Cebtnet NumbePtltUSl DEVIATES FIB Teem DoledDevlce

%nteeflce Equipment Reueed
Seevlcel COLD DECK TENPERTURE

Nb2QTge77C-7526

Fuen|*h HONEYNELL INC
I|tall|ng| NONEYELL INC

Sho Oeawtng 8ubettel Oete- Lockwood Geeeee # 767
Eteeat 1 667 FID Cabtet Number

$ePvel START HEAT RCVRy PI6g

RO]CCI I/O Scheeute Letoel 8-46
Polt used bY ENCS [Y/N] Y





Specification RefePenCel t59tl Reordl
Construction $ectftcat|on I/O SehaOu|e Pae Line Number NONEROTCC’s I/O Schedute LocetoePoint weed by EHC$ [/N]i y

Seclalsl Inatellfngl NONEYELL INCktPtng HONEYELL INC.
Shop Drafflg Subs|re| Datei

Lockwood Greene
Extepnat 1 667
StatUs1 DEVIATES FID Cablnet Number

Device ChePaCtertstfe FID TaPe BoePd Pe|Pl
Inerfece Equipment Requped
Servfcel HOT DECK TEHPERATURE

SPef|catton RefePeelOPa*q Refarencel
Conetructon SPe(Iceton ;/0 Schedule Page Line Number NONEROICCee t0 Schedule Locetop NONEPo|nt uleO by EHCS [Y/N]|

Soeclels:

ShOp DPatng 8ubmltal Patti
Lock,oDd Greene #i 767
External 1 667
StetUel DEVIATES

Device CharaeterItl

Furniahtngi HONEYWELL, INCInsta||ngl HONEYWELL, INC

Cabinet Nu-ber
Term Board Patre

Servlcel LEAVING HEAT RECOVERY COIL TEHP.
SeneoP Nuberl TR-CD Point De||gnet|Onl C| AHU ]TR=CD Sesor TVel Aelo Output RecoPdi 2]qS

SPecffCatto Refoeeeel 15911OPew4n ReePeRcel
Construction Speafleetto, Z/O Schedule Peqe Line NumbeP NONEROICCel OlD Schedute LOCatOP =0]
Pofnt u=eO by EHC [Y/N]i y

Sectals

Lockood Greene #i 767
External #! 667
Statusl DEVIATES

Device Characte(et|ce

N{rngl HONEYNELLe INCa

rid Cebet NuberiFID Term Board

Service! COLD DECK TENPERATURE RESET

N6ETe-77-C-756





$ecfcetOn Reeence! |59|1Orewfg RefeecelCosteuton $eefffcetfOn ZIO Schedule Pege Line Numei NONEROZCCs /0 Schedule Locetep 8-3

Lockood ;Peene # 767

StetusIDVATE$
Oevtce ChePeeisfcs!

tnte|lRgl HONEYELL ZNCpPIRgi HONEELLe ZNC,

Zrerfce Equinment Requeecl
Se’vel HOT DECK TEMPERATURE RE8ET

N62Tg-77-C-TS26
Page





Specification Referecel 15911Dee,the Referecel 99-7961|-X| E.ET I-E# M7.65 [-5Construction $(C)eetftcaon Z/O Schedu}e Pege L|ne Number!Re|oo,||biliy| Furnishing!
$oectals| SU Vb t 9 X E7 E8 B 81V8 V9 Xi |r|ngi N/A

: ShOp OPa|g Submtal Oata
Lockwood Greene #1 767
External #1 667

F. Sensor Number DPSH-I Potnt Oeaigeton IB2 AHU SDPSH;| Sensor Type!Speifatfon Refeeecel 15911 Recoedl 1833Drawing RefePecel 939oTebiloEXZ E=27 IeE 7-b5 ED=5. ContruCtlon Spec||cetton I/0 Schedule Page L|,e NumbepROCCes /0 Schedule Locatop
Polnt uoed by EMCS [Y/N]i Y

ReaoRa]bl|tylExceptions! FurIshIRg HONEYkELL ;NCIatellngl NONEYNELL INCa
|P1g HONEYELL INC.

Short Orawtng Submltal Deta
Lockwood Graee 767
External #1 67
Seatue! DEVIATES

Oevtce Chaeactee|t|cai
mtePfece Equipment Requped

FuPnlh|ngi HONEYHELL, INCIneta11|ng HONEYELL INCp

FIO Cab|net Number
ID Term Boaed PetPI

Service! RETURN AIR FAN DIFF PRESS

N62Te-77-C-752
Page 1391,=A3=,167

Shoa Oraw1g Submdtal Date
Lockwood Greene a 707
External #l 667
Statusl DEVIATE S FII Cab|net Numberi

Devfce Chaeetepfltfl FID Term
X,tePflce Equipment ReauPed
Servel SUPPLy AR FN DFF PRESS SN

Sensor NumbepI DPSH-2 Potnt Deltget]oi iB2 HU 5DPSM-Z Senior TyOel DigitalSPecffCa&4on ReePencel 15911 RecoPdlDrawing Refeeencel 939"796112XZ EW27 II M765 ED’5, M7-22CORStPucton 8eedfleetton I/O ehedule Page Lfe NumberROZCC*s /0 Schedule LocetoPI
Po(nt uoeo by EMC [Y/N] y





ROZCC*s ;I0 Schedule LocetOl 8-33

Shop Deewtng Submftal DatlLoCkwood Geeene ! 767Exteenel 1 667
Statusl DEVZATES

Oevtce Cheactestics

FuPnflhlngi HONEYWELL,nltolltgl HON[YNLL ]NCewfrtngi HONEYNELL. INC;

FZO Cabinet Numbep
F|O Teem Boled Pafes

RecoPl |83

Znteefece Equtomet Requieed..... Seevcel LO* EFF PRE-FILT DFF PRESS Ski
SO,sop Numbee ENTH / Pott Oeloetto IB2 AHU 45ENTH Sensoe TvDel Ootel Output Recordl 86

SPecification Referencel 15911OPaIRg Refepeel 939"79611-EXX E-27, l’2e 7-65 E-Ye M7-22Costrcton 8Peclflaetton ]/0 SChedule Paqe Lne Numbep NONEPoint used by EHCS [Y/N] Y





xer #I "b’ F.ZD Cab|net NumbeiStatuI’DEVTATE$ FZD TePm

Servem! ETURN AXR DE.PP-OXNT

: Oe.4g feee.cel 93i-TgIiI.!RXI E-27 X,l-2 7-1S E-COnltrUCtIon Pec|icatton Z/O S’hedule Page Line NumbeP NONEROCC*I X/O Schedule LacptoP NONE

c- $ectalsl Znstall|oi HDNEYNELL XNG1tgl HONEYNELL,
Shop OeeIng Submltet Data

Lock,god GPeane # 767

StatuSl DEVIATE5

ZntePface Equipment R-equ4edi

ConstPuctton Soee4fcetto X/O 8ehedule P40e ne Numbee NONEROICC’s Z/O Schedule LocptoPi NONEPoint uled by HC8 [Y/N] Y

S.h Deatng 8ubmltal
Lockwood Geeene #l 767
Exteenll #1 667 FD Cab(et NumbeeitetUSl DEVZATES FXD TePm BeaPdDay(ca Cherecter(lt(csi

XnterflCe EQuipment Requredi
eevtcel ZONE MAX;HUH HEATXNG DEMAND

N627-77-C-7526





Con|true!ton Secftcetton I/O Schedu|e Page Ltne Numberi NONEROICCe ]/0 SChedule Locsteri NONEPO(nt used y EC$ [Y/N] y

E=cetons!
Smecta|s!

Lockood Greene #1

nofece EquArment ReutPed

FuPnlshlng EHCS CONTRACTORnsts111ng ENCS CONTRACTORrng ENC5 CONTRACTOR

Record! 1835

Sec|elsl

Resoonsb||tty!

Drewtng Sube]tet Dote
Lockwood Greene l
External !

Device Cherseteri|ttCSl

Fuenlehlhg ERC$ CONTRACTOR
Insts111g ECS CONTRACTOR

Nfrngl ENCS CONTRACTOR

FIO Cab.et Number

Inteefece Equ]peent Reoured
Service! OUTSIDE AIR OAHPER CLOSED

Soec(fet(o Reerencel 15911 Recerdl 187Drawing Refeee,cel 99-79611.X] EW-7, II= M7-65, ED’5 H?.Conmteuct(on Peci+lcetlon I/O Schedule Peqe Ltne NumbeP NONEROICC’m I/0 Shedule Locator NONEPolnt used by C [Y/N] Y
RemDonslb(11tyl

Shop Drawing Subm|tal Data!
Lockwood Greee #i
External #1

Devtce Characteristics!
|ntePfsce Equ|oment Reouiredi

Fuentshtng ENC8 CONTRACTORInstellfng EHCS CONTRACTOR
Wfrng EMCS CONTRACTOR

...... Seevtce! RETURN AR DHPER CLOSED
Sensor Numberi PO$ 2 / Po|nt Oe|(gnet|oni 1B2 ANU aSPOS Z Senior TVpIi Ogt=lSpecifeto Reeeecel 15911Drewfng RefePeCel 939-79611-2XZ EN-27 Zt’2e MTob5 D-5 H?-2ConaruGton 8Dectfceto. ZO Schedule Pee L]Re NumbeP NONEROICCes I/O SChedute Leer!eel NONE





Senso Number: POS Pon Oe|getoni |B AHU 5P05 Sensor TYPel Digital$oec4fceton Referecel 15911
ConstruOton Snectftcetfo I/O Scheaule Page Lfne Nubee! NON[RXCC’e l/O SChedule Loator NONE

Shop Oew|ng SUbftel Oeta
Lockood Greene 1
External #!
StatUll

Device Cherectep4et|Ce

|natel|ng EHCS CONTRACTOR
|etngl EHCS CONTRACTOR

WI Cabinet Number

Input Recv, 188

Oevtce ChelecterJit tc1|
interface Equipment Requieed
SePvtcal EX.HAUST AZR DAMPER OPEN

Seneoe NubePI PO 6 Polnt Dol4gnot4on
SPecification Reoeencel 5911 Recoel 18Dralng Rofeeencel 939"79611.2X E=7Construction SPecification ;#0 Schedule Plo Line Numbee NONEROICCs Z/O Schedule LocetoP NONEPo4nt useO by EHCS [Y/N]i y

SPectalsl Znltallfn9 /HC CONTRACTOR
]P]gl EHC6 CONTRACTOR

Shop Dee]ng Submttel
Lockxood Greene

5tatuiI FZD Cabinet NumbeP
Oovtce Chmeaeteefstfcl FD Tep Booed Pates
Xnteeface EquiPment
3eev4cel HOT DECK SHOKE DHPER CLOSED

Page 1391-A30171

Shop Deew|ng Submtal
Lockwood Geeene
External
Stetusl

Fuenflhfng /HCS CONTRACTOR
In|al|tngl /HCS CONTRACTOR4etno ENCS CONTRACTOR

FIO C*bnet
FZO Teem Booed

ExceDttonsl

nterfeCe Equ4Dment Roclu|eedl
Servqcel EXHAUST AIR DAHPER CLOSEO................. ..... ; ....... ; ; , ; _" ......Sensor NumbePi POS 5 Point Oelgnatton 182 AHU 45POS 5 Senior Typel Ootal Input

....8pegtficltton Refeeencel 15911 Recoedl 189Drlwng Refeeencel 939=79611.X EM-27. l=p NT-bSe ED-5 HT.E2Cgnstructlon Seflcetton ZO SChedule Pace Lne Number NONEROCCs X/O Schedule LoCetepI NONE

RelDonllb1





ConstruCt|on $oeiftcat|on Z/O hedule Paqe L(ne Numberi NONEROICC= T/O Sckedute Locstor NON[POint u|ed by EROS [y/N]i y

E=epttons! Res(C)olibflf|Yl FuPnish(ng EROS CONTRACTORS:ecfa|s! ]nlta|t|ngl EROS CONTRACTORN1r|Rgl EROS CONTRACTOR
Shop Oratng Sub,|tel OataiLopkxood Greene #

External #!
Stetus" FZD Cabinet Numbep

Service! COLD DECK SROKE DANPER CLOSED

Spec(/icatfon Reeeenpe! ISgII Recordl
Constructfon 8pecff|ostton XtO Schedule Paqe Ltne Number 35-9ROZCCs /0 Sohedu|e LocatorPont used by EC [/N]i y
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