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JOB

ARCHITECT

CONTRACTOR

SUPPLIER

DATE

PUBLIC WORKS BUILDING
Helipad & Landscaping
Camp Lejeune, North Carolina

NAVAL FACILiTIED ENG. COMMAND

TRADER CONSTRUCTION
P.O. Drawer 1578
New Bern, North Carolina 28560

MARTIN ARCHITECTURAL BUILDING PRODUCTS, INC.
P.O. Box 33155 3911 Beryl Road
Raleigh, North Carolina 27606-0155

June i0,1983

G GMK to exist. Corbin system

Provide 3 keys/lock keyed differently
Provide 2 keys/lock keyed alike in sets
Provide 2 masterkeys/set
Provide 2 grand masterkeys
Provide 6 construction masterkeys
Provide 2 control keys

Stamp keys with change no., AA.n- and ’J.S. PROPERTY DO NOT DUPLICATE"

ATLANTIC DIVISION
NAVAL FACILITIES ENGINEERING COMMAND

NORFOLK, VIRGINIA 235]]

APPROVED_
APPROVED AS NOTED "’
DISAPPROVED
SUBJECT TO THE REQUIREMENTS OF
CONTRACT NO q 7...4-.7 0- ,C
APPROVAL OF A SUBMITTAL DOES NOT I;’ICLUDE
APPROVAL OF ANY DEVIA’[ION FROM THE CON-
TIACT REQUIREMENTS UNLESS THE
CALLS ATTENTION TO AriD SUPPORTS ’t’HE DEvIA-
TION... THE CONTRACTOR SHALL BE RESPONSIBLE
FOR PROViIII’IG PROPER PH’$1CAL DIMENSIONS
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(material) shown and marked in this suhmi-

tal is that proposed to be incorora’ed

Contract Number N62470---[’--’-/--’--
compliance wilh the Conract draWos
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pproval.
Ceified by-- n
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UNDERSTANDING OUR SCHEDULE

All Doors are listed seperately" as to type of material, sizes, type of frame

material and hardware sets. Where more than one door has all of the above

qualities, they are placed in the same hardware item in oux schedule.

Generally exterior doors are listed first regardless of hardware sets and after

all exterior doors are listed, the remaining doors are listed based on hardware

set number in specifications.

Below is an example of how to interpret the information shown on our door listings.

Grandmasterkey

------Masterkey

--Change key

1

(A) Note if the number preceeds the letters, it

would be a masterkey system and there would be

no grandmasterkey.
(B) If number was preceeded by 3 letters, closest

letter to the number would be a submasterkey (AAA3).

(C) If a letter ’" preceeds the keyset number, this

means that this particular cylinder is to be

operated by keys to other locks as well as to its

own key (XAA3).

Dr. 15

Exterior
from Classroom 40

Quantity of Doors
Architectural Dor #!
Door location with side of door receiving key listed first

Hand of Door (R right hand LH, left hand RHR, right hand reverse
LH, left hand reverse. "A" after one’of above listings

means the active leaf of a pair RHRA=right hand reverse active)

HW 1 3070134
Architect s hardware set number

Door size 3’0" x 7’0" x 1

3x33 V.P.-- MxM

Special notes about doors vision panels, labels, etc.--

Door and Frame material M--metal W=wood, AL= Aluminum

t the
edified th.s_, . this submt."

ed S98C9S,

Cedfied b "

Date





SPECIAL NOTES|

We recommend that the person installing the hardware items shown on following
schedule follow these general rules.

Become familiar with how to read the hardware schedule. If he does not
understand a listing or listings of any of the items shown, please call
the hardware supplier before proceeding.

Be sure to preview schedule for flor closers, thresholds, electronic
hardware or any other special items which he will have to have special
preparations or will need certain items of hardware prior to the normal
delivery.

When the hardware is delivered to the jobsite, install the hardware on the
doors that it is tagged to go on. Pay close attention to the numbers on the
boxes as some have very similar numbers but are very different products.

Where a door is to receive an overhead stop and a door closer, always install
the overhead stop first then install the door closer which will usually
require a special bracket if it is to be mounted on the same side (push side)
of the door.

5. Unless a degree of opening is shown on the hardware schedule, mount closers
so that the door will open as far as possible.

Door closers should never be installed on the outside of the building.
Before mounting a closer on the exterior of the building, please contact
hardware supplier for a special bracket. Generally closers are mounted
inside rooms and stairwells.

Contact your hardware supplier if you have any doubts aut the installation
of any items.

"It is hereby certified that the (equipment)

(material) shown and marked in this submit-

tal is that proposed to be incorporated into

Contract l,.umber N32470-’’-/------’L’" is iq

comlianco wh the Contract drswins a,d

secificafi:)ns, c -e is’lted n ’h1

ed saacs, and is submitted Goverzmot
approval.
Certified by-Date





rify that roll-up doors (HW-1) will accept rim cylinder (Corbin 5281).

Provide registration number of existing grand masterkey and if applicable of
masterkeys. Check recommended keying for approval.

HW l0 Doors P106A, P107, P108, Pll0, Plll
HW ll Doors Pll4B, Pll5 & P128
HW 12 Doors P106 & PII4A
HW 16 Doors P122, P122E
HW 14 Doors Ply4, P195

The above doors swing 90 into a wall except for the overhead stop. The preferred
way to stop these doors is with a wall bumper as this stops the door at the center
with no racking of the door as results with the overhead stop. If this is accept-
able, advise u

Door PII8A was not listed in the specifications to receive haxdware.
is needed and set 12 acceptable @]@_.S advise.

If hardware





K..YING

AA1
AA2
AA3
AA3
AA4
AA5
AA5
AA5

AA5
AA2
AA3
AA3
AA4
AA5

1 Roll up door PII4C Exterior Small Equip, Pll4
1 Roll up door PI21A Exterior Plumbing Pl21
1 Roll up door P122A Exterior Carpentry P122
1 Roll up door P122F Exterior Carpentry P122
1 Roll up door P123A Exterior El, & Refrig, P123
1 Roll up dorr PI28B Exterior Trans. & Saint.
1 Roll up door P128C Exterior Trans0 & Saint,
1 Roll u door PI28D Exterior Trans & Saint.

8 Security Sw+/-tchesLN/A )Detex Ss
8 Cylinders E19221 Corbin 5281 62"

1 Sgl, Dr. Pll4 Exterior Fr, Small Eq, Pll4
1 Sgl, Dr, Pll6 Exterior Ft, Corp, Pl18
1 Sgl, Dr, P121 Exterior Fr, Plumbing PI21
1 Sgl, Dr, PI22B Exterior Ft, Carpentry P122
1 Sgl, Dr, P122C Exterior Fr, Carpentry P122
1 Sgl, Dr, P123 Exterior Fr, El, & Refrig. P123
1 Sgl, Dr, PI28A Exterior Fr, Trans, & Saint,

30710 x 1 3/4 MD X MF (PII6 ULB)

pr. Butts
7 ea, Locksets
7 ea, Closers
7 ea, O,H.Stop
7 ea, Threshold
7 ea, Sec. Switch
21 ea, Silencers

A5111 McKinney
4000 F82 G1 Corbin
C02021-PT4C Reading
C02511 Rixson
J601 w/tStGp.Durable

Detex
L03011

LT205HV-36"
MS 20495

Glynn-Johnson GJ64

T4B3386 4 x 4 630
8865-1461 x 217L13 630
6600PA 689
9-333 626

AA6 1 Sgl, Dr, Pll3A xterior Fr, Vestibule Pl13
3078% x i 3/4 SSD X ALF

LHR

1 ea, Floor Closer
1 eao Int, Pivot
1 ea, O,H, Stop
1 ea, Deadlock
1 ea, Threshold
iea, Se, Switch
3 ea, Silencers

CO6041XTOP PIVOT Rixson 27-95-NHO
CO7321 Rixson M-19
CO1511 Rixson 1-333
E52151 7 Corbin 613X83-I 1/8"

Detex MS20495
L03011 Glynn-Johnson GJ64

626
626
626

AL

AA6
AA3
AA8

1 Pr. doors 9118 Exterior Fr, Corridor Pll8
1 Pr, doors P120 xterior Fr. Corridor Pll9
1 Pr, doors 9127 Exterior Fr, Mech, P127

2/30710 x i 3/4 MS X MF

RHR ACT.
RHR ACT.
RHR ACT.

(continued on next page)





12 pr. Hinges
3 ea. Locksets
6 ea. Flushbolts
6 ea. Closers
6 ea. O.H. Holders
6 ea. Sec. Switches
6 ea. Silcers
1 ea. Threshold

HW- 4 (cont.)

ASlll
4000 F84-I
L14081
C02021 PT4C
C05531

L03011
J601 w/Stop

McKinney
Corbin
Balwin

Reading
Rixson
Detex
Glynn-Johnson
Durable Prod.

(Dr. Pll8 only)

T4B3386 x 4
8865-1455 x 217L13
0600-3 @ 12", 3 @ 24"
6600 PA
33-331
MS20495
GJ64
C-205X2-HDS20-72"

AA9 1 Sgl. Dr. P101A Exterior Fr.
30710 x 1 3/4 MD X MF

Paint Shop P101 RHR

2 pr. Hinges
1 ea. Exit Device
1 ea. Closer
1 ea. O.H. Stop
1 ea. Threshold
3 ea. Silencers

A8112
1-01
CO2021 PT4C
C12511
J601 w/Stop
L03011

McKinney TB2714 4 x 4 NRP 600
Von Duprin 88EO 626
Reading 6600PA 689
Rixson 9-331 626
Durable LT205HV 36" AL
Glynn-Johnson GJ64

HW i0

AAI0
AAII
AAI2
Aml3
4

Sgl. Dr. P106A
Sgl. Dr. Pl07
Sgl. Dr. PI08
Sgl. Dr. PII0
Sgl. Dr. Plll

3070 x i 3/4

Secretary Pll2 to Foreman PI06 RH
Corridor P109 to P.W. Chief P107 RH
Corridor P109 to P.W. Assist. PI08 LH
Corridor PI09 to Storage Pll0 LH
Corridor P109 to E & M Control PIll RH
WD X MF

r. Hinges
5 ea. Locksets
5 ea00.H. Stops
15 ea. Silencers

A8133 McKinney T2714 4 x 4
4000 F84 G1 Corbin 8865-1455X217Ll
C05541 Rixson 33-331
L03011 Glynn-Johnson GJ64

652
626
626

AAI 1 Sgl. Dr. PII4B
AAI5 1 Sgl. Dr. PII5
AA5 i Sgl. Dr. P128

30710 x i 3/4

Ante. Pll7 to Corr. Pll4B
Ante. Pll7 to Dispatch PII5
Corr. PII8 to T & M Shop P128

MDXMF ULB

LH
LH
RH

6 pr. Hinges A8112
3 ea. Locksets 4000 F84 G1
3 ea. Closers C02011 PT4C
3 ea. O.H. Stops C05541
9 ea. Silencers L03011

McKinney TB2714 4 x 4
Corbin 8865-1455X217L13
Reading 6600
Rixson 33-331
Glynn-Johnson GJ64

652
626
689
626

630
630
626
689
626

AL

(continued on next page)





AAI6
AAI0
AAI7
AA5

1 Sgl. Dr. P105 Corr. Pll9 to Lunchroom P105 LH

1 Sgl. Dr. P106 Corr. Pll8 to Shop Foreman P106 LH

1 Sgl. Dr. PII2 Vest. Pll5 to Secretary Pll2 RH

1 Sgl. Dr. Pll3 Vest. PII5 fr. Corr. pl18 LHR

1 Sgl. Dr. Pll4A Small Eq. PII4 fr. Storage pll4A RHR

30710 x 1/3/4 MD X MF

: [ 5McKinney
4000 F84 G1 Corbin

C05541 Rixson
L03011 Glynn-Johnson

l0 pr. Hinges
5 ea. Locksets
5 ea. O.H. Stops
15 ea. Silencers

TB2714 4 x 4
8865-1455X217LI3
33-331
GJ64

HW- 13
NOT USED

HW- 14

1 Sgl. Dr. P124 Corr.
1 Sgl. Dr. P125 Corr.

30710 x 1 3/4

4 pr. Hinges
2 ea. Closers
2 ea. Push Plates

2 ea. Pull Plates
2 ea.O.H. Stops
6 ea. Silencers

Pll8 to MEN P124 LH

PII8 to WOMEN P125 RH

MD XMF ULB

A8112 McKinney TE2714 4 x 4
C02011 PT4C Reading 6600

J300 Baldwin 2125 8X16

J400 Baldwin 2540X2125-8XI6
C05541 Rixson 33-331
L03011 Glynn-Johnson GJ64

HW 15

1 Pr. Drs. Pl01 Corr.

2/30710 x 1 3/4

4 pr. Hinges
1 ea. Exit Device
1 ea. Exit Device
1 ea. Coordinator
1 ea. Carry Bar
2 ea. Closers
2 ea. Stops
Iea. Threshold
2 ea. Silencers

Pll9 Fr. Paint Shop Pl01
MD X MF B

A8112 McKinney TB2714 4 x

3-08 Von Duprin 8834K RHR

2-01 Von Duprin 8817-7’-i0 LHR

H.B. Ives 948-3-72"
H.B. Ives 478B

C02021 PT4C Reading 6600

L22102 Baldwin 4033

J60IXSTOP Durable LT205HV-72"
Glynn-Johnson GJ64

1 Sgl. Dr. Pll7 Ante. Pll7 to Corr. pll8 LH

1 Sgl. Dr. P122 orr. Pll9 to Carpentry P122 LH

1 Sgl. Dr. PI22E orr. Pll9 to Carpentry P122 RH

30710 x 1 3/4 MD X MF

652
626
626

652
689
630
630
626

RHR ACT.

652
626
626
600
626
689
626
AL

(continued on next page)





HW 16 (cont.)

6 pr. Hinges
3 ea. Passage sets
3 ea. Closers
3 ea. O.H. Stops
9 ea. Silencers

A8412 McKinney TB2772-4
4000F75 G1 Corbin 865-1410X217L13
C02011 PT4C Reading 6600

C05541 Rixson 33-331
L03011 Glynn-Johnson GJ64

HW 17

AA5 1 Pr. Drs. PII9 Corr. Pll9 Fr. Corr. Pl18
2/30710 x 1 3/4 MD X MF

RHR ACT.

3-pr. Hinges A8111 McKinney T4B3786 4 x 4
Iea. Lockset 4000 F84 G1 Corbin 8865-1455X217L13
2 ea. Flushbolts L1408 Baldwin 0600-12"

1 ea. Closer C02011 Reading 6600

2 ea. O.H. Stops C05541 Rixson 33-331
2 ea. Silencers L03011 Glynn-Johnson GJ64

MISC.

1 Key Cabinet ANSI A156.5 Type II KeyControl Systems M284

652
626
689
626

652
626
626
689
626




