RELEAS ED

LA L IGHTN ING N e - | o o P
' ARRES TOR L . o | ‘ - .

: ' SR 4 ;
. INCOMING S v P L o s
120 V. AC o - <. o i .
—_ = 2 ———t . . ' < %
_L _____ — ; ‘ : 1 .
SEE NOTE &4 ' | | S |
- - 'e) CIRCUIT BREAKER ¢ P 1 ! R
' ‘> 10 AMP,. TRIP o ; 4.
' * . . K } ‘ ! ) :
? : HEATER . i
THERMOSW I TCH N ' ]

WORULIC DGR

- IMPOLENE - TUB ING

7 BLEED
‘VALVE -

| BULKHEAD FITTINGS - s

™ IR 1 {1V T S A
e e |TRaNsMITTER T

: ,'ASSY :
' -600’463 O]

. | . W/D . 1l

901 241 -0]

o S o ] o . . TO DRAIN

RECEIVER FRAME [N

.0, ITEM "Mn |
MAIN CONTROL PANEL
AT WATER PLANT

_] METALL IC PAIR TO

- “| . PRESSURE -
.  TRANSDUCER

CABLE o -
[ ASSEMBLY.

ASS EMBLY. o - | S | L ~F
600078-01 . .| .. .. a s T

2

5. FOR PARTS LIST SeEg _202002-01. : R ; _ )

4. GROUNDING LUG TO BE GROUNDED BY . S : : : ‘ s
CUSTOMER AS PER N.E.C. | . - 14

3. WIRE COLOR ABBREVIATIONS: . o
BLACK~BK GRAY- GY - _ - R , X
WHITE -W BROWN -8R : - . 1
ORANGE-OR BLUE-BU .. , A ' R - . TTLE  WIRING .D IAGRAM
NEROW-Y  VIOLET-v e RSP o ] BULLET IN E-800
gggEN 6N PINK-P o S : | | , REMOTE SENSING TRANSM I TTER

2. ALL WIRING IS RED UNLESS NOTED. N SRR e - : | dmoen 15726 [ Name JACKSONVILLE, N.C. I

ALL RED WIR , - I b
ALL ELSE IS 14 GA, © oA ANO | : ST S CONSOLIDATED ELECTRIC COMPANY
' ‘ 141 SOUTH LAFAYETTE ROAD ' ST. PAUL, MINN. 55107

L. ALL DOTTED WIRING IS DONE BY
OTHERS. FIED, Two PLACE DAC. 3 010, Thnee | DO NOT [PEhioher [onawn  —[oRawING No. REV.

:;AGT:UELAO:'C. t .005 F TIONS. 2 1/64. SCALE ' 7.?5}575 %EP_[ 902 \ O 5 - Ol A

ITEMS "0,P,Q,R & S"







