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CONSTRUCTION HOTES
1. WORK ENCOMPASSES REMOVAL OF ALL PIBERGLASS THSULATION PRO: PIPING MuiD
FITTINGS OF CHS, CHR, CCHS, AND CCHR PIPE THROUGHOUT B‘UILD&HG Mi-100 WITH THE

EXCEPTION OP PIPE INSTALLED ¥N SEALED PIPE CHASES WHICH IS/TO REMAIN.

2. PROVIDES NEW INSULATION FOR ALL PIPING AND FITLING WHERE PIBERGLASS

INSULATION WAS RSMOVED.

3. ANY DAMAGE FROM CONSTRUCTION SHALL 82 REPAIRED TO MATCH EXISTIRG

CONDITIONS.

GENERAL HOTES
1. SEE REFERSHCE DRAWISG als~l AND P7-1.FOR ARCHITECIURAIT RND MECHAHICAL

LEGSNDS RESPECTIVELY.

2. EXISTING CONSTRUCTION DRAWINGS ARE PROVIDED 1O DETERIHE APPROXIMATE

LOCATION OF CHS, CHR, CcHS AND CCHR PIPING IH BUILDING NH-IIOO, AND POR TYPE OF
. I

. ..BUILDING -CONSTRUCTION-IN ‘AREA OF WORK'
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